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ABSTRACT

This dissertation presents the design, analysis, and validation of a hierarchical

transactive control system that engages demand response resources to enhance the

integration of renewable electricity generation resources. This control system joins

energy, capacity and regulation markets together in a unified homeostatic and eco-

nomically efficient electricity operation that increases total surplus while improving

reliability and decreasing carbon emissions from fossil-based generation resources.

The work encompasses: (1) the derivation of a short-term demand response model

suitable for transactive control systems and its validation with field demonstration

data; (2) an aggregate load model that enables effective control of large populations

of thermal loads using a new type of thermostat (discrete time with zero deadband);

(3) a methodology for optimally controlling response to frequency deviations while

tracking schedule area exports in areas that have high penetration of both intermittent

renewable resources and fast-acting demand response; and (4) the development of a

system-wide (continental interconnection) scale strategy for optimal power trajectory

and resource dispatch based on a shift from primarily energy cost-based approach to

a primarily ramping cost-based one.

The results show that multi-layer transactive control systems can be constructed,

will enhance renewable resource utilization, and will operate in a coordinated manner

with bulk power systems that include both regions with and without organized power

markets. Estimates of Western Electric Coordinating Council (WECC) system cost

savings under target renewable energy generation levels resulting from the proposed

system exceed US$150B annually by the year 2024, when compared to the existing

control system.
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ĝd(s) Droop-controlled generation response; in s-domain (regulation).
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a Marginal price of energy; in $/MW2·h (dispatch).

a The principal pole of the discrete-time system model; in s−1 (aggregation).

A(t) Raw ACE signal; in MW (regulation).

B A cost parameter; unit varies according to context (dispatch).

B Bid price; in $/MWh (demand response).

B Frequency control bias; in MW/Hz (regulation).

b Load price response function first-order constant; unitless (demand response).

b Marginal price of power; in $/MW2 (dispatch).

b The principal zero of the discrete-time system model; in s−1 (aggregation).

C A cost parameter; unit varies according to context (dispatch).

C The system controllability matrix; 2× 2 matrix (aggregation).

c Marginal price of ramping; in $·h/MW2 (dispatch).

C(t) Cost over the time interval 0 to t; in $ (dispatch).
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C∗ Cost associated with discrete time control; in $ (dispatch).

c1 The average load of a unit of non devices; in MW (aggregation).

c2 The average load of a unit of noff devices; in MW (aggregation).

CA The heat capacity of the indoor air; in J/K (aggregation).

CM The heat capacity of the solid mass; in J/K (aggregation).

Cbase Cost associated with base case control; in $ (dispatch).

COP HVAC system efficiency; unitless (aggregation).

D A cost parameter; unit varies according to context (dispatch).

D Interconnection damping constant; per unit (regulation).

d Disturbance magnitude; in MW (regulation).

d(ktd) Slope of the load demand curve at the dispatch point; in $/MW2h (regulation).

Dq Load diversity at order q; unitless (demand response).

E(t) Energy over the time interval 0 to t; in MWh (dispatch).

E∆ Energy demand parameter; in MWh (dispatch).

ET Energy over T ; in MWh (dispatch).

eta(P ) Demand elasticity at the price P ; unitless (demand response).

F (s) Low-pass ACE control signal filter transfer function (regulation).

f(t) System frequency; in Hz.

Fd Fraction of total load that can be responsive to frequency (regulation).

Fr Fraction of generating units that are ACE-controlled (regulation).

fs Nominal or scheduled system frequency; in Hz.

G The state transition matrix of the population of devices; 2× 2 matrix (aggre-

gation).
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g(k) Load probability function; unitless (demand response).

G(t, Q, Q̇) Cost Lagrangian; in $ (dispatch).

Gd(s) Droop-controlled generation response transfer function (regulation).

Gr(s) ACE-controlled generation resource transfer function (regulation).

Gpd The proportional-derivative control transfer function; unitless (aggregation).

H Shannon entropy of load; unitless (demand response).

h The observer scalar reference input gain; unitless (aggregation).

H(s) Interconnection overall transfer function (regulation).

h1 The net number of devices added to the controlled on population of devices by

a unity input signal; unitless (aggregation).

h2 The net number of devices added to the controlled off population of devices

by a unity input signal; unitless (aggregation).

K Bid comfort control setting; in $/MWh.◦F (demand response).

K The closed-loop proportional control gain; unitless (aggregation).

k Discrete time step; in p.u. ts (dispatch).

k The discrete time index such that t = kts; unitless (aggregation).

k Thermostatic device population count; unitless (demand response).

k1 The derivative gain of the closed-loop proportional-derivative control; in sec-

onds (aggregation).

k2 The proportional gain of the closed-loop proportional-derivative control; unit-

less (aggregation).

Kd Fraction of total load that is armed by 5-minute dispatch (regulation).

Kl Load control recovery time constant; in seconds (regulation).

Kp Load quasi-steady rebound response time constant; in seconds (regulation).
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Kq The observer integral error feedback control gain model scalar; unitess (aggre-

gation).

L(s) Load transfer function (regulation).

M Interconnection inertial constant; in seconds (regulation).

N Number of thermostats under control; unitless (demand response).

NC Number of controllers; unitless (aggregation).

noff Number of devices that are off but not locked; unitless (aggregation).

n∗off Number of devices that are locked off; unitless (aggregation).

non Number of devices that are on but not locked; unitless (aggregation).

n∗on Number of devices that are locked on; unitless (aggregation).

O The system observability matrix; 2× 2 matrix (aggregation).

P (Q) Power price function; in $/MWh (dispatch).

P (t) Regulation energy price; in $/MWh (regulation).

Pd 5-minute dispatch energy price; in $/MWh.

Ps Hourly schedule energy price; in $/MWh.

Q Heating system power demand; in W (aggregation).

Q Load; in MW (demand response).

q The augmented state for integral error feedback control; in J (aggregation).

q The total heat added to the device; in W (aggregation).

Q(t) Actual net exports from a control area; in MW (regulation).

Q(t) Total power; in MW (dispatch).

Q∗ Discrete power; in MW (dispatch).

Q0 Initial load; in MW (dispatch).
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Q∆ Power demand parameter; in MW (dispatch).

QE Scheduled load; in MW (dispatch).

qH Heating system output; in W (aggregation).

qI The heat added from internal, solar and ventilation gains; in W (aggregation).

QR Most probable load; in MW (demand response).

Qs Scheduled net exports from a control area; in MW (regulation).

qS The heat added/removed by the heating/cooling system; in W (aggregation).

QT Terminal load; in MW (dispatch).

QU Unresponsive load; in MW (demand response).

Qz Must-take generation; in MW (dispatch).

R Droop control constant; unitless (regulation).

r Thermstatic state decay rate ; in ◦F/h (demand response).

R(Q, Q̇) Ramping price function; in $/MW (dispatch).

roff The rate at which a device temperature changes when off; in ◦C/s (aggrega-

tion).

ron The rate at which a device temperature changes when on; in ◦C/s (aggrega-

tion).

s Frequency domain complex variable; in h−1 (dispatch).

s The Laplace domain complex variable s; in s−1 (aggregation).

s(ktd) Slope of the generation supply curve at the dispatch point; in $/MW2h (reg-

ulation).

T Interval terminating time; in hours (dispatch).

t Real time variable; in seconds.

t Time domain real variable; in hours (dispatch).
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td Dispatch control discrete-time sampling rate; in minutes (scheduling).

Tf ACE control signal filter time constant in seconds (regulation).

Tg Generation resource governor time constant; in seconds (regulation).

Tl Load control derivative response gain (regulation).

tr Discrete control discrete-time sampling rate; in seconds (scheduling).

ts Discrete control discrete-time sampling rate; in hours (scheduling).

ts The discrete controller sampling time; in seconds (aggregation).

ts Time step; in seconds (dispatch).

Tch Generation resource steam chest time constant; in seconds (regulation).

tmin The minimum control lockout time; in seconds (aggregation).

U The z -domain transformation of the input u (aggregation).

UA The thermal conductivity between indoor and outdoor air; in W/K (aggrega-

tion).

UM The thermal conductivity between indoor air and solid mass; in W/K (aggre-

gation).

W (z) Lambert W-function; unitless (demand response).

x1 The first state of the state vector x, which is the number of devices on, non;

unitless (aggregation).

x2 The first state of the state vector x, which is the number of devices off, noff ;

unitless (aggregation).

Y The z -domain transformation of the output y (aggregation).

y The net load of the population of controlled devices.

z The discrete-time z -domain variable z = e−st; unitless (aggregation).

z1, z2 The desired poles for the integral error feedback control design; in s−1 (aggre-

gation).
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zq The desired dominant pole for the integral error feedback ground; in s−1 (ag-

gregation).
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Chapter 1

Introduction

The National Academy of Engineering considers bulk electric power generation and

distribution to be the single most important engineering achievement of the 20th

century [2]. Every part of today’s trans-national economy is supported in some way

by electrification. A myriad power plants convert primary energy sources such as

fossil and nuclear fuels, hydrological cycles, wind and solar radiation to high quality,

reliable, and versatile electric energy that is used to drive an economic engine without

parallel in all of human history. Arguably, not since the discovery of fire or the

invention of writing has a single idea so dramatically affected every aspect of the

human condition.

But the story of electricity is still being written. The 20th century model of

the top-down utility and the interconnected transmission network is being challenged

by 21st century problems. Climate change concerns, environmental impacts, low

natural gas prices and the lack of prospective sites for large reservoirs are driving out

coal plants, nuclear reactors and large-scale hydro-electric facilities as the primary

sources of electric power. In many systems solar and wind resources have become an

increasingly significant share of the generation resource mix.

However, with these new resources come new planning and operation problems. In

particular, prime mover intermittency and the lack of control over their power output

are putting strains on interconnected systems and forcing system operators to either

place limits on intermittent generation resources or engage new kinds of resources in

the control of the system. Over the last few decades extensive research has been con-

ducted on how controllable loads in particular can be engaged in the various planning

and operation processes in bulk power systems. Many solutions to key elements of

the problem have been proposed, some of which have been successfully demonstrated
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in field trials, and a few of which have found their way to full-scale operation by

utilities. Nearly all of these solutions utilize centralized “top-down” control methods,

and most operate in an open-loop control regime. These solutions are often simple,

and are demonstrably sufficient for modest levels of renewable penetration.

But centralized methods can be inflexible and lack robustness to variability and

availability of both renewable supply and controllable demand resources. Decentral-

ized control approaches are already widespread in bulk power systems, as for exam-

ple in the case for regional scheduling using organized energy markets, or control

area generation regulation and bulk system frequency support. Taking decentralized

approaches to their logical limit, fully distributed approaches have been proposed,

particularly for managing local capacity limits and under-frequency load shedding.

This thesis examines the feasibility of scaling-up to an entire interconnection a

particular distributed method of integrating controllable resources called “transac-

tive control”. The problem is considered in the context of deep decarbonization of

the bulk electric power systems, with particular attention to the use of loads as re-

sources in scheduling, dispatch and regulation processes. While the problem involves

regulatory, economic, and policy considerations, the main focus of this thesis is on

the technical problem and solutions that support a flexible approach to regulation,

economic and policy questions. This thesis proposes general methods that might be

used to implement solutions that are widely applicable to the multi-scale approaches

enabled by a transactive control paradigm.

Among the most important drivers in the evolution of modern elecricity infrastruc-

ture is the effect of carbon emissions on the environment. For decades we have been

aware of the effect of power plant emissions on the air quality, rain water acidifica-

tion, and the concentration of carbon dioxide in the atmosphere. Measures to reduce

the effect of soot, nitrogen and sulfur oxides in the atmosphere downwind from fossil

fueled power plants have largely been successful. Clean air policies and regulations

have enabled some recovery of watersheds in the Northeast that were once suffering

from acidification despite some persistent long term effect in certain ecosystems [3, 4].

The 2015 Paris climate accord had raised hopes that a global comprehensive at-

mospheric carbon policy was at hand, and the adoption of the Clean Power Plan by

the United States was a positive sign that together with China, the world’s leading

economies would take effective measures to push toward effective mitigation of the

impact of carbon at global temperatures rise. The recent policy reversals are widely

regarded as a setback in this regard. But many consider the trend toward greater
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dependence on renewable resources irreversable, simply because the social, policy and

market conditions increasingly favor renewable electricity generation resources [5].

Unfortunately, increasing demand for renewable electricity generation resources

does not automatically bring about adoption of technologies that mitigate the climate

impact of fossil-based electricity generation and satisfy ever growing electric system

load. Each class of renewable generation comes with one or more disadvantages that

limit the extent to which it can be integrated in bulk system operation. Hydro-electric

generation has long been employed as a significant renewable source of electricity. But

climate change may jeopardize the magnitude and certainty with which the existing

asset base can meet demand [6, 7], while population displacement, habitat destruction

and fish stock degradation limit the growth of new assets. Shifts in both load and

hydro generation potentially increase uncertainty in long term planning and further

enhance the need for technical approaches that support operational flexibility [8].

Similar issues arise with wind and solar generation resources. Wind power has

seen rapid growth in recent years, but system reliability requirements can limit the

penetration of wind generation without additional mitigation measures such as firm-

ing resources [9]. Solar resources are also becoming increasingly available but have

intermittency challenges similar to those of wind. In addition, residential rooftop

solar resources are challenging the classical utility revenue model [10] and are known

to cause voltage control issues in distribution systems [11].

Finally, the reliable, robust control and optimal operation of an increasingly com-

plex bulk electricity system have become very real concerns [12]. Many see 100%

penetration of renewable generation as the principal objective. But this may only be

possible in certain regions and only if there is a nearby bulk electricity interconnec-

tion on which such a region could rely when renewable intermittency causes shortfalls

in energy supply. There are good reasons why it may not be possible for an entire

interconnection to be supplied 100% by wind and solar energy, leaving open a role

for nuclear, hydro, and natural gas.

The traditional utility approach to renewable intermittency is to allocate ad-

ditional firm generation resources to replace all potentially non-firm renewable re-

sources. These firm resources are often fast-responding thermal fossil resources and

hydro resources when and where available. For new renewable resources the impact

of this approach is quantified as an intermittency factor, which discounts the con-

tribution of wind in addition to its capacity factor and limits the degree to which it

can contribute to meeting peak demand [13]. However, the intermittency factor does
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not account for the ramping requirements created by potentially fast-changing re-

newable resources [14]. The need for fast-ramping resources discourages the dispatch

of slower high-efficiency fossil and nuclear generation assets while promoting faster

low-efficiency fossil and hydro, where available, for regulation and reserve services

[15].

1.1 Motivation

The motivation for this thesis is two-fold. First, the long-term average cost of new

renewables energy resources must be covered by the short-term price volatility in

electricity markets. However, as the penetration of renewables increases, the cleared

energy price is more frequently zero, or even negative as fossil-fired generators attempt

to remain online while waiting for prices to rise. This decline in revenues could place

an economic throttle on the growth of renewables [16] that can only be mitigated

by enabling new sources for the revenues necessary to pay for utility infrastructure,

particularly in the presence of high levels of distributed renewable resources. Fur-

thermore, ramping resource scarcity may induce high price volatility in the ancillary

services markets, which may lead to price shocks to the system overall. This work

seeks to enable mechanisms that significantly reduce costs, stabilize prices, and en-

able new revenues from the coordination of the resources that support efficient system

scheduling, dispatch, and regulation.

Second, although there is an existing mechanism called “transactive control” that

has shown promise in field demonstrations, to date this technology has not been

scaled fully to an entire interconnection. There are many reasons why this has not

yet occurred, but chief among them are the obstacles to modeling, simulating and

evaluating the performance of transactive systems at scale. This work seeks to identify

models and methods that can be used to perform such evaluations.

Market-based mechanisms lie at the heart of transactive control systems. So de-

ploying transactive control at the interconnection scale will require the almost ubiq-

uitous use of markets to allocate any and all scarce resources in the systems. The

long-term barrier to accomplishing such an ambitious goal is that the existing transac-

tive system design is focused almost exclusively on the energy market-based dispatch

of demand-side resources. But the value of demand response alone may be quite small

[17]. The same may be said for energy storage [18]. As a result we must find other

ways to provide incentives for needed resources to participate in market-based solu-
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tions. This includes markets to facilitate shifting costs (or revenues) away from (or to)

non-energy markets, such as power/capacity or ramping/regulation markets. If the

volume of services traded in these three markets were more balanced, then we should

expect a more adaptable, equitable, and stable economic regime. Hence, through

the concept of transactive control we should expect a more adaptable, equitable, and

stable technical operation as well.

Thus we are motivated to understand first how a more balanced transactive system

might function, second how much benefit it provides globally, and finally whether all

concerned parties are better off participating in it than withdrawing from it. This

thesis therefore focuses on how we model and evaluate the performance of key elements

of transactive systems when operated at the interconnection scale.

1.2 Main Contributions

The first major contribution of this thesis develops and assesses the performance of

a short-term demand response (DR) model for utility load control with applications

to resource planning and control design. Long term demand models tend to under

estimate short-term demand response when it is induced by prices. This has two

important consequences. First, planning studies tend to undervalue DR and often

overlook its benefits in utility demand management program development. Second,

when DR is not overlooked, the open-loop DR control gain estimate may be too

low. This can result in overuse of load resources, control instability and excessive

price volatility. Our objective is therefore to develop a more accurate and better

performing short-term demand response model. We construct the model from first

principles about the nature of thermostatic load control and show that the resulting

formulation corresponds exactly to the Random Utility Model employed in economics

to study consumer choice.

The second major contribution of this thesis demonstrates a utility-scale direct

load control problem, where the controlled loads are discrete-time zero-deadband

residential thermostats that allow frequent utility-dispatched micro-adjustments to

the consumer’s heating/cooling setpoints. These new digital thermostats can serve as

the basis for highly accurate and stable closed-loop direct load control systems, as well

as price-based indirect load control systems. A new aggregate load model for discrete-

time zero-deadband thermostats is developed and its fundamental characteristics are

described from first-principles.



6

The third major contribution of this thesis develops an H2-optimal power reg-

ulation scheme for balancing authorities to provide regulation services using both

generation and load resources in the presence of a significant amount of intermittent

renewable generation. The optimal controller is designed to minimize the loss of total

economic surplus due to deviations from the schedule and dispatch resulting from

system contingencies.

The fourth major contribution of this thesis considers the optimal resource dis-

patch problem for distribution-level resources that are sensitive to both energy and

ramping prices. Resource aggregators and load-serving entities that use price-based

resource control must solve an economic optimization problem to determine the op-

timal dispatch of distributed generation, storage, and load resources during each

scheduling interval. The solution to this problem provides the basis for significant

cost savings at the interconnection level.

1.3 Outline of the Thesis

The main elements of this thesis are presented in six parts. Chapter 2 introduces

the challenges of including and optimizing the scheduling, dispatch, and regulation

of aggregated controllable demand resources in the presence of multiple price signals

from the wholesale and retail markets, and the transactive approach to solving this

class of problem. Chapter 3 presents an economic model of demand response under

transactive control. This model focuses on the bid behavior and price responses of the

aggregate load resources that participate in retail energy markets. Chapter 4 develops

a statistical model of aggregate load dynamics. The purpose of this model is to enable

modeling of aggregate dynamics of loads after they receive price signals from retail

energy markets. Chapter 5 examines a new control model of aggregate load and uses

it to design an optimal frequency response control strategy for a control area that in-

cludes fast-acting demand response resources. Chapter 6 derives an optimal dispatch

strategy and evaluates its performance under hour-ahead scheduling from wholesale

markets. The strategy is developed to facilitate economically optimal dispatch when

energy resources are plentiful but ramping resources are scarce. Finally, in Chapter 7

the results of these approaches are discussed and some concepts for future research

are presented.

Supporting material may be found in the appendices. Appendix A and B briefly

present background material on ramping price elasticity and price stability in trans-
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active systems. The remaining appendices provide supporting information to assist

in reproducing and building upon the results of this research. An auxiliary report

is available on arXiv for those who seek background information of power system

operations, demand response and transactive control [19].
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Chapter 2

Problem Statement

In 2003 Economics Nobel Laureate Vernon Smith published an editorial with Lynne

Kiesling in the Wall Street Journal [20] summarizing the consensus in the wake of

the California Electricity crisis. In their view the crisis was in part precipitated by

the lack of customer engagement in electricity pricing mechanisms [21]. Reflecting on

the technical and regulatory supply-side response to the crisis, they wrote “What is

inadequately discussed, let alone motivated, is the [other] option – demand response”.

It is now widely accepted that demand-side resources can mitigate the market power of

energy suppliers. More importantly, demand response presents a real opportunity for

improvement in electricity planning and operations. Research on short-term demand-

side resources in particular has increased as the growth of intermittent wind and solar

resources further exacerbates the problem of managing the balance between supply

and demand in power systems [22].

For demand-side resources to serve as a reliable option for utilities to mitigate

the renewable resources intermittency, system operators prefer to control distributed

loads in real-time using strategies similar to those used for generators. This is an

emerging challenge in systems where demand-side resources are expected to play a

significant role in mitigating the adverse impacts of renewable intermittency on key

system control functions like frequency regulation, schedule tracking, and local voltage

support [23]. Transactive control was conceived as an efficient approach to integrate

demand resources, as well as other distributed resources that could benefit system

operations, such as rooftop photovoltaics and electric vehicle battery chargers [24,

25]. The multi-scale and multi-temporal paradigm can efficiently integrate wholesale

energy, capacity, and regulation markets at the bulk system level with distribution

operations, where demand response resource are aggregated and dispatched [26].
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2.1 Barriers To Integrated Demand Response

Demand response has long been considered a low-cost alternative to added generation

capacity [27]. Demand is now also being considered as an alternative to fast-response

generation reserves to reduce the dispatch of inefficient generation resources [28]. But

load control strategies for demand response applications can be challenging to plan

and operate, and little has been done to quantity their economic impact at the inter-

connection level. This is in part because the competing objectives of local and global

control [29, 30]. It is also in part because of the complexity of the models and the

simplifications required to make them analytically tractable [31], numerically feasi-

ble in simulations for large-scale resource planning [32], and realizable in renewable

integration studies [33].

Effective and widely used strategies for optimizing the scheduling and operation

of bulk-system resources have used markets to solve the cost-minimizing security-

constrained resource allocation problem since they were proposed in the early 1980s

[34]. Market-based control strategies were later adapted to building control systems

[35], generalized for power balancing [36], applied to feeder-scale operations [24], then

utility-scale operations [25], and most recently proposed for ancillary services [37, 38].

In addition, there is a rich literature describing models of varying complexity that

have been used to study the control of aggregate loads in these cases [39, 40, 41].

The design of utility-based generation-following load control systems, either by direct

command and control or by indirect price-based control, remains an active area of

research.

The trend toward a more integrated and interconnected complex energy system

is inexorable. Progress on the 21st century’s infrastructure of complex interlocking

energy resource, transformation, information, service, social, and economic networks

is challenging our current understanding of these systems and our ability to design and

control them. Transactive control was introduced to help address this transformation

by enabling a more integrated system where all the costs of delivering energy to

customers could be considered in real-time. An illustration of such a top-to-bottom

restructuring of electricity delivery based on transactive control signals is shown in

Figure 2.1. According to this vision of the future system, resource producers and

consumers have equal access to the infrastructure provided, while operators determine

the prices at which resources are efficiently allocated without violating physical limits,

and aggregators group smaller resources together to balance the market power and
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Figure 2.1: Top-to-bottom rethink of electricity infrastructure, including providers of
transmission and distribution infrastructure, system operators and resource aggrega-
tors.

physical influence of larger resources.

Fuller defines Transactive Control as [42]

Utilizing a central control and distributed agent methodology [...] to act

on behalf of consumers, sending information and automatically adjusting

settings in response to a centralized signal.

To remain simple and general, this definition deliberately omits considerations of the

temporal and physical hierarchies of power system operation. Neither does it specify

any particular requirement to satisfy existing or anticipated challenges to the system.

For example, while transactive control is widely believed to help address ramping

problems, very little work has been done to show how it does so at the system level.

Recently, it seems no new work on renewable integration and demand response

can fail to mention the California ISO forecast of the net load shape through the

year 2020. The shape of the curve shown in Figure 2.2 has led to its colloquial name

“the Duck Curve”. But this genial name does not properly convey the significance

of the finding: a load ramp in the late afternoon of 13,000 MW over three hours is

an operational challenge that should not be underestimated. In his report on the

subject, Lazar proposes ten strategies to address this challenge [43].

Strategy 1: Target energy efficiency to the hours when load ramps up sharply;

Strategy 2: Acquire and deploy peak-oriented renewable resources;
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Figure 2.2: The California “Duck Curve” [Source: CAISO]

Strategy 3: Manage water and wastewater pumping loads;

Strategy 4: Control electric water heaters to reduce peak demand and increase load

at strategic hours;

Strategy 5: Convert commercial air conditioning to ice storage or chilled-water stor-

age;

Strategy 6: Focus utility prices on the “ramping hours” to enable price-induced

changes in load;

Strategy 7: Deploy electrical energy storage in targeted locations;

Strategy 8: Implement aggressive demand-response programs;

Strategy 9: Use inter-regional power exchanges to take advantage of diversity in

loads and resources; and

Strategy 10: Retire inflexible generating plants with high off-peak must-run require-

ments.
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Among these, this thesis focuses primarily on the technical mechanisms that support

Strategies 4, 6, 7, 8, and 9, all of which call for a more integrated approach to system

planning and operation.

Significant challenges and research opportunities remain in load modeling and

simulation, understanding of the impact of consumer behavior on demand response,

the foundational theory for controlling widely dispersed demand response resources,

and the verification, validation, monitoring and metering of demand response systems

in utility operations.

Overall, it is clear that we are entering a period of increased electric utility recep-

tiveness and growing innovation in the methods and strategies for turning a largely

passive customer base into an active part of electric system operation. Although new

customer-owned distributed generation and storage resources are expected to become

increasingly significant, recruitment of existing controllable loads is still the most

widely available resource base available to engage the customer in system control.

The impact of controllable load on system operation can be deduced from studies

on the impact of variable generation. The studies to date suggest that the benefits

of variable generation outweigh the costs for reasonable mixes of variable generation

relative to conventional resources [16].

Many of the adverse impacts of variable generation are positive impacts for con-

trollable load in the sense that the magnitude of the cost or impact as a function of

generator variability is a cap on the magnitude of the benefit of load as a function of

load controllability.

Controllable load exhibits the further advantage of high downward substitutability

and thus can be significantly favored under liberalized ancillary service markets. This

feature of controllable load suggests that well-designed ancillary service markets along

with market-based load control strategies could be a very powerful combination.

Significant further research on how to structure such energy and ancillary service

markets, design load control strategies, and model the systems in which they operate

is required to further elucidate the benefits of this approach. Ultimately our ability

to plan and operate bulk power systems that utilize such resources will depend on

our ability to understand both the system as a whole as well as the details of the

economic, electromechanical, and human components which comprise it.

The transactive system architecture can potentially allow for the aggregation and

control of all the necessary resources, both supply and demand, at every level from

transmission to end-use devices, as well as all the necessary capability, energy, capac-
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ity, and ramping, at the necessary time-horizons from days-ahead to real-time. The

comprehensive nature of the structure should alleviate concerns of present day sys-

tem planners and operators regarding controllability of distributed smart grid assets,

allowing them to be fully incorporated into system operations to achieve multiple

objectives:

• Higher utilization of generation, transmission, and distribution assets, by chang-

ing on-peak load behavior;

• Lower wholesale market costs or power production costs, especially during high

price periods;

• Lower ancillary service costs by engaging distributed assets to supply them;

• Lower cost for integrating new solar and wind generation into system operations

by mitigating their variability and uncertainty;

• Higher environmental benefits from more efficient asset utilization and the po-

tential to easily internalize environmental costs; and

• Increased reliability at both the bulk grid and distribution levels, from coor-

dinating the engagement of distributed assets by multiple operating entities,

by (1) increasing available reserve margins, (2) incorporating them into bulk

grid wide-area control schemes, and (3) integrating them with distribution level

voltage control and reconfiguration schemes.

The transactive architecture should allow increased penetration of demand re-

sponse and other distributed assets, resulting from their significantly enhanced eco-

nomic viability, by allowing them to provide a complete set of services on par with

traditional large-scale transmission-level resources. This architecture also helps sus-

tain utility revenue requirements, stabilizes utility customer costs at low rates made

possible by lower cost distributed assets that displace the need for additional con-

ventional infrastructure. Thus the vision of enabling overall cost effectiveness and

environmentally sound grid infrastructure can be realized. While minimizing the in-

formation content of data transferred, it enhances overall cyber-security and customer

privacy.
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Figure 2.3: Inter-temporal data flow diagram.

2.2 Achieving Optimality in Transactive Systems

Several open questions remain when consider the optimal area control design problem

in the presence of significant demand response resources that autonomously respond

to frequency deviations caused by intermittent generation. Autonomous frequency

control using responsive loads was proposed by Schweppe et al. [44] and demonstrated

in the Olympic project, which showed its potential to mitigate generation loss. Au-

tonomous load control can provide much faster response to frequency deviation than

generation resources or dispatched load control can. However the aggregate control

gain and economic elasticity of responsive loads vary over time because these loads

are typically thermostatic (e.g., waterheaters, heat-pump compressors) that have both

time-of-day and weather sensitivities. Thus it seems necessary to investigate how the

standard ACE control or the previously considered optimal area control designs would

operate in the presence of autonomous demand response.

The question of what constitutes optimality under transactive control is compli-

cated by the lack of consensus in the definition of what is “transactive” control [45].

For this thesis we start from the definition proposed by Fuller because of its generality

and simplicity. This definition does not specify any particular physical or temporal

control architecture, leaving us free to choose what is most suitable for the problem

at hand. We use the temporo-physical hierarchy defined in [46] as illustrated in Fig-

ure 2.3, which fits well with Fuller’s definition and provides a relatively simple data

flow between physical and temporal scales. Using this approach the total generation

and load is scheduled hourly such that, for each control area, a uniform price is ob-

tained at which supply is equal to load plus net exports. This schedule is used to set

each area’s price schedule PS and net exports QS, which are in turn used by 5-minute

dispatch markets [47] to allocate remaining resources in response to deviations from

the hourly schedule. The allocation of QD additional exports at the price PD is then

used as a basis for the real-time price PR and quantity QR.
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Because we wish to consider the behavior of the system when demand response is

active, we are motivated to find control strategies that maintain the maximum total

economic surplus established by the schedule. Based on the transactive system design

demonstrated by Hammerstrom et al. [48], Kiani and Annaswamy [49] proposed a

hierarchical transactive control model for renewable integration that incorporates pri-

mary, secondary and tertiary frequency control that is consistent with the architecture

in Figure 2.3. This model was successful in describing not only the primary regula-

tion response of steam turbines to a loss of wind using a transactive model, but also

the disequilibrium process of the secondary and tertiary responses. Because trans-

active control incorporates economic signals, Kiani’s model can be used to evaluate

the impacts of transactive controls on total economic surplus both with and with-

out their proposed tertiary control. Evaluating the surplus impacts provides a useful

alternative to the typical optimization objective of minimizing frequency deviations,

generator response, or regulation cost, especially in the context of transactive controls

where the joint energy, power, and ramp responses have different time-varying cost

functions and are considered over different time-horizons.

The transactive control dispatch system is used to solve two concurrent problems.

(i) Schedule tracking: The hourly schedule is set by the unit commitment process

[50]. From this process we obtain two important parameters that are used to

dispatch retail resources at the 5 minute time-scale1: (1) the schedule price and

net exports, and (2) the participation factor for each generator and responsive

load to match real-time demand and supply within a control area.

The schedule price Ps is determined from the hour-ahead supply and demand

bids, and corresponds to the control area’s net export schedule Qs, which be-

comes the control reference for dispatching units over the coming hour.

(ii) Resource dispatch: Every five minutes generation and load resources are

re-dispatched and the regulation control is reset to establish the basis for the

control of system frequency and area exports over the next 5-minute interval.

Units with non-zero participation factors bid into the dispatch market to allow

the schedule to be adjusted so that recent resource state changes can be con-

sidered. Contribution and participation factors are computed and used (1) to

reset the power output for generation units, (2) to reset the state of demand

1The 5-minute dispatch interval is chosen because it was used in the Columbus and Olympic
systems and allows for easier comparison of simulations with data obtained from operations.
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response, and (3) set the frequency regulation gain for both generation and

demand response.

With both the scheduling and dispatch strategies available we have all the nec-

essary elements required to consider a regulation response strategy that minimizes

schedule deviation and tracks a surplus maximizing schedule with adjustments from

the last 5-minute redispatch operation. The implementation of solutions to the

scheduling surplus maximization problem in the interconnection scale is addressed in

[1]. According to this formulation the goal is to minimize the initial over-production

of power which reduces later under-production and allows the system to track its

schedule more cost-effectively.

We therefore need to address one specific aspect of the larger transactive control

design problem, namely the integration of the 5-minute dispatch control with the au-

tomatic control mechanism that regulates system frequency in the presence of demand

resources that are frequency sensitive [38]. To this end, this thesis proposes among

other things an approach to regulating frequency and area exports, and minimizes

the loss of economic surplus resulting from deviations from the hour-ahead schedule.

The approach proposed in this thesis addresses four important elements of this

solution: (1) modeling aggregated demand response behavior in transactive systems,

(2) controlling aggregated demand response, (3) optimal area control using demand

response as a regulation resource, and (4) optimal dispatch of demand resources at

the control area level.
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Chapter 3

Demand Response

Historically, demand response programs have taken the form of so-called “demand side

management” (DSM) activities. DSM seeks to alter electricity demand load shapes

to make them better match the available supply and reduce load peaks so as to defer

costly capacity expansion investments. Traditional DSM programs include increased

building and appliance efficiency standards, as well as equipment replacement/retrofit

programs.

In this chapter a derivation of a short-term demand response model suitable for

transactive control systems is presented, followed by its validation with field demon-

stration data. A discussion of what the newly gained understanding of short term

demand response might mean in terms of technology development, consumer accep-

tance, regulatory policy, and research opportunities is presented in Section 7.1 .

The first contribution in this chapter is the development of an analytic function for

short-term demand in residential thermostatic loads that are responsive to real-time

prices. The development of the demand function reflects first principles regarding

the nature of thermostatic load control. We show that this model reduces to the

Random Utility Model (RUM) employed in economics to study consumer choices and

the valuation of non-market goods [51].

The second contribution in this chapter is a validation of the model against data

obtained from the Olympic and Columbus field demonstrations. These demonstration

projects implemented residential level thermostatic inputs to a price-based market

clearing transactive control system on a five minute time-scale. The results of the

field demonstrations show that customers could exhibit positive short-term demand

response to short-term price variations. We show that the demand model can be

easily calibrated to give an accurate representation of the market data from these
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experiments.

Finally, the model is compared to four alternative models of demand response

(DR): no DR, half DR, full DR, and demand elasticity from Faruqui’s 2010 survey

of DR programs [52]. For all models, we compute the error in predicting the amount

of load shed at the 5-minute real-time price produced by the double-auctions of the

Olympic and Columbus experiments. The results show that the RUM outperforms the

alternative models for common “steady-state” demand conditions. In more extreme

situations where load state diversity is low or when large price deviations occur over

a very short time frame, the performance of the RUM is comparable to that of the

competing models.

3.1 Background

Load shifting has long been recognized as a second approach to modulate demand

response. Whereas traditional energy efficiency programs aim to reduce overall con-

sumption, load shifting focuses specifically on changing the time of day when energy

is used in order to favor times when costs are lower. Programs that focus on load

shifting typically require mechanisms such as time-of-use (TOU) pricing or real-time

pricing to induce transient changes in consumer behavior, such as those described by

Vardakas [53]. TOU and seasonal rates focus on the customer’s response to simple

static price signals [54]. The Electric Power Research Institute (EPRI) carried out

a major study of the top five experiments in the United States in the early 1980s

and concluded that consumers indeed responded to higher prices by shifting some of

their load to off-peak periods [55]. Later experiments produced similar results. The

City of Anaheim Public Utilities conducted a residential dynamic pricing experiment

and found that for a peak-time rebate of $0.35/kWh they could reduce electricity

use by 12% during critical-peak days [56]. California’s Advanced Demand Response

System pilot program used a critical peak pricing (CPP) tariff using the GoodWatts

system to obtain peak reductions as high as 51% on event days with a CPP rate

and 32% on non-event days with TOU rate. Enabling technology was identified as

an important driver for load reductions [52]. This observation was also made in the

Olympic Peninsula Project, where both TOU and real-time price (RTP) tariff were

tested [57]. Similar results over a large number of studies have been widely reported

and are summarized in a survey published by Faruqui et al. [52].

Since the introduction of homeostatic utility control by Schweppe et al. [44], it
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has been understood that key system state variables such as frequency and voltage

in large-scale interconnections could be regulated using price signals. Prices have

since been used primarily to schedule and dispatch generation resources using power

markets [50]. Both energy efficiency programs and time-of-use rates have consistently

been shown to effectively reduce loads on time-scales greater than one hour [58].

To avoid unfair pricing in the presence of demand response, David et al. [59] and

later Kirschen et al. [60] examined how the elasticity of demand could be considered

in wholesale scheduling systems. Initial work applying market-based mechanisms to

building control systems showed that the notion of market-based demand control

was feasible and effective for more granular systems [35]. The general concept of

transactive control was initially proposed [61, 62] as a method of coordinating very

large numbers of small resources using market-like signals at the electricity distribu-

tion level. The theory is essentially the same as for wholesale markets. However,

realizations can be quite different insofar as more frequently updated price signals

are typically used to manage distribution system constraints such as feeder capacity

limits. These prices can dispatch both distributed generation, energy storage and

demand response resources at much higher temporal and physical granularity than is

possible with wholesale markets.

A number of previous studies have considered the operational impact of using

retail price signals for controlling load in electric power systems. Glavitsch et al

[63] showed that nodal pricing could find a socially optimal operating point for power

markets . Following up on this work Alvarado [64] considered the question of whether

power systems could be controlled entirely using prices, and found that price signals

could indeed work. But the results came with some caveats, the most significant of

which is the question of stability of the feedback control over the entire system.

The feasibility of transactive control methods was demonstrated in the Olympic

and Columbus projects using distribution resource control systems that dispatched

distribution-level resources in quasi real-time using price signals. These experiments

yielded a trove of high-resolution data about the behavior of load resources in response

to short-term price variations.

Overall, two important lessons have been learned from decades of utility research,

development, and field experimentation with demand response [53]:

1. Consumer interest and sustained participation is essential to the success of

demand response programs. Too many programs showed too little consumer
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interest and participation. This drives up program costs and reduces effective-

ness. Tools to keep customers engaged and responsive to utility priorities are

needed. Substantive contract diversity and meaningful incentives need to be

available for customers to choose and actively engage in programs.

2. Programs should not provide rewards and incentives on the basis of complex

baseline or reference models. Mechanisms that provide or enable endogenous

sources of counterfactual prices and quantities should be preferred by utilities.

Although transactive systems are similar to wholesale markets, the price signals

are applied to different resources, affect consumer needs differently and are applied

at much higher temporal and physical granularity than is possible in wholesale mar-

kets. Short-term consumer response to price variations is also understood to be quite

distinct from long-term demand response. Long-term demand response is typically

associated with changes in consumer behavior and the conversion to more energy

efficient houses and appliances.

On the other hand, short-term demand response is primarily in the form of time-

shifting and often requires automation. Short term demand response can be very

different from long-term demand response because controllable load resources can be

quickly exhausted, leading to control saturation. As a result, short and long term

consumer responses are not generally comparable. In practice, long-term demand

response models tend to underestimate the magnitude of the controllable resources

and overestimate their endurance [24, 25] . This has two important consequences:(1)

Planning studies tend to undervalue the potential contribution of short-term demand

response system which is often overlooked in utility program development; and (2)

when it is not overlooked, the open-loop control gain is underestimated, resulting in

over-control, instability and excessive price volatility.

The lack of solid theoretical basis for short-term performance claims has emerged

as a significant challenge [65, 28]. Using static long-term own-price elasticities can

be expected to give rise to erroneous short-term demand response control because

short-term elasticities are more often substitution elasticities where the substitute is

obtained in time rather than by an alternative product, a distinction which was made

evident by Fan’s study of Australian price elasticities [66], among others. Own-price

elasticities represent averages over long periods of time. These averages may fail

to capture the magnitude and variability possible at any given time. For example,

Reiss and White [67] developed a household electricity demand model for assessing
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the effects of rate structure change in California and found that a small fraction

of households respond to the price changes with elasticities as large as −2, which

far exceeds the average long-term elasticity of −0.14 found in Faruqui’s survey of

DR programs [58]. Unfortunately, computing the elasticity of demand for short-term

demand response to real-time prices has proved challenging because the counterfactual

price and demand are difficult to determine in the absence of a short-term feedback

signal that elucidates the loads’ willingness to pay [68]. Thus, more accurate models

of short-term demand response are necessary for utility load control planning and

design if these systems are to be deployed effectively.

3.2 Random Utility Model

Short-term consumer response to price variations is generally regarded as quite dis-

tinct from long-term demand response. The primary difference stems from the fact

that long-term demand response is typically associated with enduring changes in con-

sumer habits, whereas short-term demand response usually requires automation to

support temporary changes in device behavior when prices are high. As a result,

the consumer’s considerations when, whether, and how to respond are not generally

comparable, nor are they necessarily mutually exclusive.

Unfortunately, most studies of demand response in the electricity sector have fo-

cused on the static long-term elasticity of consumer demand [58]. Lacking alternative

sources for short-term demand elasticity measures, utilities tend to use existing long-

term elasticities as the basis for load control program evaluation and control systems

design. Two important consequences arise from any discrepancy between the two

elasticities.

1. Over- or underestimation of the program value. If the short-term elasticity

is greater than the long-term elasticity, then an indirect load control program

would tend to be under-valued and would be less likely adopted.

2. Over- or underestimation of control gain. If the short-term elasticity is greater

than the long-term elasticity, then any attempt to mitigate instability from feed-

back signals would likely underestimate the open-loop control gain and would

result in incorrect design of the closed-loop control system. This can potentially

lead to less stable system operations and higher price volatility.
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These discrepancies, and the results of the Olympic and Columbus studies showing

that customers could exhibit positive short-term demand response, are the primary

motivations for developing a new model of short term electricity demand.1

3.2.1 First-principles Model

We model the general behavior of thermostats governed by consumer preference based

on an engineering model of houses’ responses in the short-term given a consumer’s

static setting for comfort. The average duty cycle is based on the fraction of time the

system is on relative to the total cycle time. For a thermostat operating within its

deadband, the fraction is very closely approximated by

ρ =
τon

τon + τoff
(3.1a)

where

τon = 1
r

ln
τset− 1

2
τhys−τon

τset+
1
2
τhys−τon

(3.1b)

and

τoff = 1
r

ln
τset+

1
2
τhys−τoff

τset− 1
2
τhys−τoff

. (3.1c)

In these equations, r is the indoor air temperature decay rate time constant, τset is

the temperature set-point, τhys is the thermostat’s hysteresis, τon is the steady-state

temperature when the heating system is on (or cooling is off ), and τoff is the steady-

state temperature when the heating system is off (or cooling is on). This duty cycle

corresponds to the probability that we observe a device to be on at any given time.

The transactive control system assumes thermostats submit bids such that the

probability of clearing a lower retail electricity price is the duty cycle required to

maintain consumer comfort. Thus the system can be expected to run with the duty

cycle needed while preferentially running when retail electricity prices are lower. This

1It is worth noting that the effect of short-term demand response does not necessarily result in
lower energy demand. It often results in lower peak load at the expense of increased total energy
use. The reason is that consumers tend to respond to variations in price about a mean or expected
price, increasing demand when prices are low and decreasing it when prices are high. Comfort is
achieved by “storing” thermal resources (i.e., heat or cool) during low price periods and releasing it
during high price period. Because the store/release process is not expected to be 100% efficient [69]
any price-induced reduction in peak is typically associated with an increase in total energy use.
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comfort tracking cost minimizing strategy is embodied in the bid-response function

B = P̄ +K
P̃

τobs − τset
(3.2)

where P̄ is the expectation value for the clearing price, P̃ is the standard deviation,

τobs is the actual indoor air temperature, and K is the customer’s comfort control

setting. The consumer-controlled variable K expresses how sensitive the household is

to the trade-off between money (the cost of energy) and comfort (distance from ideal

temperature). A high value of K signals a higher sensitivity to price fluctuations.

It gives the customer more opportunities to reduce costs at the expense of reduced

short-term comfort, embodied by the thermostat’s tracking error τobs − τset.

For a population of N thermostats with mean duty cycle ρ̄, the probability of

finding k devices in the on state is proportional to the binomial distribution of the

count

g(k) =
N !

k!(N − k)!
ρk(1− ρ)N−k. (3.3)

The design of thermostatic loads requires significant oversizing of equipment, so we

assume that on peak the mean duty cycle ρ̄ = 0.5. Given the mean thermostatic

device load q̄ we can define the load deviation Q = (k− 1
2
N)q̄ from the most probable

load Q̄ and the total thermostatic load QR = Nq̄. The aggregate load entropy is then

given by

lim
ρ→0.5

σ(Q) = σ0 − 2
Q2

QR

(3.4)

where

σ0 =
QR

q̄
ln
QR

2q̄
− 1

2
ln 2π

is the maximum entropy corresponding to the most probable load Q̄ = ρ̄QR. The

probability of observing any given load Q is the probability

2−Ng(k) =
1

1 + e−2σ(Q)
. (3.5)

Using the standard definition of demand elasticity for a load Q at price P we

obtain

η =
P

Q

∂Q

∂P
= P

∂ lnQ

∂P
= P

∂σ(Q)

∂P
. (3.6)

We observe that the maximum demand responsiveness ∂Q
∂P

occurs when the entropy
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is at its maximum. Therefore at the most probable price and load it must be that

∂2Q

∂P 2

∣∣∣∣ P = P̄

Q = Q̄

=
∂σ(Q)

∂Q

∣∣∣∣
Q=Q̄

= 0.

Integrating twice we find

σ(Q̄) = a+ bP̄ .

where a and b are unknown constants which must be determined from boundary

conditions or from a fit to data. We substitute this result into Eq. (3.5) and deduce

that the load as a function of price is

Q(P ) =
QR

1 + ea+bP
+QU (3.7)

where QU is the unresponsive load not subject to price-responsive behavior.

3.2.2 Model Assumptions

This model has the same form as McFadden’s random utility model [51]. The RUM

has been used extensively in economics to study consumer choice and in the valua-

tion of non-market goods [70]. That it can be derived independently from the first

principles of thermostatic controls establishes a strong tie between the engineering

approach and state of the art economic modeling of consumer preferences.2

The random utility model (and thus subsequent manipulations below) makes two

important assumptions.

1. A consumer’s choice is a discrete event in the sense that a device acting on

the consumer’s behalf must make an all-or-nothing decision. The consumer can

either run or not run an air-conditioner. The device cannot be run at part-load

for the next interval.

2. The consumer’s (or device’s) attraction to a particular choice is affected by a

random error with a type 1 extreme value (Gumbel) distribution. In this case

we use the term attraction in the retailing sense but we could just as well use

the term utility to be consistent with economic theory. The randomness of the

utility’s observation of the current comfort preference is assumed to arise from

2McFadden received the 2000 Nobel prize in economics for his pioneering work on economic
choices.
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the devices acting on behalf of consumers. The devices rationally choose the

outcomes with the highest utility based on the consumer’s indicated preference

for comfort.

Although the random utility model has been derived using various methods, Mc-

Fadden points out that according to Luce [71] it is axiomatic that the relative odds

in a binary choice will remain the same for independent alternatives when additional

alternatives become available. Therefore, the selection probability can always be

written in the form

Pi
eν(zi)∑N
n=1 e

ν(zn)

where ν(z) are scale functions of the stimulus z. When ν is linear in parameters, this

result is the multinomial logit formula found in the standard statistical literature.

In the absence of prior knowledge of the quantities demanded by consumers, the

derivation of the aggregate demand curve is based on this discrete choice statistic

for consumer demand [72]. Thermostats act as agents on behalf of consumers whose

utility is assumed to be composed of an observable component based on their comfort

setting, which follows an extreme value distribution and an unobservable component

that has zero mean from the perspective of the market. Thermostats are expected

to bid a price that will give the heating/cooling system a probability of running

satisfying the duty cycle required to maintain indoor air temperature. A thermostat’s

response to a market clearing price is an exclusive choice based solely on the bid it

submitted [73]. For a dichotomous choice, the reasoning is as follows: U is the

consumer benefit (utility in economic theory) that the thermostat obtains from taking

a particular action given the consumer’s preferences. This net benefit depends on an

unobservable characteristic α that has a zero mean distribution and an observable

characteristic β that is a known decreasing function of price. The net benefit is

defined as U = βx + α where x is the binary choice (x = 1 or 0) β represent the

marginal utility of the anticipated change in comfort and cost of electricity, and α

represents all other unobservable variables that can give rise to error in choices. The

action corresponding to x = 1 is taken if U > 0.

From a logistic regression we find that the probability of taking the action is then

ρ{x} =
1

1 + e−βx
. (3.8)

The optimal consumer bid from Eq. (3.2) is the utility maximizing price. The random
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Figure 3.1: Demand curves for steady state thermostatic loads in a transactive control
system.

utility model gives the same result as the load probability in Eq. (3.5).

3.2.3 Equilibrium Demand Response

The transactive control system used in the demonstration projects is quiescent when

load state diversity is maximized and the total load is steady. This steady-state

condition occurs when the distribution of bids is symmetric about the mean price

with the same relative variance. We assume that states are uniformly distributed over

the thermostat deadbands because without price disturbances, thermostatic devices

follow the standard duty cycle regime. Devices will be on for the time required to

rise from the on boundary of the thermostat deadband to the off boundary and off

for the time required to go the other way. Undiversified states will tend to randomize

under the influence of diverse physical parameters and state diversity grows until the

thermostats settle into the equilibrium demand regime. After re-diversification, prices

return to obeying the logistic distribution of Equation (3.8). We rescale the physical

quantities for an arbitrary system with QU unresponsive load and QR responsive load

at the prices p. Finally we rewrite Equation (3.8) to obtain Equation (3.7) again,

where a and b are the demand curve’s shape parameters.

The most probable demand elasticity at steady state occurs at maximum diversity
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when p = −a
b

and

η̂D = ηD

(
−a
b

)
=
a

2
(3.9)

as shown in Figure 3.1. Using this we can estimate the demand function parameters

for any set of N bids by fitting a linear function to the bids within the central 60%

of the demand response range, i.e., from 0.2QR to 0.8QR. The most probable price

P̂ is found at the mid-point Q̂ = QU + 1
2
QR. The demand elasticity ηD = 2P̂ /QRd

where d is the demand response slope obtained from the linear fit. From this we find

the curve parameters

a = 2ηD and b = −a/P̂ (3.10)

which can be obtained by applying the definition of elasticity to Eq. (3.7) such that

ηD = p
Q(p)

dQ(p)
dp
|p=P̂ and observing that the most probable price occurs when p = −a/b.

3.3 Model Validation

To test the validity of the Random Utility Model, we compare its performance to that

of models currently employed by utilities. The four comparator models are based

on three different levels of static participation from the installed demand response

capacity (i.e., 0%, 50% and 100% of QR−QU), as well as the -0.14 long-term demand

elasticity proposed by Faruqui [58]. The key difference between the different models

used by utilities is the assumption made about the short term elasticity of demand:

1. Zero elasticity (No DR) may be preferred when the demand response pro-

gram is not expected to be a significant fraction of the total load. However,

in such a case the open-loop control gain is essentially zero, and both program

valuation and feedback control design are not possible. Depending on the shape

of the demand curve, zero elasticity may arise at more than one quantity.

2. Maximum elasticity (Full DR) may be preferred when the purpose of the

study is to design the feedback control so as to avoid instability. The maximum

elasticity would correspond to the maximum open-loop gain and the choice of

closed-loop gain would therefore be such that instability could be avoided for

all physically realizable load conditions.

3. Most probable elasticity (Half DR) may be preferred when the purpose of

the study is to evaluate a load control program’s long-term value. Depending
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on the shape of the demand curve, the most probable elasticity may also be the

maximum elasticity.

We supplement these standard models by adding a fourth comparator:

4. Elasticity η = −0.14. This last model imposes the long term price elasticity

estimated by Faruqui [58].

It can be difficult to augment these static elasticity models with what is known

about consumer choices in energy purchasing. In a study by Goett and Hudson pub-

lished in 2000 [74], customers were found to consider a long-term marginal energy

price increase more onerous when the price is low than when it is high. However, en-

ergy consumers do not go so far as to consider price changes strictly in proportional

terms either. In addition, the authors noted that bonus or coupon inducements can

affect consumer choices. But these inducements are only relevant to long-term deci-

sions such as tariff or supplier choice. Other variables often considered by consumers

include contract duration (where long terms are viewed negatively), variable rates

(also viewed negatively) with shorter-term fluctuations being viewed more negatively.

The demand function model proposed in Section 3.2 was validated using data

obtained from the Olympic and Columbus projects. Bids received in both projects

were fit using the method described above. An example of this fitting process is

shown in Figure 3.2. The Olympic data set includes 103,842 market clearing events

from April 1, 2006 to March 31, 2007. A total of 1,174,923 bids were received from

38 customers. Real-time prices were computed from 5-minute double auctions on

a single feeder. The Columbus data set includes four separate feeders with over 5-

minute market clearing events from June 1, 2013 to September 30, 2013. The data

for both studies is summarized in Table 3.1.

The performance of the RUM and four alternative models are evaluated by com-

paring the quantity predicted by each model at the observed market price to the

actual quantity observed. The −0.14 long-term elasticity is unlikely to be a good

approximation for fast-acting demand response, but it provides a clear indication of

the errors potentially introduced when using long term elasticities in studies of short

term demand response.

The results of the Olympic experiment are presented in Table 3.2. We observe

that the random utility model outperforms the alternative models for all performance

metrics. The difference is particularly significant for the mean error and bias error,
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Figure 3.2: Example of demand function model validation with Columbus demon-
stration data. The bids shown are from 2013-06-22 22:45 EDT. The clearing price
PC and quantity QC are indicated by the circle. The expected price P̄ and quantity
Q̄ are indicated by the plus sign. The standard deviation of price P̃ and quantity Q̃
are indicated by the ellipse.

Table 3.1: Feeder characteristics
Demand Response

Feeder Id Customers Bids kW (% peak load)

Olympic (heating)
– 38 1,174,923 1,193 (52.4)

Columbus (cooling)
120 11 281,045 20 (0.7)
140 30 699,241 45 (1.0)
160 53 1,478,148 83 (1.2)
180 8 210,241 12 (0.2)

but less significant for the standard deviation. Results for the full Columbus data

sets are presented in Table 3.3. They are mixed. We note that the Full DR model

outperforms the RUM for mean error. On the other hand, the RUM outperforms the

Full DR model for bias error and the standard deviation on Feeder 160 (the largest
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Table 3.2: Olympic data analysis results
Error Standard

Model Mean Bias Deviation

Random Utility −0.35% 1.74% 7.24%
Half DR −0.67% 5.63% 10.10%
Full DR −7.38% 6.83% 14.14%
No DR 6.04% 5.49% 8.89%
η = −0.14 6.62% 6.83% 14.14%

and most diverse in terms of number of consumers). The picture that emerges out of

Columbus is that the RUM model performs best in some instances but is comparable

to the static models overall.

There is, however, an important qualifier to the Columbus results. Saturation

of demand response (either all on or all off ) is associated with diminishing load

state diversity. This violates the assumption of the RUM. For this reason, we expect

feeders that frequently saturate the demand response resource control to not be well

represented by the RUM. These feeders would produce data more often consistent

with the No DR or Full DR models (depending on conditions). Unlike the Olympic

study, the experimental protocol for the Columbus study deliberately probed these

limits of control every other day. This resulted in frequent loss of load state diversity

in violation of the zero-mean assumption.

The experimental protocol in the Columbus demonstration is expected to have

introduced additional errors. This has been verified to first order by analyzing the

data excluding the experiment days. The results are shown in Table 3.4, where the

error on Feeder 160 is reduced from 1.00% to 0.67%. However, a second-order effect

is now observed insofar as the Full DR model seems to still perform better than

the random utility model with the error reduced from 0.81% to 0.34%. This can

be explained by the second-day recovery during which thermostats receive relatively

lower prices compared to the previous day and tend to respond more aggressively to

them. This hypothesis cannot be directly verified as the experimental protocol did

not normally include a third day during which neither an experiment nor a recovery

was taking place.

The model as presented is valid only for steady-state conditions. We therefore

ought to consider whether transient demand response behavior influences the accuracy

of the random utility model. Two factors are known to influence the magnitude of

the demand response transient: (1) the fraction of devices that respond to the price
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Table 3.3: Columbus analysis results for Feeders 120, 140, 160 and 180

Feeder 120 Error Standard
Model Mean Bias Deviation

Random Utility 0.78% 0.24% 0.31%
Half DR 0.75% 0.25% 0.33%
Full DR 0.53% 0.24% 0.30%
No DR 0.98% 0.29% 0.37%
η = −0.14 14.53% 0.24% 0.30%

Feeder 140 Error Standard
Model Mean Bias Deviation

Random Utility 0.97% 0.29% 0.36%
Half DR 0.99% 0.33% 0.41%
Full DR 0.71% 0.29% 0.37%
No DR 1.27% 0.38% 0.48%
η = −0.14 14.71% 0.29% 0.37%

Feeder 160 Error Standard
Model Mean Bias Deviation

Random Utility 1.00% 0.28% 0.36%
Half DR 1.00% 0.33% 0.41%
Full DR 0.81% 0.31% 0.39%
No DR 1.19% 0.36% 0.45%
η = −0.14 14.81% 0.31% 0.39%

Feeder 180 Error Standard
Model Mean Bias Deviation

Random Utility 0.61% 0.22% 0.26%
Half DR 0.44% 0.18% 0.24%
Full DR 0.34% 0.15% 0.20%
No DR 0.53% 0.22% 0.28%
η = −0.14 14.34% 0.15% 0.20%

signal, and (2) the diversity of device states when a price signal is received.

The results suggest that although the random utility model is valid for predicting

steady-state demand response behavior, its accuracy is limited in the case of large

magnitude price fluctuations that tend to drive a significant majority of responding

devices to a single common state. This kind of state degeneracy violates the parameter

distribution assumptions of the random utility model and reduces its accuracy for
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Table 3.4: Columbus analysis results for only non-experiment days

Feeder 120 Error Standard
Model Mean Bias Deviation

Random Utility 0.78% 0.25% 0.31%
Half DR 0.74% 0.26% 0.33%
Full DR 0.52% 0.24% 0.30%
No DR 0.97% 0.29% 0.37%
η = −0.14 14.52% 0.24% 0.30%

Feeder 140 Error Standard
Model Mean Bias Deviation

Random Utility 0.79% 0.21% 0.26%
Half DR 0.77% 0.21% 0.28%
Full DR 0.52% 0.20% 0.26%
No DR 1.02% 0.24% 0.31%
η = −0.14 14.52% 0.20% 0.26%

Feeder 160 Error Standard
Model Mean Bias Deviation

Random Utility 0.67% 0.24% 0.30%
Half DR 0.59% 0.30% 0.38%
Full DR 0.34% 0.28% 0.37%
No DR 0.84% 0.33% 0.42%
η = −0.14 14.34% 0.28% 0.37%

Feeder 180 Error Standard
Model Mean Bias Deviation

Random Utility 0.69% 0.19% 0.22%
Half DR 0.58% 0.18% 0.24%
Full DR 0.45% 0.15% 0.21%
No DR 0.70% 0.21% 0.27%
η = −0.14 14.45% 0.15% 0.21%

predicting the load after an abrupt large-magnitude change in price is observed.

In general, we expect normal utility operations to be more like the Olympic con-

ditions than the Columbus conditions. We thus conclude that while the Columbus

results only weakly support the random utility model, they mainly point out the

importance of the steady-state assumptions in Section 3.2.
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3.4 Summary of Results

We have developed a logistic demand curve for short term electricity consumption

derived from the first principles of controllable thermostatic electric loads operating

under the transactive control paradigm. We have shown that this model corresponds

to the Random Utility Model commonly used in the economics of consumer choice.

The model’s performance is compared to results from two US Department of Energy

demonstration projects in which short-term demand response data was obtained. We

find that the random utility model predicts the total demand response to smaller

price fluctuations very well, but that model performance degrades as the magnitude

and frequency of price excursions increases and as the diversity of load states de-

creases. We conclude that the random utility model is suitable for demand response

studies that utilize steady state conditions for most situations with only infrequent

and modest price excursions.

In its present form the random utility model provides a robust framework that

is well-founded in the engineering principles of how thermostatic devices behave in

price-based control environments. By joining the engineering and economic behavior

of such devices, the random utility model is set to become an essential element in the

planning, design and eventual deployment of large-scale load control strategies.
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Chapter 4

Aggregation

This chapter proposes an aggregate load model of thermal loads controlled by ther-

mostats that have no deadband and synchronize their control update interval to

transactive market. This mechanism, which is denoted T∆0, is used to address stan-

dard control design questions regarding the aggregate control of Tδ0 thermostats

in utility-scale demand response systems. Section 4.2 presents a new state-based dy-

namic model of the aggregate load control problem for these new types of thermostats.

Section 4.3 examines the aggregate load controller design problem more generally and

considers the performance various conventional load control designs using Tδ0 ther-

mostats. Section 4.4 tests the aggregate load model and controller designs using a

large-scale agent-based simulation of Tδ0 demand response. Further discussion of the

general findings based on the simulation and suggestions for possible variations in the

aggregate load controller designs are deferred to Section 7.2.

4.1 Background

Significant changes in generation mix must occur to meet growing load and mitigate

the climate-change impacts of fossil-based electricity generation. Demand response

control has the potential to displace some and possible all generation resources used

for regulation and contingency reserves. However, the current standard practice for

both direct and indirect control of thermostatic load relies primarily on so-called “one-

shot” load shedding strategies for emergency peak load relief only. This approach uses

a controllable subset of all thermostatic loads in a particular class, e.g., water heaters

or air-conditioners, which are transitioned to a curtailed regime that reduces the
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population average power demand. After a time, these responsive loads are released

and return to their normal operating regimes.

This strategy is known to exhibit fluctuations in aggregate load during the initial

response as well as demand recovery rebounds after the loads are released. To mitigate

this behavior, “one-shot” direct load control strategies are sometimes enhanced by

either centralized load diversification mechanisms, such as using multiple subgroups

of the responsive loads dispatched in a sequence that smooths the overall response

of the load control system [75], or distributed mechanisms, such as using stochastic

control strategies [76]. Many of these mechanisms require some knowledge of the

aggregate thermal response of the buildings in which the loads are operating [77]. To

solve the more general tracking problem where load “follows” intermittent generation

[78] these mechanisms must address response saturation and loss of diversity [79],

high sensitivity to modeling errors and noise [80], and stability considerations due to

feedback delays [81, 82]. In particular proportional control [83] and integral control

[77] strategies have been proposed to overcome many of the problems identified.

Aggregating building thermal loads are known to provide a potentially significant

resource for balancing purposes [34] and have been used as the primary resource for

many demand response strategies, including those that seek to use real-time prices

to continuously regulate loads based on their bids, as in so-called transactive control

systems. When field demonstrations of transactive control using real-time prices

were conducted [24], the results sometimes revealed significant tracking errors in the

discrete-time response of the aggregate load control. The cause of the error was found

to be bidding strategies that didn’t or couldn’t account for the thermostat hysteresis.

Compensated bidding strategies developed to address these problems did not fully

mitigate these tracking problems [25], in part because of the complexities accounting

for hysteresis. The hysteresis of standard thermostats not only requires a switched-

mode representation of the individual building thermal response, but also requires

so-called “refractory states”, meaning that states are locked in for a certain time

after being entered [84]. These locked states are associated with transition delays

rather than thermal parameters. Tractable state space models of aggregate loads can

be obtained using model-order reduction strategies that linearize the system model

and limit the number of state variables required to represent responsive loads [39, 40],

as illustrated in Figure 4.1. The rate at which devices turn on and off is determined

by (1) the rate τ̇ = ron and τ̇ = roff at which they respectively cross the hysteresis

band limits ∆τ + δ and ∆τ − δ, as well as (2) the rate at which the lockout times tmin
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Mode ∆τ < −δ −δ ≤ ∆τ ≤ δ ∆τ > +δ
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Figure 4.1: State-space model of aggregate conventional thermostatic loads in heating
regime with refractory states n∗on and n∗off . ∆τ is the difference between the indoor
and outdoor temperatures and δ is the hysteresis band limit.

expire. Such state-space models minimally represent any thermostat with non-zero

deadband. However they also require model parameter identification to be used in

formulating bidding strategies.

An alternative thermostatic controller design strategy was proposed to overcome

these modeling issues while not compromising the advantages of hysteresis control of

thermal loads [85]. This thermostat design uses a discrete-time zero-deadband (Tδ0)

concept that has no refractory states and synchronizes the state transition times

with external signals such as those coming from real-time retail double-auctions. The

new thermostat provides significant fast-acting DR resources and the same comfort

and cost savings as conventional thermostats when operated under real-time price

tariffs. By using suitably selected sampling rates to limit fast-cycling of equipment,

Tδ0 thermostats were hypothesized to give rise to readily linearized aggregate load

models. However, the aggregate control of these loads has yet to be analyzed and

simulated in detail to resolve steady state control error issues and achieve utility-scale

functionality.

4.2 Aggregate Load Curtailment Model

In this section we develop a model of aggregate load when using Tδ0 thermostats and

propose a general controller design approach that will allow various aggregate load

control strategies to be explored.
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Figure 4.2: General state-space model of discrete-time zero-deadband aggregate ther-
mostatic loads.

4.2.1 Aggregate Load Model

The current standard practice for direct load control can be readily applied to discrete-

time thermostats when operating with zero deadband. When the sampling time

ts exceeds the minimum heating/cooling system refractory state time tmin we can

reduce the state-space model to a second-order model as follows. Because there is

no deadband we can ignore the refractory states n∗off and n∗on shown in Figure 4.1.

We then derive the aggregate load response using a discrete-time state-transition

representation for Tδ0 thermostats

non(k + 1) = (1− ρon)non(k) + ρoffnoff (k)

noff (k + 1) = ρonnon(k) + (1− ρoff )noff (k)

(4.1)

where k is given in units of the sampling interval ts, and ρoff is the rate at which

systems move out of the off state and ρon is the rate at which they move out of the on

state, which we derive from the population average properties of individual homes’

thermal responses.

We can now consider a discrete-time model, as shown in Figure 4.2, where the

states x1 = non and x2 = noff represent the number of responsive devices in the on

and off states, respectively. The time tmin is generally regarded to be in the range

of 1 to 2 minutes, so we cannot consider designs where ts < 1 minute without having

to reintroduce the refractory states in the model. The rate parameters ρon and ρoff

represent the fraction of those devices whose indoor air temperature τ crossed the

indoor temperature setpoint τD is any given interval ts. The rate parameters of the

discrete-time model are determined from how the thermostat setpoint threshold τD

divides the population occupying each state. We represent the rates at which devices

are added into (or removed from) the controlled device population from (or to) the

general uncontrolled device population by hu(k) =
[
h1

h2

]
u(k).
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From Equation (4.1) we develop a single-input/single-output demand response

system state space representation for the net change in scalar load y(k) < 0 based on

the scalar load control signal u(k) > 0

x(k + 1) =

[
1− ρon ρoff

ρon 1− ρoff

]
︸ ︷︷ ︸

G

x(k) + h u(k)

y(k) = c x(k)

(4.2)

where G represents the state transition matrix for the population of thermostats, h

represents the aggregate load control input vector and c represents the aggregate load

output vector. In general the input vector h will be determined by the utility’s choice

of which control signals are sent to thermostats and how thermostats curtail loads.

The particulars of the output matrix c are determined by the nature of the response

that is of interest, e.g., total load reduced or increased, or net change in load.

In the case of residential thermostats, we compute the rates ρoff and ρon from

the population statistics of the rates ron and roff at which indoor air temperature

deviation ∆τ = τ − τD changes in a single home. The rates of change of temperature

deviation are determined from the second-order thermal response [86]

q(t) =

(
CACM
UM

)
τ̈ +

[
CA + CM

(
1 +

UA
UM

)]
τ̇ + UAτ (4.3)

where UA the thermal conductance of the indoor air to the outdoor air, CA is the

heat capacity of the indoor air, UM is the thermal conductance of the indoor air to

the building’s solid mass, and CM is the heat capacity of the building’s solid mass.

The heat function q(t) includes both the internal, solar and ventilation heat gains

and losses qI(t), as well as the heat gain or loss qH(t) resulting from operation of the

heating/cooling system. From this we can derive the rates

roff (t) = τ̇off = −UA
CA
τA(t)− UM

CA
τM(t) + 1

CA
qI(t)

ron(t) = τ̇on = roff + 1
CA
qH(t)

when the heating/cooling system is off and on, respectively. We assume that the

heating/cooling systems are sized appropriately so that roff (t) < 0 < ron(t) when
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Figure 4.3: Discrete-time heating thermostat transition probabililities for on and off
states with PDF of 106 homes with a setpoint change of −0.1◦F.

heating and ron(t) < 0 < roff (t) when cooling for all t. In the remainder of this

chapter we will consider only the heating case, with the understanding that the cooling

case is similar in every respect, with sign changes where appropriate.

The computation of ρon and ρoff is illustrated in Figure 4.3. We now assume

that immediately following a control action all the devices in a particular state can

be inscribed in a rectangle, the horizontal dimension of which covers the range of

indoor air temperatures τ and the vertical dimension of which covers the range of its

derivative r = τ̇ . The mean rates of devices during the interval k to k+1 are denoted

r̄on(k) and r̄off (k). Device operating at the lowest rate are denoted r̄on(k)− 3σon(k)

and r̄off (k)− 3σoff (k) where σon(k) and σoff (k) are the standard deviations of rates

ron(k) and roff (k), respectively. These devices have a lower probability of crossing

the setpoint threshold τD than ones running at the highest rates r̄on(k) + 3σon(k) and

r̄off (k) + 3σoff . We assume that the distribution of devices within the rectangle has
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virtually zero skew and we further assume that very nearly all of the device rates

in the population fall within the ranges r̄ ± 3σ for both the on and off states. The

zero skew assumption may not be reasonable for large changes in setpoint, but such

consideration is beyond the scope of this chapter. In addition we assume that 3σ < r̄

for both the on and off states, a condition which is expected to be satisfied because

we assume that the devices are suitably oversized for their applications, as is the

common practice.

Two distinct cases must be considered depending on whether all the faster devices

cross the τD threshold. In the first case (shown for the on state in Figure 4.3) only

the devices in the blue region ρoff will transition to the off state. We also know

that the fastest devices in the complementary mode will overshoot no further than

τoff (k + 1) = τD + r̄on(k) + 3σon(k). From this we can define the probabilities of

devices transitioning out of the off and on states as

ρoff =
r̄off

r̄on + 3σon
∨ 1 and ρon =

r̄on
r̄off + 3σoff

∨ 1

respectively, where ∨1 denotes the unity saturation limit for the fraction of devices

that can transition from a particular state during a single time interval ts.

In the second case (shown for the off state in Figure 4.3) the devices in the red

region ρon will transition to the on state. In this fast transition case we have

ρ′off = 1− 3 σoff
4 r̄off

and ρ′on = 1− 3 σon
4 r̄on

where the different form arises from the truncation of region B as compared to region

A. The choice of which value of ρ to use is based on which state has the faster devices,

which can vary dramatically with outdoor air temperature and heating/cooling system

performance. When r̄on > r̄off , then ρ′on and ρoff are used, and when r̄on < r̄off ,

then ρ′off and ρon are used.

Note that consequently the values of ρon and ρoff arise from the aggregate behavior

of the populations of devices whose temperatures move at the rates ron and roff with

variances σ2
on and σ2

off , respectively.
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Table 4.1: House thermal parameters.

Parameter Unit −3σ Mean +3σ
UA [BTU/◦F.h] 200 350 500
CA [BTU/◦F] 1551 2000 2449
UM [BTU/◦F.h] 503 2000 3497
CM [BTU/◦F] 7007 10000 12994
TS [◦F] 69 72 75
QH [BTU/h] 2764 11552 20340

4.2.2 Load Control Model

The basic “one-shot” load curtailment control strategy that is typically implemented

by utilities can be described using Equation (4.2) with h =
[
0

1

]
and c =

[
0 1

]
. Such

strategies turn off u(0) devices that are on, after which we observe by how many

devices the load has reduced. Given knowledge of the average kW load Q̄ per device,

these quantities can be given in kW if desired. We obtain the pulse transfer function

for the “one-shot” load curtailment when discrete-time zero-deadband thermostats

are employed:
Y (z)

U(z)
=

(z − b)
(z − 1)(z − a)

(4.4)

where a = 1− ρoff − ρon and b = 1− ρon. We make the following observations about

this system.

1. The system is marginally stable. The dominant non-integrating pole is stable

because 0 < {ρoff , ρon} < 1 =⇒ −1 < a < 1.

2. The system has a minimum-phase because 0 < ρon < 1 =⇒ 0 < b < 1.

3. The dominant pole is always to the left of the zero because 0 < {ρoff , ρon} <
1 =⇒ a < b.

The relationship of the pole to the zero for various outdoor temperature condi-

tions can be obtained using house thermal parameters such as the ones presented in

Table 4.1. For the values of Table 4.1 the results are illustrated in Figure 4.4.
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Figure 4.4: Zero and pole locations of Equation (4.4) for a random population of
1 million homes with thermal parameters given in Table IV at various outdoor air
temperatures.

4.2.3 Open-Loop Response

The impulse response of the open loop system, Equation (4.4), for an impulse u(0) = 1

is :

y(k) =
1− b+ (a− b)ak−2

1− a
for k = 1, 2, 3, · · · (4.5)

with y(0) = 0, which will always be the response of a “one-shot” load curtailment

signal when the loads are controlled by discrete-time thermostats with no deadband.

The steady state response is

y(∞) =
ρon

ρoff + ρon

which we observe is the population average duty cycle R and is independent of u(k)

for k > 0 provided that
∑∞

j=0 u(j) > 0. We also note that any signal u(k) > 0 will

add more devices to the controlled population while u(k) < 0 will remove devices

from the controlled population. For any k > 0 we only require u(k) = −
∑k−1

j=0 u(j)
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Figure 4.5: Open loop impulse (left), decay (center), and step (right) response of
aggregate load model compared to agent-based simulation for 100,000 thermostats
per unit input u at -10◦C.

to return to the initial condition x(0) and when
∑∞

j=0 u(j) = 0, we will always have

y(∞) = cx(0). The model responses to various inputs are compared to simulations

with 100,000 thermostats using an agent-based simulation. The results illustrated in

Figure 4.5.

4.2.4 Model Identification

The performance of a utility-scale implementation of aggregate load controllers to be

designed in the next section depends on the estimation accuracy of model parameters

ρon and ρoff . Values for these parameters can be obtained by comparing the response

to an impulse input with Equation (4.5). We can show that the responses at k = 2

and 3 are sufficient to give an estimate for the observer parameters.

A single impulse response can be used to provide a relatively quick and simple

method of model parameter identification. After a single impulse u(0) and initial

conditions x̂(0) =
[
0

0

]
, the system’s initial response is observed to be x̂(1) =

[
0

y(1)

]
.

After a second time-step, the system is observed to be in the state x̂(2) =
[
x1(2)

y(2)

]
.

Given Equation (4.1) we can estimate

ρ̂off = 1− y(2)

u(0)
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and similarly after a third observation y(3) is obtained we estimate

ρ̂on =
y(3)− [y(2)]2

u(0)

u(0)− y(2)
.

This method of estimating the model parameters makes two assumptions that must

be considered:

1. The initial conditions are x̂(0) = 0. This condition is achieved by releasing

all the devices currently under control and waiting for the normal settling time

of controlled devices to elapse to ensure that the uncontrolled population is

roughly in both state and thermal equilibrium.

2. Only a single control impulse u(0) is sent at time k = 0 and then no control

signals u(k) for k = 1, 2, 3, · · · are sent so the impulse response can be clearly

discerned in the outputs y(2) and y(3).

These conditions are relatively easy to create and the impulse u(0) need not be

large to obtain useful measurements, particularly if the test is repeated multiple times

for each outdoor air temperature. Using this method a database of model parameters

can be obtained and used to estimate model statistics as well. Furthermore, the

magnitude y(1) will give an estimate of the product hc, while observation of y(4)

permits the estimation of h and c separately, if needed.

Finally, it is not necessary to probe the system response at all outdoor conditions

because the relationship of a and b is well known, particularly for infrequent peak

load conditions that can be more difficult to observe. The linear relationship of a

and b over the range of low outdoor air temperatures is seen in Figure 4.4 and allows

reliable extrapolation from more frequent conditions to more rarely observed and

more critical peak load conditions.

In the likely case that measurement noise is present, a mean square approximation

of these parameters may be considered by producing a series of impulses spaced apart

by a sufficient interval to guarantee that Assumption (1) above is satisfied. Under

high duty-cycle conditions, the linear relationship of the zero and pole assures that

varying conditions are not an obstacle to determining the slope of the line that relates

them using a least-squares fit.
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4.3 Aggregate Demand Response Controller De-

sign

In the previous section we proposed an aggregate load model and discussed its main

open-loop properties. It is important to this study that we examine the typical

range of control strategies suited to direct dispatch of demand response resources

and assess the degree to which these strategies work satisfactorily for aggregations

of Tδ0 thermostats. Therefore, in this section we examine various controller designs,

all of which are variations implemented on the general controller design shown in

Figure 4.6. The controller design parameters for this general controller are as follows:

• h is the system input vector for the response to the scalar signal u(k). This is

generally a curtailment signal and indicates how many devices are turned off.

• c is the system output vector for the scalar load y(k) arising from the internal

states x(k).

• h̃ is the observer input vector.

• c̃ is the observer output vector.

• h is the scalar reference input gain.

• Kc is the observer gain vector.

• Kq is the integral error feedback gain scalar.

The flexible design of controller allows for many of the basic control strategies

that are typically employed for discrete-time linear time-invariant system. This is

done with the understanding that some of the parameters may change over time

intervals much longer than the time horizon over which most demand response control

objectives are stipulated. In particular it is expected that the state transition rates

ρon and ρoff will change as a function of outdoor air temperature, but that the

relationship will be relatively easy to obtain for the aggregate population and that

it will be sufficiently consistent between seasons to allow simple system identification

approaches to provide accurate long term model parameters. A simple method of

identifying these parameters was discussed in the previous section.
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Figure 4.6: General structure of the controller (top): Block (A) is the aggregate load
model, (B) is the reduced-order observer, (C) is the load controller, and (D) is the
integral error feedback.
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Table 4.2: Controller design configurations.

Observer Controller Error feedback

Configuration h̃ c̃ Kc h Kq

Proportional

[
0
0

] [
0 1

]
[
0 ρon + 1

2
ρoff

]
0 ρon + 1

2
ρoff

Unity damping

[
1
0

] [
0 1

] [
ρ̂on 1− ρ̂on − ρ̂off

]
1− ρ̂on − ρ̂off 0

Deadbeat

[
1
0

] [
−1 1

]
See Eq. (4.7) See Eq. (4.8) 0

Pole placement

[
1
0

] [
−1 1

]
See Eq. (4.9) See Eq. (4.10) 0

Integral error feedback

[
1
0

] [
−1 1

]
See Eq. (4.11) See Eq. (4.12) See Eq. (4.11)

×1×a ◦b

ρoff ρon

Figure 4.7: Discrete-time root-locus of aggregate Tδ0 thermostatic loads.

4.3.1 Proportional Control

We can now consider the behavior of proportional control by examining the root

locus of the closed-loop system. With −1 < a < b < 1, the root-locus in Figure 4.7

indicates that the system has two real poles and a zero that is always between the

poles.

Since the open-loop system in Equation (4.4) has a discrete integrator, the steady

state error for a step input is zero. Unfortunately, numerical methods do not find
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Table 4.3: Maximum attenuating proportional control gains for various conditions.

Temperature Load Gain Zero Dominant pole Gain margin
[◦C] [% peak] K [/h] [/h] [dB]

-15 79 0.45 0.78 0.93 3.1
-10 70 0.40 0.66 0.91 3.9
-5 61 0.20 0.49 0.93 11.1
0 33 0.70 0.30 0.65 0.8
5 25 0.80 0.27 0.56 0.3
10 17 0.85 0.26 0.49 0.6
15 10 0.90 0.24 0.41 0.6

values of K with acceptable phase and gain margins. However, gains can be found for

the fastest possible attenuation for various outdoor conditions, as shown in Table 4.3.

The Jury-Marden test gives us the stability constraint on the closed-loop gain

ρon < K < ρoff + ρon

which can be a very narrow range and highly dependent on accurate knowledge of

the value of ρon, particularly when ρoff is small. Small values of K may lead to

slow response under certain conditions. PID control can yield a stable aggregate load

controller under conditions we expect to encounter in a realistic utility operational

setting. However, the response can also be somewhat oscillatory under higher load

conditions, when both fast and reliable aggregate load control is most needed, as

shown in Figure 4.8 (left). The narrow band of constraints on K limit at high loading

conditions limits the possibility of improving performance to such an extent that

proportional control seems largely impractical for direct load control. Indeed at peak

load only marginally stable control can be achieved when K = ρon.

4.3.2 Proportional-Derivative Control

Faster response than proportional control is often achieved by using a proportional

derivative controller such that

Gpd(z) =
(z − b)(k1z + k2)

(z − 1)(z − a)
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Figure 4.8: 100 MW proportional load control step response with maximum attenu-
ating proportional control gains based on the load parameters in Table 4.1 (left) and
proportional-derivative control step response (right).

Table 4.4: Proportional-derivative controller design parameters.

TO k1 kd z1 z2 p1 p2

-15 9.94 4.38 0.78 -0.44 0.80 -0.40
-10 9.95 4.38 0.66 -0.44 0.68 -0.41
-5 9.95 4.38 0.49 -0.44 0.54 -0.42
0 10.52 4.63 -0.44 0.30 -0.38 0.33
5 10.66 4.69 -0.44 0.27 -0.36 0.30
10 10.77 4.74 -0.44 0.26 -0.35 0.27
15 10.87 4.79 -0.44 0.24 -0.33 0.25

Solving for the fastest possible response with zero poles we obtain

k1 =
a

b2
− a

b
− 1

b
and k2 =

a

b

However, the stability margin of the system is not suitable for operation in noisy

conditions.

Using pole placement for damping ξ = 0.8 and settling time ts = 1 hour, as shown

in Table 4.4, does not offer improvements in the system’s stability characteristics

in spite of satisfactory time-domain response to step inputs, as shown in Figure 4.8

(right).

Lead and/or lag compensator design for the wide variety of conditions that the

controller is required to operate under would require an adaptive controller and was
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not considered here.

4.3.3 Unity Damped Control

We can design a direct aggregate load control strategy for Tδ0 thermostats that will

maintain a constant desired load curtailment r(k) > 0 for k > 0, assuming that

y(0) = r(0) = 0. We desire only that

y(k) = r(k) for k = 1, 2, 3, · · ·

which gives us

u(k) = (ch)−1[y(k)− r(k) + c(I−G)x̂(k)] for k = 1, 2, 3, · · ·

where G is the state transition matrix for the population of thermostats and x̂(k) is

an estimate of x(k).

For any curtailment control system the accumulated inputs from u(0) to u(k− 1)

represents the total number of devices N that have been curtailed up to the time k.

So x̂2(k) = y(k) represents the load that is still off at the time k. Therefore we must

have

x̂1(k) =
k−1∑
j=0

u(j)− y(k) for k = 1, 2, 3, · · · ,

which represents the load that has returned to the on state at the time k. This gives

us the estimated state

x̂(k) =

[∑k−1
j=0 u(j)− y(k)

y(k)

]
for k = 1, 2, 3, · · ·

This state can be found from the input u(k) and output y(k) using a reduced order

observer described by:

x̂(k) = b̃
k∑
j=0

bu(k) + c̃ y(k) for k = 1, 2, 3, · · ·
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Figure 4.9: Unity damped system diagram.

Figure 4.10: Unity damped (left) and deadbeat (right) responses of aggregate load
controllers.

where b̃ =
[
0

1

]
and c̃ =

[
1

−1

]
. From this we can determine the load control signal:

u(k) = r(k)− ây(k)− (1− b̂)
k−1∑
j=0

u(j) for k = 1, 2, 3, · · · , (4.6)

where â = (1− ρ̂off− ρ̂on) and b̂ = 1− ρ̂on with ρ̂off and ρ̂on being the estimates of the

aggregate load response. This controller can be implemented as shown in Figure 4.9

with ĉ = 1
1+ρ̂on

and d̂ = ρ̂on
1+ρ̂on

. We observe that 0 < d̂ < 0.5 < ĉ < 1. Thus the added

pole is stable and the added zero does not affect the minimum phase property of the

system. We note that this controller should reach steady state on the first iteration

and thus has a damping ratio of 1.0 and settling time of ts, as shown in Figure 4.10

(left).

The introduction into the system of model parameters ĉ and d̂ creates a source

of constant disturbances in the system that can result in a steady state error. This
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problem limits general applicability of this controller design unless integral error feed-

back control is used. An alternative approach to mitigate model error is to include

information obtained directly from controllable devices. This would be the case if

bidding mechanisms are used, such as when retail markets are implemented using

double auctions [36, 24, 25].

4.3.4 Deadbeat Control

An alternative type of controller is a deadbeat controller that uses only two load

control impulses to achieve steady state [87]. The controller has the advantage that

it does not continually draw on the uncontrolled population of devices to achieve

the control objective. It has the disadvantage that it may overshoot on the second

time-step, as shown in Figure 4.10 (right).

The state x̂(k) and output y(k) are determined using the matrices

h̃ =

[
(1−b̂)z
z−1

0

]
and c̃ =

[
0

â

]

We solve for the feedback gain for zero poles using

K =
[
â+ 1 −â

]
Ã
−T

C−1 (4.7)

where Ã =

[
1 0

ρ̂on + ρ̂off − 2 1

]
is a Toeplitz matrix and C =

[
0 ρ̂off

1 1− ρ̂off

]
is the

controllability matrix. The tracking reference input gain is

h =
1

c(I−A + hK)−1h
(4.8)

4.3.5 Pole Placement Control

In the general case of a pole-placement controller [87], we have the same controlla-

bility matrix and Toeplitz matrix as the deadbeat controller above. Given a desired

damping coefficient ξ and settling time t we compute the desired pole locations z1

and z2 and we obtain the tuned controller gains

Kc =

[
ρ̂on[ρ̂off + ρ̂on(1 + z1 + z2)] + z1z2 − z1 − z2 − 1

−ρ̂off − ρ̂on − z1 − z2

]T
(4.9)
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and

h =
z1z2 − z1 − z2 − 1

ρ̂on
(4.10)

As in the case of unity-damped and deadbeat controllers, any error in ρ̂on and ρ̂off is

expected to result in a steady state error.

The performance of the five different controllers discussed in this section depends

on the accuracy of the estimated system parameters ρon and ρoff . If these are not suf-

ficiently accurate, this may lead to unacceptably large steady-state errors. Assuming

that the values of the system parameters change more slowly than the time constants

of the system, steady-state error can be mitigated using an integral error feedback

controller. The design of such a controller is discussed next.

4.3.6 Integral Error Feedback

To correct for the steady state error in the pole-placement controller we implement

integral error feedback using an augmented state

q(k + 1) = q(k) + ts[r(k)− y(k)].

We include the integral feedback error in the state-space representation using the

augmented controllability matrix

C =

0 ρoff 0

1 1− ρoff 0

0 −ts 1


and the characteristic polynomial is a(z) = (z − 1)2(z − a) or

a(z) = z3 − (a+ 2)z2 + (2a+ 1)z − a

The augmented Toeplitz matrix is therefore

Ã =

 1 0 0

ρoff + ρon − 3 1 0

2ρoff + 2ρ̂on − 3 ρoff + ρon − 3 1

 .
The desired characteristic polynomial is simply α(z) = (z − z1)(z − z2)(z − zq)
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where z1, z2, and zq are the desired poles of the closed-loop system. Thus we have

α(z) = z3 − (z1 + z2 + zq)z
2 + (z1z2 + z1zq + z2z1)z − (z1z2zq)

from which we obtain controller gains based on the estimated model

[
Kc Kq

]
=

 ρ̂on + ρ̂off − 3− z1 − z2 − zq
z1z2 + z1zq + z2zq − 3 + 2ρ̂on + 2ρ̂off

1− ρ̂on − ρ̂off − z1z2zq


T

Ã
−T

C−1 (4.11)

with the reference input gain

h =
1

z1z2 + z1zq + z2zq + 2ρ̂on + ρ̂off − 3
(4.12)

This control design eliminates the steady-state error induced by model errors in ρ̂on

and ρ̂off with a settling time determined by the pole zq.

4.4 Agent-based Simulation Results

The controller designs were tested on an agent-based simulation [88] of 100,000 resi-

dential thermostats using a second-order building thermal model, including internal

and solar gains, and ventilation losses. (The thermal properties of these loads are

given in Table C.1.) The second order models are linearized for the given outdoor

temperature resulting in first-order models for each house such that the individual

homes have distinct air temperature change rates as a function of the state of the

heating system. Note that the thermal model used in the agent-based simulation pre-

sented in this section is not an aggregate model as the one used for controller design

in the previous section. This allows the performance of the controllers designed in

the previous section to be evaluated using a plant model which better reflects reality.

Therefore, the effects of disturbances caused by errors arising from model order re-

duction of the design model as well as measurement noise are considered. The results

of the PDF model estimates are given in Table D.1.

To implement direct load control, thermostat setpoint changes are applied to a

subset of uncurtailed heating units. The magnitude of the setpoint change is generally

a function of the fastest rate of change, which at peak load is approximately roff .

The magnitude of this value was chosen to ensure that the impulse response resulted
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Table 4.5: Controller design parameters for peak load (−15oC).

Control Poles Gains Errors
Kc Kq h Average Maximum

Impulse [0] [0.00 0.00] 0.09 0.00 69% 71%
Proportional [0] [0.00 0.31] 0.09 0.31 44% 87%
Damped [0.72] [0.09 0.46] 0.09 0.91 18% 61%
Deadbeat [0.72] [0.28 1.46] 0.09 2.93 35% 40%
Pole placement [0.43] [0.60 0.59] 0.09 3.67 84% 92%
Integral [0 0.72] [−0.30 1.61] 0.09 1.00 13% 41%

in a 100% response at the first time step. The number of homes curtailed is based on

the average heating system load when on such that u(k) = 1 is equivalent to 1 MW

of load, or approximately NC = 106/Q̄, where Q̄ is the mean value of the heating unit

load Q = qH/COP , where COP is the heating unit efficiency.

When a negative value of u(k) is obtained, units are released into the uncurtailed

population. The simulation first releases systems that have been curtailed the longest,

ensuring that the released population is the most diversified and exhibits the least

rebound oscillation after returning to the uncurtailed population.

The controller design parameters discussed in Section 4.3 are generated for peak

load conditions using the thermal parameters shown in Table 4.1. A summary of the

controller design parameters studied are shown in Table 4.5.

The impulse response for τO = −15◦C is shown in Figure 4.11 (left). The response

is different from the one expected from the aggregate model and illustrates the effect

of the errors and noise induced by state fluctuations in the system which are not

captured by the second-order aggregate load model. Further, the steady-state of the

response and the settling time for the devices to reach their normal diversity are also

indicated. The proportional control response does not have a steady state error, but

this is not clearly visible because of the very slow response, as shown in Figure 4.11

(right).

The response of the unity damping controller is shown in Figure 4.12 (left). The

effect of model error can be seen in the initial response, as a result of which it fails

to quickly achieve the desired level of curtailment. The response of deadbeat control

has the expected significant overshoot, but also exhibits large steady state error, as

shown in Figure 4.12 (right).

The response of the tuned controller using pole placement shows a compromise
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Figure 4.11: 100 MW impulse response (left) and proportional control (right) at
−15◦C.

Figure 4.12: 100 MW unity damping load control (left) and deadbeat load control
(right) at −15◦C.

between the unity damping and deadbeat controller designs, but still exhibits a large

steady state error, as shown in Figure 4.13 (left). The integral error feedback control

response shown in Figure 4.13 (right) addresses the problems identified in the previous

controller designs. The system exhibits an acceptable level of overshoot and maintains

the desired curtailment level for more than 90 minutes.
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Figure 4.13: 100 MW tuned load control (left) and integral feedback control (right)
at −15◦C.

4.5 Summary of Results

In this chapter we considered the utility-scale direct load control problem for the

situation when the controlled loads employ discrete-time zero-deadband (Tδ0) resi-

dential thermostats. We have shown how Tδ0 thermostats allow utility dispatchers

to use small adjustments to the consumer’s setpoint to modulate the total load with

greater precision and endurance than typically possible using current setback control

of thermostats with non-zero deadbands. These new digital thermostats can serve

as the basis for highly accurate direct load control systems, as well as price-based

indirect load control systems.

We have derived a new linear aggregate load model based on the dynamics of load

states and used its fundamental characteristics to considers a number of benchmark

aggregate load control designs from first-principles. We used this model to design

a simple closed-loop aggregate controller for a discrete-time utility-scale demand re-

sponse dispatch system that is compatible with the requirements for both direct and

indirect load control systems and tested the control design using a large-scale agent-

based model of demand response based on thermostatic loads. We showed that the

aggregate controlled load is stable, controllable and observable and exhibits both

the transient and steady-state response characteristics necessary to serve equally well

for utilities that seek to control load using either direct load control or price-based

indirect demand response strategies.
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Chapter 5

Regulation

Under the transactive control paradigm, retail markets for energy, capacity, and reg-

ulation services are deployed to provide an analogous realization of wholesale markets

at the distribution level. In spite of the conceptual similarity, the behavior of retail

markets differs significantly from that of wholesale markets and remains an active

area of research [89]. In particular, load behavior usually dominates the behavior of

retail systems, which contrasts with wholesale systems where generation is dominant.

In addition, there are a number of important processes in bulk power interconnec-

tion operations that have yet to be integrated fully into the transactive paradigm.

Two such processes are system frequency regulation and control area import/export

schedule tracking.

In Section 5.1 we introduce the interconnection operation control platform. We

then present the methodology for optimally controlling an area’s response to system

frequency deviations while tracking scheduled area exports. In Section 5.2 we propose

the structure of the model and the design solution for an optimal area control policy.

Finally in Section 5.3 we evaluate the performance of the optimal control policy

when compared to the conventional control policy under varying demand response

conditions.

5.1 Methodology

System operators that wish to use demand response resources to mitigate renewable

intermittency must have the means to control responsive loads in much the same

way they control responsive generating units. This can be done by updating the load
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control system gains every few minutes given the available demand response resources

committed to frequency regulation. Given these load control gain settings, the loads’

responses to frequency deviations can be autonomous without requiring the use of an

analog to AGC for loads.

It is quite feasible with today’s technology to dispatch load control gain settings

to load aggregators who then disseminate specific setpoints to the loads they control

without having to dispatch AGC signals to each load directly. However, doing so

requires adjustments to the existing frequency and inter-area power exchange control

system. This section details how this is accomplished within the structure of modern

power system control.

5.1.1 Frequency control mechanism

Primary control of bulk electric power systems is driven in part by deviations in fre-

quency at the system level and modeled by the system transfer function 1
Ms+D

, where

M represents the system’s inertial response and D represent the system’s damping

response. Each control area implements a combination of speed-droop control on

conventional generating units, under-frequency load shedding, and grid-friendly loads

to provide primary control. Renewable generating units provide no frequency regu-

lation capability because they cannot control their prime movers (wind and solar).

Secondary control of frequency and area exports is provided by units equipped with

master controllers and is based on the area control signal a using the conventional

ACE formula

A(t) = ∆Q(t) +B∆f(t), (5.1)

where A(t) is the raw ACE signal, ∆Q(t) = Q(t) − Qs is the deviation of the net

energy exported from the scheduled net exports over tie lines and ∆f(t) = f(t)− fs
is the interconnection’s frequency deviation from scheduled frequency. If an area’s

net exports deviates from its schedule (because of either an internal or external dis-

turbance), the area adjusts its generation (and potentially also its load) such that it

eventually will zero out A(t), while also providing adjustments necessary to support

system-wide corrections to frequency deviation.

In most realizations the ACE signal is updated by the SCADA system about every

4 seconds and further passed through a smoothing filter so that it changes with a time-

constant well in excess of the generating units’ fastest response, e.g., 30-90 seconds,

with the purpose of reducing wear and tear on generating unit governor motors and



60

1
Ms+D

B

Frequency sensitive loads

Frequency insensitive loads

Variable renewable generation
Control
area i

Control areas 1,...,i-1,i+1,..,N

-

esi

f

e
i

Dispatchable generators

F

1
R

dl

dg

Figure 5.1: System frequency control diagram.

turbine valves [90]. In addition, this control action is subject to control performance

standards (i.e., CPS-1 and CPS-2 [91]), although these are not considered in this

study.

The fast response of frequency-sensitive loads (grid-friendly smart appliances)

to the frequency deviation enables the grid operator to redispatch generating units

in a more economically-efficient manner, although demand response may saturate

relatively quickly. Figure 5.1 illustrates the system’s frequency regulation diagram

with variable renewable generation and frequency sensitive demand response.

5.1.2 Transactive control platform

As noted in Chapter 2, Fuller’s definition of Transactive Control does not specify

any particular physical or temporal control architecture. We chose the hierarchy

illustrated in Figure 2.3 because it provides a relatively simple data flow between

physical and temporal scales. Using this approach, the total generation and load is

scheduled hourly such that for each control area a uniform price is obtained at which

supply is equal to load plus net exports. Figure 5.2 illustrates an interconnection

including N wholesale markets each belongs to a control area that exchange electricity

through system tielines to increase the economic surplus. This schedule is used to

set each area’s price Ps and net exports Qs which are in turn used by 5-minute

dispatch markets [24] to reallocate resources in response to deviations from the hourly

schedule. Depending on the events that have occurred during the preceding 5-minute

time period, the state of operation of generators and loads at the end of the period

is not necessarily the same as at the beginning of the period. For example, the water
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Figure 5.2: Inter-area transfer flows within an interconnected system consisting of N
control areas.

temperature of a hot water tank whose heater was switched off at the last time period

has lowered, and we expect this load might submit a higher bid to the market to avoid

staying in the off mode and satisfy a higher level of demand urgency. Accordingly,

generation and load resources may participate in the market with new bid prices, and

as a result the clearing price PD would change. However, the area export ea should

remain as close as possible to the hourly schedule.

5.1.3 Demand response integration in the 5-minute market

Figure 5.3 illustrates the impact of a supply disturbance on the 5-minute market

settlement process. The blue and the red dashed curves represent the demand and

the supply curves, respectively, in the next market cycle. In this example a portion of

renewable generation (in the flat segment of supply curve) is lost and the supply curve

is shifted to left by the magnitude of the disturbance ∆Qs
1. Load participation in

1Other kinds of disturbances include non-renewable generation loss or changes in load, and these
will have similar impact with only particular details differing. The choice of renewable generation
loss is preferred in this study because (1) it is a common concern for which demand response is
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Figure 5.3: Five-minute resource dispatch with supply (red) and demand (blue) re-
sponse to a loss of generation (∆Qs).

frequency response prior to the redispatch operation causes the shape of the demand

curve to change slightly and present only the remaining available demand response

to the next 5-minute redispatch market. Moving from the market k to the market

k+1, the clearing price increases from PD(k) to PD(k+1) so that the dispatched load

changes by Q̇d(k) = Qd(k+1)−Qd(k) = (1−α)∆Qs(k) and the dispatched generation

changes by Q̇s(k) = Qs(k + 1)−Qs(k) = −α∆Qs(k) where 0 ≤ α ≤ 1 to satisfy the

physical constraint that Q̇s(k)− Q̇d(k) = −∆Qs(k) or Qd(k + 1) = Qd(k) = es.

To respond efficiently to a frequency deviation, generation units must change their

output by Q̇s(k) as their contribution to restoring the area’s export power to the

committed hourly-scheduled level, as shown in Figure 5.4. Concurrently load must

change demand by Q̇d(k) as its contribution to efficiently restoring system frequency.

The export power error at the time t is ∆Q(t) = Q(t) − Qd(ktd) = ∆Qs(ktd) +

Qs(t) − Qd(t). The economically optimal response is that for which the marginal

cost of the generation response is equal to the marginal cost of the demand response.

We compute the regulation response price, P (t) to quantify the marginal cost of

deviations from the hourly schedule in real time:

P (t) = PD(ktd) +
s(ktd) d(ktd)

d(ktd)− s(ktd)
∆Q(t).

often cited as a potential solution, and (2) it provides a clearer illustration of the various effects on
transactive system behavior.
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Figure 5.4: Real-time response of generation and load to a disturbance.

where s(ktd) and d(ktd) are the slopes of the generation supply and load demand

curves at the time of dispatch ktd, respectively, for the redispatch exports Qd(ktd)

for the next 5 minutes, and Q(t) is the actual exports at the time t. In the 5-minute

dispatch market k, Qd(k), s(k) > 0 and d(k) < 0 are updated every 5-minutes.

At the system level a deviation in net power will be associated with a deviation

in frequency as well, regardless of whether the power deviation is endogenous to the

local control area. For this reason we incorporate two additional cost components,

one for the frequency deviation itself and the other for the control response arising

from the ACE signal. The net cost taken over the entire system is zero in the sense

that the payments made to areas mitigating a deviation are equal to payments by the

areas contributing to it.

The total balance of payments is∫ 300

0

PD[∆Q(t) +B∆f(t)]− P (t)[A(t)−∆Qs(t)]dt, (5.2)

where P (t) is the cost of the over/under-response to the ACE signal A(t) as a result

of the disturbance ∆Qs(t). The value of P (t) will depend on the mix of generation

(e.g., hydro, coal, nuclear, combine cycle gas turbine) that responds to the ACE

signal. Any non-zero payments by any party represents a deviation from the surplus-

maximizing condition represented by the schedule and therefore represents a loss of
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surplus. Our objective then is to minimize these payments by expressing them as a

weighted squared sum of the three cost components, Bf , p, and P (t)(a−∆Qs)/PD.

This 2-norm minimization in the wake of a generation contingency of magnitude ∆Qs

is expressed by the objective

min
A(t)

∫ 300

0

ω1[∆f(t)]2 + ω2∆2
e(t) + ω3 (A(t)−∆Qs(t))

2 dt. (5.3)

where ω1 = B, ω2 = 1 and ω3 = P (t)
PD

.

When this objective is satisfied, we can be assured that we have also maximized the

total surplus given the prevailing conditions: by minimizing the individual payments

or receipts on both sides of the balance of payments we have minimized the deviation

from the surplus-maximizing schedule and therefore minimized the surplus loss due

to regulation.

5.1.4 H2-optimal control policy

We now have the conditions necessary to synthesize the H2-optimal control policy

for a control area that minimizes the costs associated with operating the system as

it returns to the scheduled set-point, including frequency regulation in the presence

of FADR resources. We require the individual component models within the control

area used to synthesize the optimal control policy.

We now introduce the state-space solution of the H2-optimal control problem [92].

We consider the standard control system in Figure 5.5 and we partition of the plant

G according to [
z

y

]
=

[
G11 G12

G21 G22

][
v

u

]
.
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The closed-loop system has the transfer function

z = F (G,K)v

where F (G,K) = G11 +G12(I −KG22)−1 +KG21. The H2-optimal control problem

consists of finding the causal controller K that stabilizes the plant G while minimizing

the cost function

J2(K) = ||F (G,K)||22

where ||F (G,K)||2 is the H2 norm of the transfer function from v to z.

To obtain this transfer function we begin with non-dispatchable generation, pri-

marily wind and solar resources. These resources do not contribute to either droop

or ACE-control responses and have null responses to both frequency and ACE sig-

nal. The fraction of non-dispatchable generation in the study area is denoted Fw and

for the design case we will use 75% renewable resource penetration to exemplify an

extreme situation.

The thermal generating unit response to the filtered area generation control signal

as is given by the simplified transfer function [90]

Gr(s) =
ĝr(s)

âs(s)
=

1

(1 + sTg)(1 + sTch)
, (5.4a)

where ĝr is the thermal unit’s output, Tg is the governor time constant and Tch is the

time constant of the steam chest. Typical values for steam turbine units are [90]

Tch = 0.3 sec and Tg = 0.2 sec,

which gives the ACE-controlled generation response transfer function

Gr(s) =
16.7

(s+ 5.00)(s+ 3.33)
. (5.4b)

The fraction of units that respond to the area generation control signal is denoted Fr

which is set to 25% for the design case. All dispatchable units that do not respond

to the area control error are provided with droop response such that [90]

Gd(s) =
ĝd(s)

f̂(s)
=

1

R
Gr(s), (5.4c)
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where ĝd is the droop-controlled unit’s output and R = −0.05 is the conventional

frequency droop response of generating units. Given that we have selected a design

case with the extreme of 75% renewable generation, we expect the number of droop

units to be zero and this component is omitted from the design case model.

The filtered area generation control signal as is computed by sending the raw ACE

signal through a low pass filter F to avoid excessive actuation of the regulating units.

For the purposes of this study the values

B = 21 and F (s) =
1

1 + sTf
, (5.4d)

are used with Tf = 0.02 seconds.

Based on data obtained from field tests [48], the conventional grid-friendly con-

trol response exhibits two important behaviors. The first behavior is the primary

underfrequency event response, which acts like a strong derivative response reaching

maximum within a few seconds followed by a very slow recovery using integral error

feedback over a period of a minute or more. These are approximated satisfactorily

using the demand response transfer function

L(s) =
l̂(s)

f̂(s)
=

FdKds+Kp

Tls2 + s+Kl

, (5.4e)

where l̂ is the load response, Fd is the fraction of total load that is responsive, and

for the design condition Kd = 1/Fd is the fraction of responsive load that is armed

by the 5-minute redispatch2, and Kp is the quasi-steady state rebound response. The

derivative response time constant Tl = 0.17 seconds and the recovery time constant

Kl = 0.01 per second are based on the responses observed in the grid-friendly con-

trollers studied in the Olympic test [48]. This gives us

L(s) =
59s

(s+ 5.8)(s+ 0.1)
, (5.4f)

as the general fast-acting demand response transfer function. The response of the

loads is initially very fast and very strong, but it decays within a few minutes, and it

is therefore minimally described as a second-order response with derivative control.

The rebound response Kp is excluded in this model because it is expected to be

2Note KDFD is unity at 5% DR but when FD is changed KD is not changed.
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addressed by the redispatch operation after a maximum of 5 minutes. The load

response is therefore not net-energy neutral over the 5-minute period. This allows us

to suppress the non-minimum phase behavior that can emerge from thermostatic loads

when their curtailment signal is released and they settle into a higher load condition

for a prolonged demand response rebound period. For the controller design condition

we use 5% controllable load resources, but the total demand response availability is

varied from 0% to 50% for the control robustness analysis below.

The interconnected system’s overall response to net power deviations is given by

the damped inertial response transfer function

H(s) =
f̂(s)

Q̂(s)
=

1

Ms+D
, (5.4g)

where Q̂ is the response of all system generator output power, D = 1 is a typical

value for the load damping constant, and M = 6 is a typical value for the system

with somewhat low inertia [90].

Figure 5.6 illustrates the system. Each control area is modeled with: (1) loads L

controlled by frequency through the controller KL/R; (2) frequency droop generators

Gd controlled by the droop gain KG/R, and (3) ACE-controlled generators using the

controller K which we will design. The ACE input to the controller K considers the

frequency droop −1/R, system damping D, and the export error EA−ES, while the

frequency is obtained from the system inertial response 1/(Ms+D). The frequency

input to ACE is defined as the bias B = D − 1/R.

The interconnected system’s open-loop frequency, generation and load responses

to a nearly step disturbance are shown in Figure 5.7. For the design condition we

have set the demand response control gain to match the generation control gain as

expected from the 5-minute market dispatch of the regulation contribution factors.

5.2 Implementation

We can now consider theH2-optimal control design problem [93] for the system shown

in Figure 5.6 and arranged in the standard form shown in Figure 5.8. The controller

K provides coordinated dispatch of regulation response for generation resources Gr.

The controller measures the system frequency f and the control area’s net export

schedule power deviation p. The current ACE control policy from Eq. (5.1) is the
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Figure 5.6: System frequency and control area export regulation control diagram.

Figure 5.7: Model component frequency (f p.u. nominal frequency), load (l p.u. area
load) and generation (g p.u. system load) responses to a local disturbance (∆Qs p.u.
system load).

baseline control policy for this study. The frequency bias B is computed based on

the generation and load characteristics of the control area [90].

A 5% generation local loss input disturbance is modeled as very nearly a step-loss
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of generation in the local control area. The input filter for the power disturbance is

thus specified as

∆̂Qs(s) =
20∆Qs

s2 + 20s+ 0.01
, (5.5a)

where ∆Qs is the magnitude of the disturbance, which for this study is set at 5%

of the total system load. This magnitude disturbance corresponds to a deviation of

∆f = lim
x→∞

−d
D

(1 − e− D
M
t) × f = 3.0 Hz, which is very significant for a 60 Hz system.

This may seem like a large disturbance for a North American system. But it is not

atypical for systems in other parts of the world or for microgrids. Demonstrating

the effectiveness of transactive control in such systems in useful and therefore a large

disturbance is considered. The remaining disturbances are taken as frequency and

power measurement noise of magnitude of 1%.

The optimization seeks to minimize regulation deviations from the economically

optimal schedule given by the most recent 5-minute dispatch of frequency responsive

generation and load resources. Because the maximum surplus is achieved when the

dispatch schedule is followed, any deviation from the schedule will reduce the total

surplus. We therefore construct the H2 control output vector components

z(t) =

CA(t)

CQ(t)

Cf (t)

 =


P (t)
PD

[A(t)−∆Qs(t)]

C Q(t)

B f(t)

 , (5.5b)

the 2-norm of which we will seek to minimize. The transfer function for the energy

cost impact is given as nearly an integrator in the sense that it costs slightly more

to provide an early generation response than a late one. The energy cost transfer

function is approximated as

ĉ =
1

s2 + 20s+ 0.01
. (5.5c)

The value P (t) is given in units of $/MWh and B is given in units of MW/Hz.

The measurement outputs for power and frequency y(t) =
[
p(t)

f(t)

]
are taken directly

from the system and the generation+load+disturbance outputs, respectively to which

the input disturbance noises are added.

The control input for the raw area control signal is u(t) =
[
A(t)

]
and will either

be the ACE control signal

â = 1
s
Q̂+Bf̂ (5.5d)
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Figure 5.8: Control area model in standard form.

for the baseline model, or the H2-optimal controller output as described below for

the study model.

5.2.1 State-space realization

Using the packed matrix notation G =
[

A B

C D

]
= D + C(sI−A)−1B we obtain the

state-space realization for the study model of the control area given by Eq. (5.6a).

G =



−0.1667 0 1.0417 −1.4706 0 0 −1 0 0 0 0.005 0 0

0 −8.3333 −4.1667 0 0 0 0 0 0 0.1333 0 0 0

0 4 0 0 0 0 0 0 0 0 0 0 0

0.6667 0 0 −5.8824 −0.2353 0 0 0 0 0 0 0 0

0 0 0 0.25 0 0 0 0 0 0 0 0 0

0 0 0 0 0 −20 −0.08 0 0 0 4 0 0

0 0 0 0 0 0.125 0 0 0 0 0 0 0

0 0 8.3333 −11.7647 0 0 −8 −20 −0.08 0 0 0 0

0 0 0 0 0 0 0 0.125 0 0 0 0 0

0 0 0 0 0 0 0 0 0 −0.0167 0 0 0.0625

0 0 0 0 0 0 0 0 0 0 0 0 1

0 0 0 0 0 0 0 0 2 0 0 0 0

7 0 0 0 0 0 0 0 0 0 0 0 0

0 0 2.0833 −2.9412 0 0 −2 0 0 0 0.01 0 0

0.3333 0 0 0 0 0 0 0 0 0 0 0.01 0



,

(5.6a)
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which yields the synthesized H2-optimal regulation policy for the control area

K =



−0.1667 0 0 0 0 0 0 0 0 0 0.5 0

0 −8.3333 −4.1667 0 0 0 0 0 0 0.1333 0 0

0 4 0 −0 0 0 −0 0 0 0 −0 0

0.6667 0 −0 −5.8824 −0.2353 0 0 0 0 0 0 0

0 0 −0 0.25 0 0 0 0 0 0 0 0

0 0 −547.427 772.839 0 −20 525.45 0 0 0 262.765 0

0 0 8.6287 −12.1817 0 0.125 −8.2836 0 0 0 −4.1418 0

0 0 5.4743 −7.7284 0 0 −5.2553 −20 −0.08 0 1.3723 0

0 0 −0.0863 0.1218 0 0 0.0828 0.125 0 0 0.0414 0

−0.024 −0.0082 −0.0166 0.0047 −0.0667 0.0091 1.4543 −0.0006 −0.1 −0.0496 0 0

−0.3843 −0.1308 −0.2652 0.0759 −1.0671 0.1453 23.2695 −0.01 −1.6002 −0.5265 0 0



,

(5.6b)

and the corresponding transfer function from power p to area control a

−58.472(s + 20)2(s + 5.6947)(s + 5)(s + 3.3333)(s + 0.3625)(s + 0.016667)(s + 0.0086675)(s + 0.0023866)

(s + 24.142)(s + 19.999)(s + 5.8723)(s + 5.2747)(s2 + 7.2484s + 13.55)(s + 0.16667)(s + 0.010017)(s + 0.0015464)
. (5.6c)

The smallest eigenvalue of the closed-loop system GK is −0.0005 and there are

conjugate poles at −3.6242±0.6443i. Unlike the ACE control policy, the H2-optimal

area control policy does not rely on a frequency input and only requires measurement

of net exports from the control area. By way of comparison, the conventional ACE

control state-space model is given by

KA =

[
0 1 0

1 0 B

]
, (5.7)

where B = D − 1/R = 21, which is used for the baseline model. The smallest

eigenvalue of the closed-loop system GKA is −0.0005 and it has a single pair of

complex conjugate poles at −0.0367± 0.0343j.

5.2.2 Model Validation

The model of ACE control is verified for varying amounts of demand response under

the design conditions, as illustrated in Figure 5.9. The ACE response is adequate

for the conditions given insofar as it restores both frequency and power within about

120 seconds of the initial event. The H2-optimal control response fully restores both

frequency and power deviations to zero but with significantly less overshoot. Although

it does not occur in this particular study, we anticipate that any residual transient

error that persists at the end of a 5-minute dispatch interval will be corrected after

the next dispatch or scheduling operation.

The area control signal (a) for H2-optimal control is initially faster in its response

to the initial event but of lesser magnitude. The power and frequency responses,
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Figure 5.9: ACE control (black) andH2-optimal (blue) control performance for design
conditions (5% FADR), showing the raw ACE signal (a p.u. area load), area genera-
tion output (p p.u. system load), and system frequency (f p.u. nominal frequency)
response to a loss of generation within the control area.

(p and f , respectively) are very similar for the first 10 seconds following the event.

However afterwards the power and frequency response to H2-optimal control signal

is reduced to minimize costly overshoot.

The steady-state power and frequency deviation for both control policies is zero

and both achieve steady-state in approximately the same time. As a result, the area

control signal reaches the same steady-state value for both control policies.

5.3 Control Performance

We recognize that demand response resource availability can vary widely from one

area to another, from hour to hour, and from season to season. Thus we evaluate

the performance of the H2-optimal control policy relative to the conventional ACE

control policy by comparing the response of each to widely varying demand response

resource availability. The area generation control signal, net power exports and system

frequency are compared for a 100 MW load base control area with a nominal energy
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Figure 5.10: ACE control (left) and H2-optimal control (right) model validation for
varying demand response level with generation response (g p.u. area load), demand
response (l p.u. area load), and generation regulation cost (cg in $/h p.u. area load).

price of $100/MWh. In addition, the cost of regulation and energy used for regulation

are compared.

The disturbance response of generation (p per unit area load) and load (l per

unit area load) are shown in Figure 5.10 for the conventional ACE signal (left) and

H2-optimal control (right). In addition, the generation control cost cg is shown in

units of $/h per unit area load. We observe decreasing stability of the ACE control

policy under higher penetration of fast-acting demand response. This phenomenon

is consistent with previously observed results for load controller delays that exceed

1/4 second [94]. In contrast, the H2-optimal control policy exhibits less oscillation

and shorter settling-time performance indicating that it is much less susceptible to

overall performance degradation under high demand response scenarios. In every

other important respect, and particularly with respect to the steady-state, the H2-

optimal control policy is comparable to the ACE control policy.

The comparative costs contribution to the objective function are presented in

Figure 5.11. The ACE control policy exhibits significantly more deviations from

the schedule, particularly under high demand response conditions and is unable to

establish a steady regulation regime under high demand response. In all conditions

ranging from no demand response to 50% demand response, the H2-optimal control

policy establishing a steady regulation regime that zeros out the deviation of operation

from the surplus maximized schedule within about 150-200 seconds.

The cost savings and energy impacts from utilizing H2-optimal control are shown
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Figure 5.11: ACE control (left) and H2-optimal control (right) cost and dispatch for
varying demand response levels, where Ca is the total control cost (in $), CQ is the
power control response cost (in $), and Cf is the frequency control response cost (in
$).

Table 5.1: Cost, generation, and net export impacts of ACE control versusH2-optimal
control

Cost Generation Exports
FADR ACE H2 Saving ACE H2 Reduction ACE H2 Change

(%) ($) ($) (%) (MWh) (MWh) (%) (MWh) (MWh) (%)
0 13750 13443 2.2 13.75 13.44 2.2 13.75 13.75 0.0
1 13734 13389 2.5 13.73 13.39 2.5 13.75 13.79 -0.3
2 13736 13382 2.6 13.74 13.38 2.6 13.75 13.79 -0.3
5 13754 13427 2.4 13.75 13.43 2.4 13.75 13.77 -0.1
10 13761 13469 2.1 13.76 13.47 2.1 13.75 13.74 0.1
20 13822 13451 2.7 13.82 13.45 2.7 13.76 13.82 -0.4
50 14264 13369 6.3 14.26 13.37 6.3 13.81 14.33 -3.7

in Table 5.1. It is noteworthy that in all cases generation and energy costs are reduced,

while exports are largely unchanged. We note that at very high FADR levels cost

and generation are reduced more significantly while exports are impacted more clearly.

This suggests that further study of the system behavior at very high levels of demand

response may be desired in the future
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5.4 Summary of Results

In this chapter we presented a H2-optimal approach to synthesizing the control pol-

icy for control areas in bulk electricity interconnections. The approach is suited to

controlling both generation and demand response in areas that have a high pene-

tration of both intermittent renewable resources and fast-acting demand response.

The implementation of the H2-optimal control policy is compatible with, and indeed

depends on the transactive control 5-minute dispatch strategy such as demonstrated

by the Olympic and Columbus studies.

The transactive H2-optimal area control policy is shown to be superior to the con-

ventional ACE control policy in that it is (1) significantly more robust to uncertainty

in the amount of fast-acting demand response that is available, (2) always less costly

and less energy intensive, and (3) minimizes deviation from any surplus maximizing

schedule.
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Chapter 6

Dispatch

This chapter proposes a system-wide optimal resource dispatch strategy that enables

a shift from primarily energy cost-based approach to primarily ramping cost-based

one. This optimal dispatch answers the question of what power schedule to follow

during each hour as a function of the marginal prices of energy, power and ramping

over the hour1. The main contributions of this chapter are (1) the derivation of the

formal method to compute the optimal sub-hourly power trajectory for a system when

the cost of energy and ramping are both of the same order, (2) the development of

an optimal resource allocation strategy based on this optimal trajectory, and (3) a

simulation method to evaluate the cost savings of choosing the optimal trajectory

over the conventional sub-hourly dispatch used in today’s system operation.

In Section 6.2 we develop the optimal control function in both time and frequency

domains. In the case of the frequency domain optimal control function the solution

is presented as a continuous function. A discrete-time solution suitable for periodic

feedback control systems is presented in Section 6.3. In Section 6.4 we examine the

performance of this optimal dispatch solution in terms of varying prices for a given

“typical” hour, and in Section 6.5 we analyze the cost savings in an interconnection

that models the Western Electric Coordinating Council (WECC) system for the year

2024 under both low (13%) and high (50%) renewable generation scenarios. A de-

tailed discussion and synthesis of the consequences that appear to arise from this new

paradigm and our perspective on possible future research on this topic are deferred

Chapter 7.

1The marginal price of a product or service is the change in its price when the quantity produced
or delivered is increased by one unit.
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6.1 Background

The conventional utility approach to addressing renewable generation variability is

to allocate additional firm generation resources to replace all potentially non-firm

renewables resources. This approach can have significant financial impacts in reduc-

ing the revenue from energy supply while increasing the costs of providing ramping

response to variable generation. This chapter examines an approach to mitigating

these financial impacts.

Firm resources are typically fast-responding thermal fossil resources or hydro re-

sources when and where available. For new renewable resources the impact of this

approach is quantified as an intermittency factor, which discounts the contribution

of wind in addition to its capacity factor and limits the degree to which they can

contribute to meeting peak demand [13]. However, the intermittency factor does

not account for the ramping requirements created by potentially fast-changing re-

newable resources [14]. The need for fast-ramping resources discourages the dispatch

of high-efficiency fossil and nuclear generation assets and can encourage reliance on

low-efficiency fossil-fuel resources for regulation services and reserves [15].

One solution to overcoming the renewable generation variability at the bulk elec-

tric level is to tie together a number of electric control areas into a super-grid so that

they can share generation and reserve units through optimal scheduling of system in-

terties [1]. In an interconnected system, the combined power fluctuations are smaller

than the sum of the variations in individual control areas. Furthermore, fast-acting

energy storage systems and demand response programs can provide required ancillary

services such as real-time power balancing [95] and frequency regulation [96] if they

are equipped with suitable control mechanisms. A competitive market framework

in which energy resources participate to sell and buy ancillary service products can

accelerate the transition to a high-renewable scenario by supporting the long-term

economic sustainability of flexible resources.

Concerns about the financial sustainability of utilities under high level of renew-

ables are also beginning to arise. The question is particularly challenging when one

seeks solutions that explicitly maximize social welfare rather than simply minimizing

production cost [97]. The growth of low-marginal cost renewable resources can lead

one to expect utility revenues to decline to the point where they can no longer recover

their long term costs. But this conclusion may be erroneous if one fails to consider

both the impact of demand own-price elasticity, as well as the impact of load control
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automation on substitution elasticity. The latter type of demand response can sig-

nificantly increase the total ramping resource on peak and decrease ramping resource

scarcity. One option for replacing energy resource scarcity rent is increasing fixed

payments. But this may lead to economic inefficiencies as well as an unraveling of the

market-based mechanisms built so far. Another option is to enable payments based

on ramping resource scarcity rent through existing markets for ancillary services. At

the present time, the majority of resources continue to be dispatched based on the en-

ergy marginal cost merit order. But it is not unreasonable to consider how one might

operate a system in which the marginal cost of energy is near zero and resources are

dispatched instead according the ramping cost merit order.

In the presence of high levels of variable generation, the scheduling problem is

a co-optimization for allocating energy and ramping resources [98]. Under existing

energy deregulation policies, there is usually a market in which energy producers

compete to sell energy, and a separate market in which they compete to sell power

ramping resources for flexibility. Producers get paid for their energy deliveries in the

energy market and for power ramping flexibility in the flexibility market. But today’s

dual-pricing mechanism is dominated by the energy markets, which drives generation

resources to secure revenue primarily in the energy market, and only deliver residual

ramping resources in the flexibility market. Meanwhile poor access to energy markets

leads loads and storage to seek participation primarily in the flexibility market while

only revealing their elasticities to the energy market. This relegates loads and storage

to only a marginal role in the overall operation of the system, which is the motivation

for seeking policy solutions to improving their access to wholesale energy markets,

such as FERC Orders 745 and 755.

6.2 Methodology

Consider a utility’s cost minimization problem over a time interval T . The utility’s

customers purchase their net energy use E(T ) at a pre-determined retail price. So

in today’s systems, profit maximization and cost minimization are essentially the

same problem. For each hour the utility pays for energy delivered at a real-time

location-dependent wholesale price that is also dependent on demand under typical

deregulated nodal pricing markets. The utility’s scheduled energy use is forecast for

each hour based on its customers’ expected net energy use, which is then used to

compute the utility’s net load over that hour. We assume that over any interval T
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Figure 6.1: Power (left) and ramp (center and right) price functions.

the utility may incur additional costs for any deviation in actual net load from the

scheduled load.

The price function at the operating point is split up into the marginal price of

energy a = ∂P
∂Q

(measured in $/MW2·h), the marginal price of power b = ∂R
∂Q

(measured

in $/MW2), and the marginal price of ramping c = ∂R
∂Q̇

(measured in $·h/MW2). In

order to reflect resource scarcity all cost functions are assumed to be quadratic so

that the price function for each is linear as shown in Figure 6.1. The marginal prices

a and b determine prices as a function of the power demand Q, and the marginal

price c determines prices based on the ramp rates Q̇. The cost parameters arise from

the schedule and may vary from hour to hour, but do not change within any given

hour. Any of the marginal prices may be zero or positive depending on the market

design and prevailing conditions in the system. For the purposes of this chapter, we

will assume that they cannot be negative.

Over the time interval T the total cost of both the power trajectory Q(t) and

the ramping trajectory Q̇(t) given the power price P (t) = aQ(t) and ramp price

R(t) = bQ(t) + cQ̇(t), respectively, is given by

C(T ) =

∫ T

0

P [Q(t)]Q(t) +R[Q(t), Q̇(t)]Q̇(t)dt. (6.1)

Given the dispatch fromQ(0) toQ(T ) and the scheduled energy use E(T ) =
∫ T

0
Q(t)dt

we augment the cost function with the Lagrange multiplier λ so that we have∫ T

0

a(Q−Qz)Q+ b(Q−Qz)|Q̇|+ cQ̇2 + λQ dt

=

∫ T

0

G(t, Q, Q̇)dt,

where the |Q̇| represents the magnitude of the ramp rate Q̇, and QZ is the amount
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of must-take generation having zero or effectively zero marginal energy cost. Then

the optimal dispatch trajectory Q(t) is the critical function obtained by solving the

Euler-Lagrange equation

∂G

∂Q
− d

dt

∂G

∂Q̇
= 0.

From this we form a second-order ordinary differential equation describing the critical

load trajectory

Q̈− a

c
Q =

µ

2c
.

where µ = λ−aQZ . Using the Laplace transform we find the critical system response

in s-domain is

Q̂(s) =
Q0s

2 + Q̇0s+ µ
2c

s(s2 − ω2)
, (6.2)

where ω2 = a
c
. The general time-domain solution for the critical function over the

interval 0 ≤ t < T is

Q(t) =
(
Q0 +

µ

2a

)
coshωt+

Q̇0

ω
sinhωt− µ

2a
, (6.3)

where Q0 and Q̇0 are initial power and ramp values.

We can determine whether this solution is an extremum by computing the second

variation

∂2C

∂Q2
(T ) =

∫ T

0

[α(v)2 + 2β(vv′) + γ(v′)2]dt

=

∫ T

0

H(t)dt,

with H(t) > 0 for all v 6= 0 subject to v(0) = 0 = v(T ). We then have

α =
∂2G

∂Q2
= 2a, β =

∂2G

∂Q∂Q̇
= b, γ =

∂2G

∂Q̇2
= 2c.

Thus for all a, b, c > 0, H(t) > 0 and Q(t) is a minimizer. Since the only physical

meaningful non-zero values of a and c are positive, this is satisfactory. We will examine
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cases when a and c are zero separately. Note that when Q̇ < 0, we have b < 0, so

that the sign of b does not affect the general solution.

Given the constraints
∫ T

0
Q(t)dt = ET and Q(T ) = QT , which come from the

hour-ahead schedule, we obtain the solution for µ and Q̇0 for the case where a, c > 0:[
µ

Q̇0

]
=

[
A B

C D

]−1 [
E∆

Q∆

]
, (6.4)

where

A =
sinhωT − ωT

2aω
B =

coshωT − 1

ω2

C =
coshωT − 1

2a
D =

sinhωT

ω

E∆ = ET −
sinhωT

ω
Q0 Q∆ = QT −Q0 coshωT .

When a = 0, the cost of energy is zero and only the ramping cost is considered.

Then the time-domain solution is

Q(t) =
µ

4c
t2 + Q̇0t+Q0, (6.5)

with

A =
T 3

12c
B =

T 2

2

C =
T 2

4c
D = T

E∆ = ET −Q0T Q∆ = QT −Q0,

which gives the critical response in s-domain

Q̂(s) =
µ

4cs3
+
Q̇0

s2
+
Q0

s
.

When c = 0, there is no scarcity for ramping so that the ramping price is based

only on the marginal energy cost of additional units that are dispatched. Then we

have the time-domain solution

Q(t) = − µ

2a
, (6.6)
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Figure 6.2: Optimal dispatch controller diagram with discrete update time ts.

with

µ = −2aET
T

.

This gives the critical response is s-domain

Q̂(s) = − µ

2as
,

and the initial and final ramps from Q(0) to − µ
2a

and from − µ
2a

to Q(T ) are limited

by the ramping limits of the responding units.

6.3 Optimal Dispatch Controller

The partial fraction expansion of Eq. 6.2 is

K1

s+ ω
+
K2

s
+

K3

s− ω
, (6.7)

where K1 = Q0

2
− Q̇0

2ω
+ µ

4a
, K2 = − µ

2a
, and K3 = Q0

2
+ Q̇0

2ω
+ µ

4a
, with the values of the

parameters are computed from Eq. 6.4.

The initial response of the optimal controller is dominated by the forward-time

solution

K1 e
−ωt = L−1

[
Q0

2
− Q̇0

2ω
+ µ

4a

s+ ω

]
(s),

which handles the transition from the initial system load Q0 to the scheduled load
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QE = − µ
2as

. The central response is dominated by the scheduled load solution

K2 = L−1
[
− µ

2as

]
(s).

Finally, the terminal response is dominated by the reverse-time solution

K3 e
ωt = L−1

[
Q0

2
+ Q̇0

2ω
+ µ

4a

s− ω

]
(s),

which handles the transition from the scheduled load to the terminal load QT . A

discrete-time controller that implements the solution of Eq. 6.7 is shown in Figure 6.2.

The controller implements the three main components to the optimal solution with

step inputs µ, Q0, and Q̇0. Note that the marginal prices a, b and c for the entire hour

are constants in the controller blocks, which makes the controller design linear time-

invariant within each hour, but time-variant over multiple hours. The discrete-time

solution is then

Q∗(k) =


K1τ

k +K2 +K3τ
−k : a > 0, c > 0

µ
4c
t2sk

2 + Q̇0tsk +Q0 : a = 0, c > 0

− µ
2a

: a > 0, c = 0

where τ = eωts .

The discrete-time dispatch control is illustrated in Figure 6.3 for various values

of ω =
√
a/c. When the value of ω is large, the optimal dispatch is dominated by

the energy cost and the cost of high ramp rates is negligible compared to the energy

cost. The result is a dispatch that moves as quickly as possible to scheduled load QE.

In the limit of zero ramping cost, the optimal response is a step function2. As the

cost of ramping increases relative to the energy cost, the optimal dispatch begins to

reduce the ramp rate while still following a trajectory that satisfies the hourly energy

delivery requirement. In the limit of zero energy cost, the optimal dispatch trajectory

is parabolic.

2Step responses are only possible by generation or load tripping, which is not considered as part
of the conventional control strategy.
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Figure 6.3: Optimal discrete time control for various values of ω at ts = 5 minutes.

6.4 Performance Evaluation

In this section we develop the cost performance metric of the optimal dispatch control

design. The optimal dispatch cost function is found by evaluating Equation 6.1 using
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Equations 6.3, 6.5 and 6.6. Thus when a, b, c > 0 we have3

C(T ) =
sinh 2ωT

2ω

[
a(A2 +B2) + bABω

]
+

sinh2 ωT

2ω

[
b(A2 +B2)ω + 4aAB

]
+

coshωT − 1

ω
[(bAω + 2aB)C − (aB + bAω)Qz]

+
sinhωT

ω
[(bBω + 2aA)C − (aA+ bBω)Qz]

+
[
aC2 − aCQz

]
T.

where A = Q0 + µ/2a, B = Q̇0/ω and C = −µ/2a. For the case when a = 0 we have

C(T ) = bµ2

32c2
T 4 + 3bµQ̇0+µ2

12c
T 3 +

(
bQ̇2

0

2
+ bµ(Q0−Qz)

4c
+ µQ̇0

8c2

)
T 2 +

(
bQ̇0(Q0 −Qz) + cQ̇2

0

)
T.

When c = 0 we have

C(T ) = aET

(
ET
T
−Qz

)
.

We use as the base case a conventional unit dispatch strategy that requires gen-

erators ramp to their new operating point during the 20 minutes spanning the top

of the hour. Accordingly the generators begin ramping 10 minutes before the hour

and end ramping 10 minutes after the hour. In the aggregate for a given hour this

strategy is illustrated in Figure 6.4 where

QE =
6

5

(
ET −

Q0 +QT

12

)
,

with the initial and terminal ramp rates

Q̇0 = 6(QE −Q0) and Q̇T = 6(QT −QE).

Three cases are shown: overproduction to compensate for a lack of generation in pre-

vious hours (top), scheduled production (center), and underproduction to compensate

for extra generation in previous hours (bottom).

3Note that if the ramp rate Q̇ changes sign at the time tc = 1
ω tanh−1(−B

A ) and 0 < tc < T , then

we must divide the cost integral into two parts to account for the absolute value of Q̇ on b terms.
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Figure 6.4: Conventional power dispatch for base case: (top) significant negative
schedule error requiring over-production, (center) small negative, zero and positive
schedule error requiring over (red), normal (black) and under (blue) production, and
(bottom) significant positive schedule error requiring under-production.

The cost of the base case is then

Cbase(T ) = aT
18

(Q2
T +QTQE + 14Q2

E +QEQ0 +Q2
0)

− aT
12

(QT + 10QE +Q0)Qz

+ | b
2
(QE −Q0)|(QE +Q0 − 2Qz)

+ | b
2
(QT −QE)|(QT +QE − 2Qz)

+ 6c
T

(Q2
T − 2QTQE + 2Q2

E − 2Q0QE +Q2
0).
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The zero-order hold ramp discrete form of Equation 6.1 gives us the cost of oper-

ating with a discrete control time-step ts, i.e.,

C∗(T ) =

T/ts∑
k=0

(
P ∗[Q∗(k)]Q∗(k) +R∗[Q∗(k), Q̇∗(k)]Q̇∗(k)

)
ts

=

T/ts∑
k=0

ats
4

[
Q∗(k)2 + 2Q∗(k)Q̇∗(k)

+ Q̇∗(k)2 − 2Qz[Q
∗(k) + Q̇∗(k)]

]
+ 1

2

[∣∣∣b(Q̇∗(k)−Q∗(k))
∣∣∣ (Q̇∗(k) +Q∗(k)− 2Qz

]
+ c

ts

[
Q∗(k)2 − 2Q∗(k)Q̇∗(k) + Q̇∗(k)2

]
where Q∗(k) = Q(kts) and Q̇∗(k) = Q∗(k + 1). We evaluate the performance of the

control strategy for different control update rates ts using two future scenarios, one

for low renewables where ω > 1, and one for high renewables where ω < 1 for both

unconstrained and constrained transmission operating conditions.

6.5 Case Study: WECC 2024

In this section we examine the cost savings associated with using the optimal con-

trol solution on the WECC 2024 base case model introduced in [1]. The WECC

2024 model is a 20-area base case used by WECC for planning studies. The 20-area

model combines a number of smaller control areas based on the anticipated intertie

transfer limits reported in the WECC 2024 common case [99]. In this model con-

straints within control areas are ignored, while internal losses are approximated. The

peak load, annual energy production and demand consumption are forecast, includ-

ing intermittent wind, solar, and run-of-river hydro for the entire year. The demand

characteristics, generation capacity, production costs and tieline limits are given in

Tables C.2 through C.6.

The model also includes a hypothetical market for each consolidated control area,

with a flat zero-cost supply curve for all renewable and must-take generation re-

sources and a constant positive supply curve slope for all dispatchable units. The

hourly generation of intermittent resources is provided by the base case model and

incorporated into the supply curve so that there is effectively no marginal cost of
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production for renewable energy and must take generation. All generating units are

paid the hourly clearing price, and when the marginal energy price in a control area

is zero then renewable generation may be curtailed. As a result, under the high re-

newable scenario, zero energy prices are commonplace and renewable generation is

curtailed more frequently. Demand response is similarly considered for each control

area and the output of this scheduling model provides the hourly nodal prices required

to satisfy the transmission constraints, if any.

The low renewables case is the WECC forecast for the year 2024, which corre-

spond to 29.5 GW (16.1%) of renewable capacity and 140.8 TWh (13.4%) of annual

renewable generation. The high renewables case is given as 400% of capacity of the

WECC forecast for the year 2024, which corresponds to 117.8 GW (63.5%) and 523.9

TWh (49.6%) respectively. The blended energy price of operations is $130.6/MWh

and $50.2/MWh for the low and high renewables cases, respectively.

The ramping price was not considered in the WECC 2024 base case model. For

this study we have assumed that the ramping energy cost is based on the marginal

energy cost for the dispatchable generation and the demand response, as well as the

cost of changing the dispatchable generation output, as shown in Table 6.1. In both

cases, the marginal price of power b is the average marginal price of energy a over the

hour. In the low renewables case the marginal price of ramping c is the marginal price

of power b multiplied by 12 seconds. In the high renewables case, c is the marginal

price of power b multiplied by 49 hours. The value of ω is approximately 121 times

greater in the low renewable case than it is in the high renewable case. Note that

a is zero when renewables are curtailed while b is assumed to also be zero because

curtailed renewables and demand response are presumed to be dispatchable.

The values of the ramping response constant c were also selected such that the

overall cost of operating the system remains more or less constant when going from

the low to high renewables scenarios under the base case. This allows us to evaluate

the impact of the optimal control strategy without involving the question of revenue

adequacy under the high renewables scenario. Given that there are few markets from

which to determine these values, we must be satisfied with this assumption for now.

The statistical nature of the intermittency and load forecast errors and their con-

nection to load following and regulation was studied at length in [100]. The authors

showed that consolidated control of WECC could yield both cost savings and per-

formance improvements. In particular, the study showed that with high accuracy

control 1% standard deviation in load forecast was expected, with 0% real-time mean
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Figure 6.5: Single hour optimal dispatch for low (top) and high (bottom) renewables
with a ramp from 100 GW to 110 GW using a 10-minute discrete-time dispatch control
rate, with hourly energy schedule correction errors varying from −5% to +5%.

error at 0.15% standard deviation at peak load. However, for the purposes of a

preliminary study like the one presented in this chapter, we will consider the schedul-

ing error to be Gaussian with a mean error of 0 MW and a standard deviation of

100 MW. We believe that energy and flexibility markets should be efficient enough

to remove all systematic error from the price signals leaving only the random noise

that is satisfactorily modeled by Gaussian noise.

The comparison of the conventional and optimal dispatch for a typical case is

shown in Figure 6.5. The conventional control strategy is shown in dotted lines,

with the 10 minute optimal-dispatch trajectory shown as solid lines. Note that the

ramp rate is constant between discrete control updates. The evaluation is completed

with the marginal prices and marginal costs at 100 GW, as shown in Table 6.1. The

energy schedule changes according to a varying energy error remaining at the end of

the previous dispatch interval. A −5% error represents an energy deficit of 5 GWh

for a 105 GWh schedule, while a +5% error represents an energy surplus of 5 GWh.

The marginal prices in Table 6.1 are chosen to satisfy the following conditions:
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Table 6.1: Marginal prices and marginal costs for 105 GWh schedule at 100 GW
initial power and 10 GW/h ramp for cases in Figure 6.5

Variable Base case Study case Units

Marginal prices :
a 1.27× 10−3 6.34× 10−4 $/MW2·h
b 1.27× 10−3 6.34× 10−4 $/MW2

c 4.23× 10−6 3.09× 10−2 $·h/MW2

Marginal costs :
P 133.09 66.55 $/MW·h
R 133.13 375.19 $/MW

ω 17.3 0.1433 h−1

Table 6.2: Single hour cost savings under low and high renewable for a ramp from
100 GW to 110 GW at 5 minute discrete dispatch control update rate, with varying
energy error redispatch

Dispatch Reference Cost Optimal Cost Cost Dispatch
Energy Energy Ramp Total Price Energy Ramp Total Price Savings Error
(GWh) ($M) ($M) ($M) ($/MWh) ($M) ($M) ($M) ($/MWh) ($M/h) (%) (%)

Low renewable scenario
110.3 10.8 1.2 12.0 108.62 10.8 1.1 11.9 107.93 0.1 0.6 -0.8
107.1 10.1 0.9 11.0 102.50 10.1 0.9 11.0 102.50 0.0 0.0 -0.4
105.0 9.6 0.9 10.5 100.00 9.6 0.9 10.5 99.98 0.0 0.0 0.0
102.9 9.1 0.9 10.0 97.53 9.1 0.9 10.0 97.51 0.0 0.0 0.4
99.8 8.4 1.1 9.6 96.06 8.4 1.1 9.5 95.42 0.1 0.7 0.9

High renewable scenario
110.3 1.6 24.1 25.7 232.77 1.6 13.5 15.1 136.75 10.6 41.3 -2.0
107.1 1.3 11.7 13.0 121.55 1.3 4.8 6.1 57.27 6.9 52.9 -0.8
105.0 1.1 9.4 10.5 100.00 1.1 3.2 4.3 41.25 6.2 58.8 -0.0
102.9 1.0 11.7 12.7 123.35 1.0 4.8 5.8 56.43 6.9 54.2 -0.7
99.8 0.7 24.1 24.8 248.95 0.8 13.4 14.2 142.37 10.6 42.8 -1.9

1. The system operating cost is roughly $100/MWh at a system load of 100 GW.

2. For the low renewables case, the energy cost is roughly 10 times the ramping

cost, while for the high renewables case the ramping cost is roughly 10 times

the energy cost for the nominal schedule. This was necessary to ensure that

costs were the same for both cases.

3. The marginal power price b for both cases is equal to the marginal energy price

a of the respective case.

We considered the performance degradation resulting from longer dispatch in-
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Table 6.3: WECC 2024 cost savings from optimal dispatch under different transmis-
sion constraint and renewable scenarios

Cost
Scenario Base case Optimal Savings
Model ($B/y) ($B/y) ($B/y)

Unconstrained:
Low 126.0 125.9 0.16 (0.1%)
High 108.6 77.8 30.85 (28.4%)

Constrained:
Low 184.4 184.1 0.26 (0.1%)
High 388.3 231.2 157.12 (40.5%)

Table 6.4: Summary of energy and price impacts of optimal dispatch control for the
WECC 2024 base case

Total Price
Scenario Energy Base case Optimal
Model (TWh) ($/MWh) ($/MWh)

Unconstrained:
Low 1054.6 119.5 119.35 (-0.1%)
High 1067.2 101.8 67.29 (-51.2%)

Constrained:
Low 1054.5 174.8 174.55 (-0.2%)
High 1055.7 367.8 87.96 (-318.2%)

tervals by evaluating the performance using 5-minute updates, 1 minute updates,

and 4-second discrete control time steps but found no appreciable difference in the

economic performance. The results shown in Table 6.2 are shown for the 5-minute

dispatch interval. The output of the presented discrete control method is a load pro-

file that does not necessarily lead to the scheduled hourly energy, because the load

trajectory over each time interval (which is linear) is slightly different from the op-

timal load trajectory (that often has a curvature). One approach to deal with this

energy deficiency is to use a higher time resolution, so that the trajectories lie on

each other more precisely. Another approach is to adjust the targeted load such that

it delivers the scheduled energy over each time interval. In this case, the discrete

control load is not necessarily equal to the optimal load.

Generally, at low levels of renewables, savings are not possible using the optimal

control strategy. The cost savings observed in the extreme low renewables dispatch
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Figure 6.6: WECC 2024 load duration (top) and optimal dispatch savings duration
(bottom) using discrete optimal control at 5-minute dispatch rate for the uncon-
strained (left) and constrained (right) high renewables scenario. The scatter plots
are the corresponding cost (top) and load (bottom) values for the durations curves
shown.

cases in Table 6.2 are due to the fact that discrete dispatch control follows the optimal

trajectory sampling every ts seconds. This dispatch error can result in small over or

underproduction depending on the degree of asymmetry in the optimal trajectory.

At higher levels of renewables the savings are potentially more significant. In

addition, the savings are maximum when dispatch tracks the original schedule, which
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suggests that there may be a strong economic incentive to avoid carrying over energy

tracking error from one schedule interval to the next.

The interconnetion-wide scheduling solution in [1] includes a 20-area constrained

solution. The hourly energy prices for each area are computed considering both

supply and demand energy price elasticities. The energy prices are computed for the

interconnection-wide surplus-maximizing schedule over the entire year. The marginal

power price is the price of energy for the schedule hour. The marginal price of ramping

is 1/300 marginal price of power in the low renewable case, and 49 times the marginal

price of power in the high renewable case. The costs, savings and price impact of using

this scheduling solution compared to the base case are presented in Tables 6.3 and 6.4.

The unconstrained solution is evidently less costly because the combined system-wide

fluctuations are smaller than the sum of the individual variations in each balancing

authority.

The WECC 2024 system-wide load and savings duration curves4 are shown in

Figure 6.6. The potential savings are very significant for all scenarios, with the

highest savings being found when high levels of renewable resources are available. The

savings when more transmission constraints are active are augmented considerably

with respect to unconstrained system conditions.

6.6 Summary of Results

The principal result of this chapter is that the use of an optimal dispatch strategy

that considers both the cost of energy and the cost of ramping simultaneously leads

to significant cost savings in systems with high levels of renewable generation. For

the WECC 2024 common case the savings can exceed 25% of total operating costs in

the high renewables scenario.

As the bulk power interconnection resource mix shifts from primarily dispatchable

non-zero marginal fuel cost resources (e.g., natural gas) to primarily non-dispatchable

renewable resources (e.g., hydro, wind, solar) we expect a steady shift in bulk sys-

tem revenue from energy scarcity rent to ramping scarcity rent. While the total

revenue must remain largely the same for financial sustainability, the scarcity pricing

mechanism must change.

4A duration curve shows the number of hours per year that a time-series quantity is above a
particular value. It is obtained by sorting the time-series data in descending order of magnitude and
plotting the resulting monotonically descending curve.
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Chapter 7

Discussion

In this chapter we synthesize and discuss more generally the significant results, ob-

servations, and outstanding issues arising from the development of a hierarchical

inter-temporal solution to transactive control at the interconnection scale.

Transactive control, and more broadly transactive energy require coordination of

economic, technical and consumer processes at every scale, both physical and tem-

poral as shown in Figure 7.1. In a conventional power system, scheduling, dispatch,

and regulation are established using dissimilar mechanisms according to the prevail-

ing physical or temporal scale. In contrast to this, transactive control systems seek

to employ a common scale-free price-based coordination mechanism. This requires a

certain degree of uniformity in the coordination approaches at each scale, which in

turn requires us to demonstrate that we can model and control control systems that

can work with prices over a wide range physical and temperal system scales. This

thesis has demonstrated both observation (bidding) and control (response) strategies

that support a transactive approaches for several important processes at different

scales of grid operation, i.e., aggregate observation and control of periodic demand,

control area of system frequency and inter-area power exchange, and optimal control

area dispatch.

In this thesis we have examined four important areas of transactive control system

design. These are aggregate demand response observation and control, frequency

regulation and optimal dispatch. Each section in this chapter discusses these in more

detail with Chapters 3, 4, 5, and 6 discussed in Sections 7.1, 7.2, 7.3, 7.4 respectively.
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Figure 7.1: Physical (top) and temporal (bottom) system diagram of transactive
control systems.

7.1 Demand Response

The availability of a more accurate model of aggregated demand response can be

expected to support a wide range of new work on controllable load using real-time

pricing. Long-term demand response behavior models do not support the design and

analysis of fast-acting demand response as well as the proposed short-term model. In

this section we discuss the advantages of using short-term demand response models.

As an equilibrium model, the random utility model is expected to be valid for both

small signal control stability analysis as well as certain tariff design problems.

7.1.1 Model Limitations

The random utility model is not necessarily valid in its current form for large price

disturbance. Roozbehani et al. [82] examined the feedback stability question in the

context of wholesale markets and found that real-time wholesale prices could create

an unstable closed-loop feedback system for both ex-ante and ex-post settlement
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Figure 7.2: Demand (left) and elasticity (right) curves for a nominal case with ηD =
−2.5 and P̄ = 0.5.

systems. It was established that the absence of an inelastic component in demand

contributed to instability, supporting the intuition that increasing feedback gain from

price-responsive demand is a concern. Static demand elasticity was also found to

lead to loss of efficiency. In follow-up work on price volatility, the authors found

that although demand bidding mechanisms eliminate the exogenous feedback delays

inherent in settlement-based systems, there remain endogenous load dynamics that

can cause bidding mechanisms to exhibit instability [101] and consequently more

sophisticated models of demand and consumer response to real-time price dynamics

may be required.

The random utility model does not account for the aggregate equilibrium duty

cycle of thermostatic loads. In its simplest form, the model assumes a 50% effective

duty cycle. The duty cycle tends to skew the demand curve away from the more

probable load Q̂ = QU + 1
2
QR. Incorporating this effect would most likely improve

the model, particularly with respect to bias error and standard deviation.

When a significant price deviation occurs relative to the natural diversity state,

the loads enter a transient response regime. If we compare maximum entropy from Eq.

(3.5) to the minimum elasticity from Eq. (3.6) we find that they occur at different
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prices. Specifically, load state diversity is maximized when P = P̄ , but demand

elasticity

η(P ) =
−bPea+bP

1 + ea+bP
.

is minimized when

P = P̄
W (e2ηD−1) + 1

2ηD

where W is the Lambert W-function

W (z) =
∞∑
n=1

(−n)n−1

n!
zn.

For values of z approaching zero this function is well approximated by z, giving:

P ≈ P̄
e2ηD−1 + 1

2ηD

The price at which elasticity is minimized is always greater than P̄ for all 0 < Q < QR

when QU > 0. (Note that QU is typically positive, except when a high surplus of

uncontrollable distributed generation is present, such as might occur with significant

deployment of rooftop solar photovoltaics.) This implies that in equilibrium demand

elasticity will tend to increase with prices, as illustrated in Figure 7.2. Under such

conditions thermostatic devices no longer follow the equilibrium duty cycle regime

and their states diverge from the equilibrium distribution. Consequently their bids

depart from the logistic probabilities and no longer follow the bid price distribution

of Equation (3.8).

In addition, if the price deviates too quickly, then a diabatic1 response governs

the change in state diversity. As diversity decreases the equilibrium price moves fur-

ther from the most probable price and the elasticity of demand changes significantly.

Decreasing elasticity is observed when loss of diversity favors loads that are on and

the bid distribution skews left. The distribution skews to the right with increased

elasticity when diversity favors loads that are off. Note that the periodic behavior of

thermostatic loads means that diversity is expected to fluctuate in such a way that

elasticity oscillates with damping of about a/2 arising from the diversity in the ther-

1The term ‘diabatic’ here is used in analogy to non-adiabatic processes, i.e., a diabatic process is
one in which a significant fraction of the macroscopic state arises from changes in the distribution
or arrangement of microscopic states rather than only from the sum of individual states. In other
words the total response include a significant contribution from changes system entropy.
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mal properties of the home and frequency related to the population average cycling

time of the heating/cooling systems.

Device state diversity appears to be a key characteristic that governs demand

response. True state diversity can be measured by taking the weighted generalized

mean Mq−1 of the proportional occupancy of states in the population of responsive

devices, and then taking the reciprocal of this quantity to obtain the density of devices

in states. The diversity of order-q is then defined as

Dq ≡
1

Mq−1

=

(
N∑
n=1

pqnn

)1−q−1

. (7.1a)

In the limit of q = 1, the first-order mean occupancy is well-defined and its natural

logarithm converges to

H = −
N∑
n=1

pn ln pn (7.1b)

This is simply the Shannon entropy calculated using natural logarithms instead of

base-2 logarithms [102].

Given the linear relationship of bid price to the device state, we use the bid price

entropy norm as a measure of state diversity, as shown in Table 7.1. A higher bid

price entropy is associated with a higher state diversity. This further explains why

the Olympic results fit the equilibrium state assumptions of the random utility model

so much better than the Columbus results.

If the demand response resource is very limited it can be expected to saturate more

often and lead to reduced diversity and reduced entropy. This effect is illustrated by

the reduced diversity duration curves of the Columbus experiments shown in Fig-

ure 7.3. In such cases, we expect the full DR and no DR models to be as accurate as

the random utility model when DR is called and released, respectively and the half

DR model to be more accurate when DR is not called. This condition is more clearly

evident in the Columbus data where the total resource was relatively small compared

to the total feeder capacity. The observed fluctuations in unresponsive load result in

large changes in demand response and lead to DR control saturation, thus making

the alternative models satisfactory when compared to the random utility model.
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Figure 7.3: Demand response state diversity duration curves for the Olympic feeder
and Columbus feeder numbers 120, 140, 160, and 180.

Table 7.1: Bid price entropy statistics
Load State Entropy

System Mean Standard Deviation

Olympic 0.68 0.19
Columbus 120 0.54 0.20
Columbus 140 0.60 0.18
Columbus 160 0.47 0.17
Columbus 180 0.51 0.17

7.1.2 Technical and Regulatory Impacts

Interest in transactive control has also resulted in renewed discussion of tariff de-

sign and rate-making processes for utilities that wish to adopt the real-time pricing

strategy. The Columbus demonstration included a rate case for the real-time price

double auction called “RTPda” that was approved by the Public Utility Commission

of Ohio [103, 104]. However, real-time price tariffs and rate designs can be difficult

to study when loads respond to hourly or sub-hourly prices. These tariffs present

new challenges for utilities and regulators alike. Concerns have also been expressed
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regarding customer acceptance of real-time prices [58] but utilities could offer a port-

folio of tariffs, including a real-time price, from which customers may choose. The

rate at which tariffs are adopted then becomes a conventional portfolio optimization

problem where opt-in/opt-out incentives and penalties are offered to achieve tariff

adoption mixtures that meet utility and regulator objectives [105].

The implications of adopting the random utility demand response model for both

utilities and regulations have yet to be explored fully. However, some initial thoughts

may foster discussion and suggest further research on methods to effectively incen-

tivize enduring and sustainable demand response from residential customers.

First, the existence of upper and lower price asymptotes is often overlooked in

demand response analysis for electricity loads. We recognize that linearization of the

demand function is often necessary. But the asymptotes require us to acknowledge the

existence of hard upper and lower constraints on short-term responsive load. When

prices deviate from the most probable price, the elasticity of demand approaches zero.

Thus an important change occurs in fast-acting demand response when prices induce

load to move into either curtailment or pre-heat/pre-cool/recovery regimes: load di-

versity is decreased and important endogenous load oscillations can be induced, which

are independent of the oscillations induced by control feedback. Unless technical steps

are taken to dampen endogenous load oscillations before they occur, price oscillations

can emerge that can only be mitigated by reducing the feedback from load and wait-

ing for load state diversity to be restored. It is therefore incumbent on utilities to

identify all the conditions under which instability can emerge and implement either

market and/or load control mechanisms to mitigate them.

Second, existing residential electricity tariffs do not adequately support the de-

velopment of fast-acting demand response or the mechanisms needed to mitigate the

potential instabilities associated with demand response. This is particularly a concern

in the presence of supply resources at the distribution level, such as rooftop photo-

voltaic panels and significant amounts of battery storage, such as so-called vehicle-to-

grid discharging. Clearly the availability of such resources can be easily incorporated

into the market mechanism demonstrated in both the Olympic and Columbus trials.

However, the marginal cost of most renewable retail resources is effectively zero, which

not only can give rise to revenue adequacy problems for utilities, but can also effec-

tively shut off the very price signaling mechanism needed to control load. Strategic

bidding may be necessary for these resources to elicit non-zero price signals, as was

demonstrated in the Olympic study to manage minimum and maximum generation



101

run time limits. However, strategic bidding at the retail level entails an entirely new

class of regulatory problems that may require mitigation strategies that are not part

of current tariff design and approval procedures.

Demand response in residential settings presents an additional challenge to util-

ities. Historically, the cost-per-point and cost-per-megawatt for the supporting in-

frastructure and management of these systems has been significantly higher than

for commercial and industrial customers. Recent industry estimates suggest that

customer-premises portals and in-home energy management systems will cost be-

tween $US150 and $US300 by 2030 [106]. But life-cycle cost analysis for transactive

technology is not generally available yet, in part due to the lack of simulation tools

that can properly evaluate the benefits of the technology [107]. Fast-acting demand

response requires higher communication rates than hourly or day-ahead critical peak

pricing mechanisms used for commercial and industrial demand management. Auto-

mated metering infrastructure has offered the promise of fast and accurate commu-

nications with residential loads. But much of that promise has yet to be analyzed in

detail or realized in practice, either with incentive-based or even direct load control

mechanisms.

The cost per unit of power reduced of behind-the-meter infrastructure for residen-

tial loads has been typically difficult to compare to the cost per energy saved using

long-term demand response programs. The additional costs per customer tends to

delay adoption of residential demand response programs until after the more cost-

effective available commercial and industrial demand resources have been exhausted.

The advent of smart thermostats like the NESTTM and potentially implicitly smart

loads like electric-vehicle chargers can be expected to increase the available low-cost

responsive load in the residential settings [108].

7.2 Aggregation

We have shown that closed loop control of aggregate T∆0 thermostatic loads can

be accomplished provided a suitable control system which curtails u(k) device for

k = 0, 1, 2 · · · . Each control impulse transfers devices between the unresponsive

population and the responsive population, altering the responsive population’s state

x(k+ 1) by simply adding the new population’s xk(k+ 1) response to the input u(k).

By combining load curtailment and load release impulses the aggregate response can

be shaped to track an arbitrary reference signal r(k), provided sufficient devices are
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available in both the responsive and background unresponsive population to supply

the net change required by each impulse u(k).

Overall the results indicate that an aggregate load model of discrete time ther-

mostats can be used to design such an aggregate load control strategy. But not all

controllers designed using conventional methods perform equally well. Proportional

controllers and unity-damped controllers, while simplest to implement, tend to be

slow to respond and can have stability problems at high load. Pole placement designs

tend to result in controllers with steady state errors and/or excessive overshoot. Inte-

gral error feedback exhibits the smallest average error as well as the smallest overshoot

and are therefore deemed the best controllers studied. The main disadvantage of the

integral-error-feedback controller design remains the need to implement a parameter

estimation method to reduce the effect of model error on tracking performance.

A potentially useful extension to this approach is “symmetric control”, which uses

all devices in the unresponsive population instead of only devices that are on. This

control approach allows the utility to increase loads by turning devices on as easily

as it can decrease load by turning devices off. In some cases, this approach may

be more practical for utilities to deploy, and offers the added benefit of addressing

possible privacy concerns resulting from any strategy that requires the utility to know

whether one particular device is actually on before choosing which devices to signal.

In addition, it offers the utility an opportunity to aggregate load control for ancillary

services, which may require both load up and load down regulation.

In the cases when we seek full control over the load we must make two important

assumptions regarding load curtailment strategies.

1. Devices are selected regardless of their current state.

2. The load is observed based on the number of devices that remain on rather than

the number of devices that are turned off.

The demand response strategy is then described by using h = [R̄, 1 − R̄]T and

c = [q̄, 0], where R̄ =
r̄off

r̄on+r̄off
is the population average duty cycle, and q̄ is the

population average load of a single device. The system is controllable when

|C| =

∣∣∣∣∣ R̄ R̄(1− ρon) + (1− R̄)ρoff

1− R̄ R̄ρon + (1− R̄)(1− ρoff )

∣∣∣∣∣
= R̄ρon − (1− R̄)ρoff 6= 0
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or when

R̄ 6= ρoff
ρoff + ρon

,

a condition that is satisfied when σon, σoff > 0; i.e., the thermal properties of the

population are diversified. The system is observable when

|O| =

∣∣∣∣∣ q̄ 0

q̄(1− ρon) q̄ρoff

∣∣∣∣∣ = q̄2ρoff 6= 0

which is always true when thermostatically controlled load is active.

In future work we anticipate examining parameter identification strategies to fa-

cilitate the implementation of practical load control at the utility scale. In addition,

adaptive control, model-predictive control and optimal control strategies should be

considered. The latter seems particularly interesting in the context of optimal area

control and balance frequency regulation objectives with periodic redispatch of load

control resources to keep the maximum number of loads available for regulation ser-

vices over time.

7.3 Regulation

Using the closed-loop system model GK we can compare the proposed control pol-

icy’s contribution to improving intra-area control robustness to uncertainty in the

availability of fast-acting demand response at the time of a generation contingency.

Uncertainty in controllable load can be very large and results from significant diurnal

and seasonal variations in the load composition [109]. Fast-acting demand response is

typically associated with heating, cooling, and more recently, vehicle charging loads

because they are flexible in the short term and are usually a significant fraction of

the total load at peak times when generation contingencies pose a greater threat to

overall system reliability.

7.3.1 Robustness to FADR Uncertainty

The robustness of the H2-optimal control policy relative to the conventional ACE

control in the presence of highly varying levels of FADR is apparent from Figure 5.11.

This result is highly significant, particularly when used in the context of FADR to mit-

igate high penetration of renewables. Increasing renewable resources are associated
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with declining system inertial response [110] and can lead to more rapid degradation

in system stability. As previously discussed, increased FADR can also contribute to

deteriorating system stability margins [94]. So while FADR can mitigate renewable

intermittency in terms of temporarily relieving thermal generating units from having

to quickly ramp, it cannot be concluded that FADR necessarily improves short term

system stability without additional measures being applied to the area control policy.

The initial results for high-levels of FADR suggest that this is indeed the case and

that at the very least the conventional ACE control policy must be reexamined as in-

creasing levels of uncontrollable renewable generation are used and FADR is employed

to mitigate the impact.

A further consideration is the selection of the FADR design condition. In this

study a 5% FADR level was used. The performance of the new control policy using

this design condition is quite robust for a wide range of FADR levels. However, it

should be recognized that the new control policy is optimal only when the FADR

level is close to 5%. At other levels of FADR availability the performance would

be suboptimal, although it still remains much better than the conventional ACE

control policy, as the cost and energy savings in Table 5.1 demonstrate. This suggests

that careful consideration should be given to the choice of FADR design conditions,

especially with respect to (1) the probability distribution of FADR levels over the

course of time, (2) the probability of a generation contingency occurring over the

course of time, and (3) the relative cost impacts of those contingencies.

It is significant that the new control policy relies only on measurement of im-

port/export power from the control area. For the control policy to be effective, these

measurements must be made at very high rate compared to the SCADA measurement

rate of 0.25 Hz for ACE. Based on the very fast response rate of the loads, a mea-

surement rate similar to that of phasor measurement units (PMUs) may be necessary

for the proposed area control policy. Most PMUs can sample phase angles at 60 Hz,

and are capable of point-on-wave measurements in excess of 1000 Hz. However, the

control design would have to consider the communications latency from the remote

PMUs to the control area’s data concentrator [111]. PMU technology and availabil-

ity is evolving rapidly and the North America Synchrophasor Initiative (NASPI) has

considered the possibility of such a requirement in the design and implementation of

the current synchrophasor network [112].



105

7.4 Dispatch

The significance of the results shown in Figure 6.3 cannot be understated. First we

observe that when the marginal price of energy a is much larger than the marginal

price of ramping c, the optimal response is very similar to the conventional dispatch

strategy, giving us some assurance that today’s operations are very nearly optimal.

However, when a << c, today’s hourly dispatch strategy is not optimal. As the frac-

tion of cost attributed to energy decreases relative to the cost attributed to ramping,

we see that ratio ω =
√

a
c

decreases and the value of changing the dispatch strategy

increases dramatically. In the limit of a very high renewable scenario the savings

achievable using the optimal dispatch strategy can be extremely significant. Failure

to adopt an optimal dispatch such as the one proposed could result in major and

likely unnecessary costs. Utilities will inevitably find it necessary to mitigate these

costs, either by reducing the amount of renewables, by increasing the revenues from

their customers, or by developing some kind of optimal resource allocation strategy

such as the one proposed.

A sensitivity analysis of the savings as a function of the marginal price of ramping

c shows that the savings are not overly sensitive to changes in our assumption of the

cost of ramping scarcity. Figure 7.4 shows that for a 50% decrease in c, we observe

a 10.3% decrease in savings, while a 50% increase in c results in a 3.9% increase in

savings. This suggests that the savings from employing the optimal dispatch strategy

is quite robust to our uncertainty about the marginal price of ramping resources.

In any financially sustainable future scenario, we must consider how the long-

term average costs and fixed costs are recovered under the pricing mechanism. We

have implicitly assumed in this study that renewable generation and utilities cannot

sustainably continue employing complex power purchasing agreements and subsidies

to hedge against energy price volatility. Instead all parties should come to rely on

separate real-time pricing mechanisms for energy, power and ramping response of the

resources they control.

Shifting revenue from resource allocation mechanisms based primarily on energy

resource scarcity to ones based primarily on flexibility resource scarcity can be ex-

pected to have a significant impact on the cost of subhourly resource dispatch. The

optimal strategy for low renewable conditions very closely matches the strategy em-

ployed today when moving hour-to-hour from one scheduled operating point to an-

other. Indeed, the optimal dispatch strategy does not offer any significant cost savings
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Figure 7.4: Sensitivity of savings to marginal price of ramping resources.

when overall pricing is dominated by energy resource scarcity.

However, as increasing amounts of renewables are introduced, the scarcity rents

may shift from energy to flexibility resources. The optimal subhourly dispatch strat-

egy may be expected to change with increasing emphasis on avoiding high ramp rates

over sustained periods at the expense of maintaining a constant power level over the

hour.

The relationship between existing price signals for various grid services and the

three principal price components needed to implement this optimal strategy requires

further investigation. It is evident that the marginal price a represents a linearization

of the energy price itself at the current operating point. But it is not clear yet whether

and to what degree the marginal prices b and c can be connected to any existing price

signals, such as the capacity price or the price of ancillary services such as frequency

regulation resources, generation reserves, and demand response. The links do suggest

themselves based on both the resource behaviors and physical dimensions of the

parameters. However, it is not yet certain whether this will be simply a matter of

obtaining a linearization of the services’ cost functions at the appropriate operating

point.

Additionally, it is instructive to note that the marginal price of redispatched power
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b is not important to the optimal dispatch strategy, insofar as the parameter does not

appear in Eq. 6.2. This leads one to conclude that to the extent capacity limits do not

affect either energy or ramping scarcity rents (or are already captured in them), the

marginal cost of additional resource capacity is never considered for optimal subhourly

dispatch control. This is consistent with the expectation that sunk costs should not

be a factor in the selection of which units to dispatch at what level, at least to the

extent that these costs are not entering into the energy or ramping costs.

In the presence of significant renewables, the energy marginal cost does not en-

tirely reflect the grid condition without considering the cost of ramping up and down

services. Therefore, the energy price cannot be solely used as a control signal to the

generation and load units to achieve the optimal utilization of resources. In order to

quantify the value of ramping product we suggest using a market framework in which

flexible generation and load resources compete to sell their ancillary service products

at the bulk electric system level. As renewable level rises the marginal price of energy

decreases (smaller a value) because renewables are zero-generation cost resources, but

the marginal price of ramping increases (larger c value) because the system requires

more flexibility to handle the generation variation. In long run, inflexible units get

retired and more flexible units are built to support the renewable integration since

flexibility will be a revenue source rather than energy.

The availability of high renewables can lead to situations where low cost energy

is being supplied to areas with high cost flexibility resources through constrained

interties. The optimal strategy avoids dispatching these high cost flexilibity resources

to the extent possible by reducing the ramping schedule. The more transmission

capacity available, the lower the overall cost, but we note that even when the system is

constrained, the cost of optimally dispatching flexibility resources can be significantly

lower under the high renewables case than under a low renewables scenario.

7.5 Ramping Market Price

Wholesale electric energy markets have been used widely since they were first in-

troduced in the 1980s. The market design is conceptually relatively simple and is

illustrated in Figure 7.5, where renewables have lower marginal cost than fossil units.

The supply and demand curves are constructed by summing the marginal cost func-

tions of all supply and demand units when ordered by price. As a result, when the

clearing price is obtained, only the supply units with marginal costs below that price
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Figure 7.5: Energy market with supply curve (red) and demand curve (blue), with
the price PC at which the export ∆Q is realized.

and demand units with reservation prices above that price are operated.

The key feature of this mechanism for the purposes of transactive control between

control areas that if a specific difference ∆Q between supply and demand is desired

(e.g., a specific import or export quantity is to be achieved) then we can directly

compute the price PC at which that import or export is realized.

Throughout this thesis ramping supply markets are used assuming (1) that they

exist and (2) that they operate in a similar manner. In this section we explore whether

these two assumptions are true and to the extent that they are not, what must be

done to see them realized.

We illustrate a wholesale ramping market in Figure 7.6. In this market, demand

response from loads are the least costly to deploy per unit of ramp rate, followed by

storage units, and fossil units are the most costly to deploy. The required rate Q̇C is

obtained from the real-time system operation, and units that have contributed to the

ramp response are compensated at the price RC . All the units with ramping prices

below RC are required to provide the ramp response Q̇C .

At this point it remains unclear how to design a market clearing mechanism that

generates the separate marginal price signals identified in the optimal dispatch strat-

egy in Chapter 6. This remains an important area of ongoing research.
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Figure 7.6: Ramping market with supply curve (red) and demand curve (blue), with
the price PC at which the export ∆Q is realized.
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Figure 7.7: Price-based control over-actuation of aggregate load

7.5.1 Unified Market Design

Throughout this thesis we have considered problems where energy, power and ramping

are controlled jointly. We have made the assumption that this is necessary based on

the observation that E(t) =
∫ t

0
L(x)dx and R(t) = L̇(t), where E is the total energy

consumed by the load L at the time t, and R is the rate of change of the load L

at the time t. We then recognized that there can be only one controllable resources

in the aggregate at any given timescale, as shown in Figure 7.7, using price control

gains KE, KQ and KR. Using independent prices for energy, power, and ramp as

control inputs at any given timescale to control the system leads to over-actuation

of the system–there are three control inputs (PE, PQ, and PR), but there is only one

degree of freedom (Q). Consequently we must consider a unified price-based control
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Figure 7.8: Market-based unified price-based control of aggregate load

where there is a single price, which effectively controls the joint energy, power and

ramp behavior of the load, as shown in Figure 7.8.

The unified price is given as

P (s) = B(s)
[

1
s
ME(s) +MQ(s) + sMR(s)

]
,

where ME, and MQ and ME are the energy, power, and ramp price-discovery mech-

anisms. The assumption in the literature is that these mechanisms are independent,

but the results of this thesis suggest that it cannot be so.

The energy and ramp market mechanisms are well separated in frequency domain,

and the results of the optimal dispatch function support this conclusion. However, the

bids into the energy market and the bids into the ramp market are not independent, as

is often recognized when one attempts co-optimization of the two. In the aggregate,

the ramp resources are determined by the cleared energy resources. Thus there is

only one set of coordinated bids, B, which come from the aggregated loads and must

be cleared through all the markets simultaneously, with each market influencing the

response in a separate response band in frequency domain.

What remains to be determined is the exact design of these bid clearing mech-

anisms so that they jointly determine a unified price. Specifically, we do not have

transfer functions that adequately describe the general transfer functions of these

markets such that we can bring control theory to bear on the system design problem.

In Appendix B we examine the stabilization of a “tatonnement” transfer function for

bilateral negotiated price discovery. The study of transfer functions for multilateral

and auction-based price discovery processes is a significant open area of research for

transactive control systems.



111

7.6 Recommendations

In summary, we have identified the following ten recommendations for future work in

transactive control research.

Recommendation 1: Utilities need to identify the conditions under which price in-

stability can emerge under high renewables and implement either market and/or

distributed resource control mechanisms to mitigate them.

Recommendation 2: Strategic bidding may be necessary for resources to elicit

nonzero price signals. However, strategic bidding at the retail level entails

an entirely new class of regulatory oversight that is not currently envisioned in

most jurisdictions.

Recommendation 3: The benefits of automated metering infrastructure for resi-

dential customers have yet to be studied in detail or realized in practice, either

with indirect price-based or direct load control mechanisms.

Recommendation 4: Symmetric control, which uses all devices in the uncontrolled

population instead of only devices that are on, needs to be considered as a pos-

sible control approach that allows the utility mitigate renewable intermittency.

Recommendation 5: Adaptive control, model-predictive control and optimal con-

trol strategies should be considered for utility-scale resource dispatch, partic-

ularly in the context of optimal area control and balance frequency regulation

with periodic redispatch of distributed resources to maintain provision of suffi-

cient distributed resources for regulation services.

Recommendation 6: Further examination of the choices of fast-acting demand re-

sponse (FADR) designs is needed, especially with respect to (1) the availability

of FADR over time, (2) the probability of a generation contingency occurring

over time, and (3) the relative cost impacts of those contingencies.

Recommendation 7: Distributed resource control designs that depend on phasor

measurement units (PMUs) need to carefully consider the communications la-

tency from the remote PMUs to the control area’s data concentrator before

being considered as an element of or alternative to transactive control systems.
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Recommendation 8: The relationship between existing price signals for various

grid services and the energy, power, and ramp price components needed to

implement optimal dispatch strategies need to be investigated. Quadratic cost

functions allow a linearization of these prices at the current operating point.

But the marginal price of ramping in particular has yet to be connected to any

ancillary services market designs or existing cost functions.

Recommendation 9: The problem of how to design a general transactive market

clearing mechanism that discovers distinct marginal prices for energy and ramp-

ing remains an important unresolved question.

Recommendation 10: The exact design of market mechanisms that produces a

unified price signal is unresolved. Specifically, we do not have transfer functions

that adequately describes the power response as function of price in the short

term such that we can analyze system performance in general. The study of

transfer functions for multilateral and auction-based price discovery mechanisms

is an important open area of research for transactive control systems.
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Chapter 8

Conclusions

The results of this thesis generally show that it is possible to establish both a common

transactive basis for control at over a wide range of scales, as well as achieve locally

advantageous implementations of transactive control that in many cases outperform

the conventional controls used today. This is achieved for example, by leveraging the

flexibility of millions of small load devices to relieve the burden on flexible generators

to respond to ramping demands stemming from the inflexibility of other generators.

Similarly, the results show how dispatch flexibility can be used to both guide more

robust and cost-effective frequency regulation response, as well as maintain optimal

scheduling from one hour to the next.

In this thesis we have examined four important areas of transactive control system

design that will be necessary to the eventual implementation of a more comprehensive

transaction energy system. These are (1) aggregate demand response observation and

(2) aggregate discrete-time cyclic load control, (3) optimal frequency regulation with

area import/export tracking, and (4) optimal area dispatch.

An ab initio aggregate load model of fast-acting controllable thermostatic elec-

tric loads operating under the transactive control paradigm that corresponds

to the Random Utility Model commonly used in the economics of consumer

choice. The proposed model is verified with empirical data collected from field

demonstration projects and shown to perform better than alternate models

commonly used to forecast demand in normal operating conditions. The results

suggest more broadly that (1) existing utility tariffs appear may be unable to

incentivize sufficient fast-acting demand response to mitigate the impact of high

renewables, and (2) existing load control systems may be easily saturated and
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become unstable if utilities simply close the control loop using only real-time

energy prices.

An aggregate load controller for discrete-time zero-deadband thermostats, a gen-

eral controller design that allows various aggregate load control strategies to be

explored, and specific controller that allow large-scale control of thermostatic

loads that have high endurance. The aggregate load controller is studied for a

variety of conventional control designs and is used to design a stable discrete-

time closed-loop aggregate load controller for a utility-scale demand response

dispatch system. The new controller is shown to be stable, controllable, and

observable. It is tested using a large-scale agent-based model of residential

heating loads, and works equally well with both direct and indirect load control

systems.

A frequency regulation strategy using an H2-optimal controller for control ar-

eas in bulk electricity interconnections that is suited to jointly controlling gen-

eration and demand response in areas that have a high penetration of both

intermittent renewable resources and fast-acting demand response. The mecha-

nism offers significant cost savings in systems with very high levels of renewable

resources. The results show that the optimal controller outperforms the conven-

tional ACE control policy by 1) providing faster return to the schedule under

varying demand response levels, 2) reducing the cost of calling up reserve units

for regulation services, and 3) minimizing deviations from the global surplus-

maximizing schedule.

An optimal dispatch that considers both the cost of energy and the cost of ramp-

ing simultaneously and exploits significant cost savings opportunities in systems

with high levels of renewable generation. The optimal price-based control solu-

tion responds to both a short-term price of energy for demand dispatch, as well

as a short-term price of power for ramp response. The result is (1) a formal

method to compute the optimal sub-hourly power trajectory for a system when

the cost of energy and ramping are both of the same order, (2) an optimal re-

source allocation strategy based on this optimal trajectory, and (3) a simulation

method to evaluate the cost savings potential of using the optimal trajectory

when compared to the conventional sub-hourly dispatch used in today’s system

operation.
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8.1 Principal Contributions and Findings

(1) Demand Response can be modeled as a logistic demand curve for short term

electricity consumption derived from the first principles of controllable thermo-

static electric loads operating under the transactive control paradigm. We have

shown that this model corresponds to the Random Utility Model commonly used

in the economics of consumer choice. The model’s performance is compared to

results from two US Department of Energy demonstration projects in which

short-term demand response data were obtained. We found that the random

utility model predicts the total demand response to smaller price fluctuations

very well, but that model performance degrades as the magnitude and frequency

of price excursions increases and as the diversity of load states decreases. We

conclude that the random utility model is suitable for demand response studies

that utilize steady state conditions for most situations with only infrequent and

modest price excursions.

In its present form the random utility model provides a robust framework that

is well-founded in the engineering principles of how thermostatic devices behave

in price-based control environments. By joining the engineering and economic

behavior of such devices, the random utility model is set to become an essential

element in the planning, design and eventual deployment of large-scale load

control strategies.

(2) Load Aggregation at the utility scale was developed in the direct load con-

trol problem for the situation in which the controlled loads employ discrete-

time zero-deadband (T∆0) residential thermostats. We showed how T∆0 ther-

mostats allow utility dispatchers to use small adjustments to the consumer’s

setpoint to modulate the total load with greater precision than is possible using

current setback control of thermostats with non-zero deadbands. These new

digital thermostats can serve as the basis for highly accurate direct load control

systems, as well as price-based indirect load control systems.

A new linear aggregate load model was found based on the dynamics of load

states and its fundamental characteristics were used to consider a number of

benchmark aggregate load control designs from first principles. We used this

model to design a simple closed-loop aggregate controller for a discrete-time

utility-scale demand response dispatch system that is compatible with the re-



116

quirements for both direct and indirect load control systems and tested the

control design using a large-scale agent-based model of demand response based

on thermostatic loads. We showed that the aggregate controlled load is stable,

controllable, and observable, and exhibits both the transient and steady-state

response characteristics necessary to serve equally well for utilities that seek

to control load using either direct load control or price-based indirect demand

response strategies.

(3) Optimal regulation using an H2-optimal approach was synthesized to obtain

the control policy for control areas in bulk electricity interconnections. The

approach is suited to controlling both generation and demand response in areas

that have a high penetration of both intermittent renewable resources and fast-

acting demand response. The implementation of the H2-optimal control policy

is compatible with, and indeed depends on the existing methods of transactive

control 5-minute dispatch strategy. The transactive H2-optimal area control

policy was shown to be superior to the conventional ACE control policy in

that it is (1) significantly more robust to uncertainty in the amount of fast-

acting demand response that is available, (2) always less costly and less energy

intensive, and (3) minimizes deviation from any surplus maximizing schedule.

(4) Optimal dispatch was solved using a strategy that considers both the cost of

energy and the cost of ramping simultaneously, which leads to significant cost

savings in systems with high levels of renewable generation. For the WECC 2024

common case the savings can exceed 40% of total operating costs in the high

renewables scenario. As the bulk power interconnection marginal resources shift

from primarily dispatchable non-zero marginal fuel cost resources (e.g., natu-

ral gas) to primarily non-dispatchable renewable resources (e.g., wind, solar)

we expect a steady shift in bulk system revenue from energy scarcity rent to

ramping scarcity rent. While the total revenue must remain largely the same

for financial sustainability, the scarcity pricing mechanism must change.

8.2 Future Research

As discussed in Chapter 7 the results achieved do not provide all the elements nec-

essary to realize the vision of a fully transactive system. Significant work remains
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at all physical and temporal scales. Notably absent is the computational infras-

tructure required for transactive implementations. Also significant is that very few

pilot projects are planned, particularly addressing coordination by higher level system

functions such as control area dispatch or inter-area scheduling. With regard to the

specific systems discussed in this these, the following future research opportunities

have been identified.

8.2.1 Demand Response

Future work on short-term aggregate demand response must investigate models that

account for varying effective duty cycles for large populations of responsive loads and

account for the effect of large fast changes in prices. Methods based on the entropy

of the population states seem to offer significant promise.

The random utility model supports previous claims that additional research will

be required to mitigate the potential instabilities that may emerge when employing

real-time pricing signals for closed-loop feedback control of fast-acting residential

demand response. This work will necessarily require a contribution from the field of

control theory, while maintaining strong support from economists with an interest in

mechanism design.

The model also highlights emerging challenges for tariff design and rate approval

processes, particularly in cases where significant distributed generation and storage

resources participate in price-discovery alongside fast-acting demand response. The

question of incentive-compatible retail market design can be expected to become more

important as new tariffs and rate structures are developed by utilities and regulators.

8.2.2 Aggregate Thermostatic Load Control

Future work on thermostatic control needs to develop parameter system identification

strategies that facilitate the implementation of practical load control at the utility

scale. In addition, adaptive control, model-predictive control and optimal control

strategies should be considered. The last seems particularly interesting in the context

of optimal area control and balance frequency regulation objectives with periodic

redispatch of load control resources to keep the maximum number of loads available

for regulation services over time.
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8.2.3 Regulation

The H2-optimal control design has considered only local disturbances, viz., loss of

generation originating within the same generation control area. It will be necessary

to consider a wide range of additional disturbances including

1. An internal loss of load (note that this is not equivalent to a negative loss of

generation because the responsive resource mix changes),

2. An external loss of generation or load,

3. A loss of a tieline between generation control areas, and

4. Rapid ramp up and down, both internally and externally, due to unexpected

changes in renewable resources.

In addition, the new control policy must address the impact of eliminating direct

observation of system frequency from the measurement. The role of the secondary

generation is to cancel the steady-state frequency deviation and bring each area’s

net exports back to the scheduled value, either with ACE or H2-optimal control.

A component of the H2-optimal area generation control minimizes the frequency

deviations so it will cope with some, but not necessarily all of the steady-state fre-

quency deviation. It seems unlikely that such a change to the area control policy

could go unnoticed, particularly in the event that system inertia and damping change

significantly in a short time. Although generation droop remains in effect for all con-

trolled generating units that do not have a master controller, the slow diminution of

droop-only units could lead to situations where there is slow or inadequate control of

system frequency even though there is very authoritative control of inter-area power

exchanges.

This study examined an extreme case in which 75% of the generation was un-

controlled renewable and only 25% of the generation was regulated using the area

control policy. For one thing, such a great percentage of renewables means the sys-

tem does not have enough inertia to deal with both renewable and load uncertainty,

so the existing AGC system is unable to adequately control the system. Although we

considered a relatively low inertia systems, we expect that much lower total system

inertia should be considered (perhaps as low as M = 2 seconds). With such low

system inertia it seems even more likely that control areas will require an augmented
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or entirely new control policy, and that the advantage of H2-optimal ACE control

may be more evident.

In North America, balancing authorities are scored based on how well they con-

tribute to interconnection frequency regulation needs while tracking their export

schedule. The optimal response as presented here does not consider how often “zero-

crossings” of nominal frequency occur or how noisy frequency control is. Future

studies of optimal-ACE policies considering fast-acting demand response control de-

sign will need to also consider the control performance standards CPS-1 and CPS-2

[91].

8.2.4 Dispatch

The principal consequence of using the proposed dispatch strategy for control areas

considering both energy and ramping costs is an annual cost savings in WECC pro-

jected to exceed US$150B by the year 2024. Extrapolated roughly to all of North

America, this may result in savings approach US$500B annually. It is also clear

that the use of energy-only market designs runs counter to the results of this study.

Flexilibity resource markets may become increasingly important as ramping resources

become more scare. This may be true even in regions that are not dominated by local

renewable generation but adequate transmission capacity is available for renewables

in remote regions to displace local dispatchable generation. This may give rise to a

new set of challenges for utility and system operators as they seek a revenue model

that not only provides for operating costs, but also maintains the coupling between

retail demand response and wholesale supply and retail delivery constraints. If the

cost of the wholesale system becomes increasingly dominated by ramping resource

constraints, while retail continues to use energy prices to encourage consumer effi-

ciency, then retail behavior will be not affected as much by short-term wholesale

price fluctuations. This trend runs against the desire for more engaged consumers

who can respond to system conditions in real time. Clearly a new utility revenue

model is needed if the transformation to a high renewable modus operandi is to occur

successfully in the coming decades.
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8.3 Summary

Taken as a whole the results of this thesis show that one can incorporate transactive

energy technology into today’s system operations without simultaneously transform-

ing all aspects of system operation in all parts of the system. Each solution can

be independently deployed profitably and successfully in a heterogenous operating

environment while maintaining system reliability, security, and economic stability.

But the advantages of integrating these solutions together grow with the increased

use of transactive technologies, with greater availability of renewable energy resources,

and with greater participation by consumer-based assets in system operation. In the

final analysis, transactive control offers the greatest potential for consumer benefits,

the most flexibility approach to evolving the utility business model, and most impor-

tantly the most effective means of addressing the global impact of meeting the energy

demands of the 21st century economy.
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Appendix A

Demand Elasticity

Over the years, research has consistently shown that demand response (DR) can

participate in all electricity markets, including energy, capacity, and regulation [28].

Transactive control and Powermatcher were proposed and demonstrated in the field

as approaches that could unify the scheduling, dispatch and control of all distributed

energy resources, including DR, on the retail side [38]. Since then there is growing

interest in the broader concept of transactive energy in both Europe and North Amer-

ica [113]. In addition a number of important technical contributions have been made

to support transactive energy systems, including the design of device controllers [73],

real-time pricing [114], and retail market designs, in various jurisdictions in North

America and elsewhere.

However, the fundamental behaviors and properties of transactive systems remain

a largely open research area. From the viewpoint of power system and control engi-

neering, this is a critical gap and to this day it stands as a significant barrier to the

widespread adoption of transactive control systems—utilities are hesitant to adopt a

new control strategy in the absence of a clear and validated mathematical framework

to study and prove the stability, robustness, and reliability against all hazards.

One important aspect of this gap is the nature and role of DR elasticity of energy,

power, and ramp resources in electricity markets. This appendix briefly presents a

result that may be of significance to researchers in transactive energy and transactive

control insofar as it establishes a strong and potentially useful connection between the

elasticity of energy, power and ramp response resources in electricity markets, both

wholesale and retail. This relationship is examined and its implications are discussed

briefly with respect to the design of DR controllers, utility and demand aggregator

business models, and regulatory oversight of electricity markets, especially in the
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context of retail competition.

A.1 Analysis

Consider the energy consumption q(p, t) at the energy price p and time t, the price

varying also in time. The power demand is

s(p, t) =
∂q(p, t)

∂t

and the ramp rate is

r(p, t) =
∂s(p, t)

∂t
=
∂2q(p, t)

∂t2
.

We know the energy demand elasticity is

ηq(p, t) =
p

q(p, t)

∂q(p, t)

∂p

and if we assume that short term energy elasticity (viz., 1 hour or less) is the constant

ηq, then we must have

q(p, t) =
p

ηq

∂q(p, t)

∂p

∂q(p, t)

∂t
=

∂

∂t

(
p

ηq

∂q(p, t)

∂p

)
ηqs(p, t) =

∂p

∂t

∂q(p, t)

∂p
+ p

∂2q(p, t)

∂p∂t

=
∂q(p, t)

∂t
+ p

∂

∂p

∂q(p, t)

∂t

= s(p, t) + p
∂s(p, t)

∂p

(ηq − 1)s(p, t) = p
∂s(p, t)

∂p

and thus the power demand elasticity

ηs =
p

s(p, t)

∂s(p, t)

∂p
= ηq − 1
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By similar reasoning we find that the ramp demand elasticity is

ηr =
p

r(p, t)

∂r(p, t)

∂p
= ηs − 1

and we identify a previously unrecognized but potentially important relation between

the energy, power and ramp response elasticities with respect to energy price:

ηq = ηs + 1 = ηr + 2 (A.1)

We make the following observations based on Equation (A.1).

1. When any one of the ramp, power, or energy demand elasticities is

constant in time then they all are constant in time. Thus it is only

necessary to observe one constant elasticity to know them all.

2. In the limit of absolutely inelastic energy demand, power demand

elasticity is unitary. This result implies that even though energy demand

may be nearly inelastic, power and ramp demand can remain highly elastic.

3. Ramp demand elasticity is always highly elastic. This suggests that for

ramping DR resources, the supplier of ramp resources never has market power.

A.2 Discussion

The absence of concurrent energy, power, and ramp pricing and DR data to val-

idate Equation (A.1) is noted. We believe those with access to field data on DR

elasticity should examine their data to confirm whether and under what conditions

Equation (A.1) holds. In addition, we suggest the following research questions be

considered in light of Equation (A.1) and the observations made above.

A.2.1 Device Control

If a device that demands energy is designed to elicit information from the consumer

for the purposes of developing a demand curve, then Equation (A.1) implies that it is

sufficient to obtain this information for only one of energy, power, or ramp responses

and the other demand curves may be computed directly. It is not necessary to design
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a separate transactive control strategy for the energy, power, and ramp behavior of

the device.

In addition, this result suggests that policies to prevent resources from bidding

concurrently in energy, capacity and regulation markets may not conform to the

underlying dynamics of transactive systems. Devices cannot decouple these behaviors

from each other even if they wanted to. This fits well with markets that concurrently

clear energy, capacity, and regulation prices and ensures that no device is provided

conflicting or inconsistent price signals from the markets.

A.2.2 Business Models

Utilities and load aggregators must consider the market power implications of Equa-

tion (A.1), insofar as they will often have monopoly market power as suppliers of

energy DR resource while having monopsony market power as consumers of ramp re-

sponse resources. We note in particular that because load is likely to supply ramping

resources its market power is expected to be as low as it is for energy demand, while

power response resources will likely be close to unitary elasticity. This is particularly

important as utilities begin to shift revenue away from energy-based tariffs toward

tariffs based on products and services that have greater downward substitutability.

However, if customers are purchasing ramping DR to mitigate the intermittency

of their own on-site renewables such as solar photovoltaic (PV) panels, then their

market power increases. The presence of large numbers of such PV- and DR-enabled

consumers can be expected to create a rich and flexible retail market in which re-

sources can be coordinated using only price signals. If the utility uses a business

model based on revenue from trading activity rather than revenue from sales of net

energy, capacity scarcity or ramping services, then it is likely to see greater stability

in net revenue by becoming a market maker rather than a provider of last resort for

these resources.

A.2.3 Regulatory Oversight

From the regulatory perspective, the utility as a market maker presents a new chal-

lenge. Historically, regulatory bodies have focused on authorizing retail tariffs because

the utility is a natural monopoly. If the utility is a market maker reimbursed only

for the cost of operating the system that enables trading and delivery among market
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participants, then the regulator now ensures that the utility’s market and operation

costs are fair and equitable.

However, the regulator is now also concerned with whether the market is being

manipulated by any of the participants. As a result, regulators must work with

utilities to determine whether any customer or load aggregator is exerting excessive

market power. The methods for this kind of monitoring are well-known from other

markets. But we expect that certain particulars will be unique for retail electricity

markets, particularly in light of the conditions that give rise to Equation (A.1). This

problem is complicated by the tight coupling of energy, power, and ramping, as a

result of which mitigating the utilities’ energy monopoly power may not be sufficient

to mitigate their monopsony market power for ramping services, or vice-versa.

A.3 Conclusion

Transactive energy facilitates integrated economic and technical scheduling, dispatch

and control of demand response resources as intermittent renewable energy grows

and challenges the economic viability, security and reliability of bulk electricity sys-

tems. We have shown that there exists an important and simple relationship between

the energy price elasticities of energy demand, power capacity demand and ramping

resources. Data collection from existing demand response systems is needed to val-

idate this result. But the strong coupling of energy, power, and ramping response

elasticities may have important consequences on how we design, deploy, and operate

demand response controls, on which utility business models are preferred, and on how

we adapt our regulatory oversight mechanisms to better monitor transactive energy

systems.
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Appendix B

Price Negotiation Convergence

Indirect dispatch systems use incentive signals such as real-time prices to “call” de-

mand response. Most of these systems use day-ahead price signals [115]. Faster-

acting 5-minute real-time pricing was also demonstrated successfully in the Olympic

and Columbus studies. However, in all such systems computing the incentive signal

to be dispatched can be a challenge. In particular, price-feedback systems have been

shown to be potentially unstable when they are based on previous responses [82]. In

the case of the 5-minute real-time pricing system, a retail double auction was used in

which consumer bid prices above which they would forgo consumption for the next

five minutes. The advantage of using auctions is that by eliminating the time delay

in the feedback, a significant source of the system instability is mitigated.

Unfortunately, auction-based price discovery mechanisms are not always feasible

or desirable. In the Pacific study an iterative price-discovery approach was proposed

as an alternative to auction-based mechanisms [116]. In this paper we discuss the tech-

nical considerations regarding negotiated price-discovery mechanisms when applied

to demand response dispatch problems. We address one of the principal problems in

fast-acting indirect demand dispatch; i.e., computing the incentive signal necessary

to achieve a particular level of demand response. We specifically examine the theo-

retical basis for a real-time negotiation-based price-discovery mechanisms such as the

one tested in the Pacific demonstration and propose an approach for ensuring that

such mechanisms robustly and reliably find the retail price at which supply will equal

demand.



127

B.1 Transactive Price-Discovery

We first examine the technical considerations for utilities that wish to dispatch de-

mand response for loads that present responses that are functionally unknown. When

this situation arises, utilities must employ one of several possible mechanisms to dis-

cover the dispatch signal that will satisfy the physical constraints on the system. In

this section we will consider one such mechanism with the understanding that the

principles and methods apply more broadly to any iterative price-discovery mech-

anism a utility may wish to employ. The main contribution of this section is the

derivation of a technique to evaluate limitations on iterative mechanisms used to de-

termine the price at which supply equals demand. We examine this limitation to

illustrate how one can use it to design stable real-time price discovery mechanisms

for retail electricity markets.

Using arbitrary functional models of supply and demand we can analytically ex-

amine the behavior of iterative price discovery mechanisms used in systems that do

not employ auction clearing for price-discovery. The simplest iterative price-discovery

method is a negotiated price, in which the utility offers an initial hypothetical price

p(0) to which potential consumers respond either individually or in the aggregate

with a hypothetical quantity q(0). The utility follows up with a second proposed

price p(1) to which the consumers respond with a proposed quantity q(1), followed

by p(2), q(2) and p(3), q(3) and so on until the utility determines that the process

has converged on a price that cannot be changed significantly without increasing the

mismatch between supply and demand, or that the process must be stopped due to

excessive iteration.

In such a process it is presumed that the functions used by suppliers and consumers

to convert quantities to prices and prices to quantities, are respectively the supply

and demand curves. These curves are not shared in their entirety with the other

party, either because they are considered too business-sensitive to reveal (as is often

the case with suppliers) or because they are not explicitly known to the party (as is

often the case for consumers). The exchange is also presumed to be so limited that

neither party can deduce the other’s complete curve, while still sufficient to reliably

deduce the dispatch price and quantity at which the two curves intersect.

The simplest possible iterative price-discovery process can be described using the
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Figure B.1: Logistic map iteration sequence of price discovery mechanisms in a trans-
active system for a < −b (left) and a > −b (right).

iterative state equations for quantity and price

q(k) =
1

b
[p(k)− P ] +Q and p(k + 1) = a[q(k)−Q] + P,

where a and b are the slopes of the supply and demand curves, and P and Q are

the clearing price and quantity, to which the negotiation process should converge.

When the supply and demand curves are linear functions, we can define the iterative

price-discovery process using a linear discrete-time state-space representation[
p(k + 1)

q(k + 1)

]
=

[
0 a
a
b2

0

][
p(k)

q(k)

]
for k = 0, 1, 2, · · ·

The stability of this iterative price-discovery mechanism is determined by the mag-

nitude of the roots of the system’s characteristic equation z2 − a2

b2
= 0. Noting that

b < 0 < a, we conclude that the negotiation can converge on the clearing price and

quantity only when a < −b.
The impact of this stability condition is illustrated in Figure B.1 for two different

combinations of a and b, one stable (top) and one unstable (bottom). When the slopes

of the supply curve (a) and demand curves (b) in the neighborhood of the clearing

price are such that their ratio (a/b) is less than −1, the iterative price discovery

mechanism fails to converge on the clearing price and quantity1.

1The scenario presented assumes that the negotiation always begins with an opening bid from
the supplier. If the opening bid is from the consumer, the iteration direction shown in Figure B.1
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This stability condition cannot be generally satisfied for all linear supply and

demand curves, specifically when supply is very inelastic and/or demand is very

elastic. Neither do we expect it to be satisfied for any general non-linear curves. We

can evaluate whether a non-linear system will be stable by considering the following

approximations for the supply and demand responses

p̃(k + 1) = αq(k)2 + βq(k) + Pmin

and

q̃(k) = QU +QR
p(k)

Pmax

respectively, in the neighborhood of the clearing price and quantity. This approxima-

tion is the canonical quadratic map problem based on the recurrence equation

xn =
1

2

(
1− f(n)

[
rnf(x)−1(1− 2x0)

])
where f(n) is the time-domain solution function and f(x)−1 is its inverse [117]. This

system is known to be meta-stable (i.e. it has no single fixed solution point xn) for

values of r > 3.5, and chaotic for values of r > 4, with closed-form solutions to f

known only for r ∈ {−2, 2, 4}.

To determine the stability of a linear negotiated market clearing mechanism when

the supply and demand curves are not linear functions, we must evaluate the joint

spectral radius for the linearized state space representation[
p(k + 1)

q(k + 1)

]
=

[
0 A(q(k))

A(q(k))
B2(p(k))

0

]
︸ ︷︷ ︸

G

[
p(k)

q(k)

]
for k = 0, 1, 2, · · ·

where (A,B) ∈ G are the first order terms of the Taylor expansions
P (x− q) = P (q) + P ′(q)︸ ︷︷ ︸

A(q)

(x− q) + 1
2
P ′′(q)(x− q)2 + · · ·

Q(y − p) = Q(p) +Q′(p)︸ ︷︷ ︸
B(p)

(y − p) + 1
2
Q′′(p)(y − p)2 + · · ·

is reversed and thus the stability condition is reversed as well. This suggests that one approach to
addressing stability is to simply reverse the negotiation process when convergence is not achieved.
However, this approach does not improve the convergence rate.
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of the demand and supply curves about the price and quantity at the iteration k,

respectively. Such a system is only stable when the mean spectral radius ρ(G) < 1.

Thus we can only say that for systems with small amounts of demand response and

typical supply curves, convergence can be expected when the supply and demand

elasticities at the clearing price and quantity are such that −B(Pc) < A(Qc). If

this is not true, the negotiation will converge only to a boundary region outside of

which this condition is satisfied because within that region the process diverges. If

the clearing price and quantity are inside the divergence region, then they cannot be

discovered by the simple linear negotiation strategy described above.

In the case of logistic demand curves observed in transactive system field demon-

strations to date, convergence is possible only when

ηD > − 1

ηS

(
Pc
Qc

)2

(B.1)

where ηS and ηD are the supply and demand elasticities at the clearing price, respec-

tively. This limits the conditions for which convergence is possible when using linear

negotiation stratgies to only relatively inelastic demand curves in the neighborhood

of the clearing price and quantity. The more elastic supply is, the less elastic demand

must be for the negotiation to successfully converge on a price at which supply will

equal demand. As has been observed in the field demonstration data, high demand

elasticities do occur during period of constrained supply conditions. This is why

we conclude that simple linear iterative negotiated price-discovery mechanisms are

generally unsuitable for price-based demand response dispatch systems such as those

used for transactive control.

B.2 Stable Mechanism Design

We can use the insights gained from the analysis above to devise a price discovery

mechanism using an enhanced negotiating strategy for the utility that will satisfy

its objective of quickly finding a price at which supply equals demand. The util-

ity’s second proposed price in response to the consumer’s initial proposed quantity is

augmented with a term that includes the last proposed price, such that

p(k + 1) = [c− kp]p(k) + [a− kq]q(k)
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Figure B.2: Advanced negotation strategy diagram with quantity constraint tracking

where c is a proportional coefficient for the previous price, and K = [kp, kq] are

feedback coefficients that we will use to tune the relative input of the previous price

and quantity. The design of this system is illustrated in Figure B.2 and the state-

space representation of this advanced negotiation strategy for any reference quantity

input r(k) is [
p(k + 1)

q(k + 1)

]
=

[
c a

a
b2

+ c 0

]
︸ ︷︷ ︸

G

[
p(k)

q(k)

]
−

[
1
1
b

]
︸︷︷︸
H

[
kp kq

]
︸ ︷︷ ︸

K

[
p(k)

q(k)

]
(B.2)

with the output quantity

y(k) =
[
0 1

]
︸ ︷︷ ︸

c

[
p(k)

q(k)

]
.

The negotiation strategy design problem for the utility is then reduced to deter-

mining the value K such that negotiation converges as quickly as possible on the price

at which supply equals demand. This “deadbeat” system response requires that the

characteristic equation be reduced to z2 = 0, a condition which can be obtained when

K =

[
c− a2

b2c(b− 1)
− a

b
, a+

a2

bc(b− 1)

]
. (B.3)

An example for three different levels of demand response is shown in Figure B.3,

where the demand curve has been linearized in the neighborhood of the clearing

price and quantity, as described above. In all three cases, the deadbeat negotiating

strategy converges in two iterations to the clearing price and quantity, outperforming

the simple linear negotiation strategy for even the stable case. More significantly, the

deadbeat strategy converges when the simple strategy fails to converge.
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Figure B.3: Simulation of stable (left), marginal (center) and unstable (right) negotia-
tions without (dotted) and with (solid) corresponding deadbeat negotiation strategies.

B.2.1 Demand Response Uncertainty

We note that in Equation (B.3) the slope of the demand curve b is included in the

computation of the negotiation strategy parameters of K. Uncertainty in b can result

in an error in the clearing price and quantity. The demand curve may not be known

exactly or it may change from time to time. The utility may wish to employ an

enhanced negotiation strategy to reduce the clearing price error that may result from

inaccurate estimation of this demand curve parameter b.

A reliable design method based on control theory is to compensate for the un-

known demand function by implementing integral error feedback [87] in the negoti-

ation process. This approach adds a third state to the state-space representation in

Equation (B.2). This new state represents the accumulated error between the most

recent quantity from the consumer(s) and the clearing quantity. This error is then

multiplied by a gain ke and the result is added to the price response p(k + 1). This

approach raises the overall order of the system by one and can be expected to de-

crease the convergence rate compared to the deadbeat negotiation. But integral error

feedback has the significant advantage that it compensates for all constant errors in

the system, not just demand elasticity estimation errors. The same method used to

find K above can be used in this case to find the joint feedback gains [K, ke] required

to obtain the fastest possible convergence using a linear negotiation. The behavior of

this price-discovery mechanism is illustrated in Figure B.4.

The solution for [K, ke] using this approach can be found given any reasonable
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Figure B.4: Discrete-time system diagram of advanced negotation strategy diagram
with demand curve uncertainty

assumption for the value of b. Choosing a value of b̂ = −1 gives the solution for the

feedback gains

kp = 1, kq = a+ 1
a
, and ke = 1− 1

a
, . (B.4)

The general solution for the augmented state approach is

kp = 1, kq = a+ b̂2

a
, and ke = 1− b̂2

a

where b̂ is the utility’s estimate for the slope b of the demand response curve, as

illustrated in Figure B.5. The general solution can be expressed in terms of a utility’s

price negotiation strategy as

p(k + 1) = p(k) + (2a+ 1) q(k) +

(
1− b̂2

a

)
k−1∑
j=1

q(j)

which will converge in a finite time when b < 0 < a but with no particular restriction

on the relative magnitudes of a and b.

The closed-loop stability of this solution depends on the magnitude of the error

in the estimate of b̂. Specifically, the characteristic equation of this price-discovery

solution is

z(z2 − 1 +
b̂2

b2
)

which suggests that convergence is guaranteed when

√
2b < b̂ < 0. (B.5)

The constraint that the magnitude b̂ cannot be more than about 40% greater than b
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Figure B.5: Integral error feedback negotiation strategy for the same cases as Fig-
ure B.3 with a +10% error in the demand response curve estimate b̂.

is a generally reasonable one for the slope of the demand curve in the neighborhood

of the solution price and quantity.

B.3 Conclusions

The dependence of deadbeat negotiation strategy on the utility’s knowledge of the

demand curve slope b suggests that it is possible to compute the clearing price using a
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parametric fit of the demand curve from a very large set of bids instead of negotiating

with all the loads individually. Instead of performing an auction clearing as in the

Olympic and Columbus demonstration projects the utility can indirectly determined

the price at which supply equals demand by computing what the negotiation would

produce given the demand curve imputed by the bids without actually performing the

negotiation.

This method does assume that the demand curve fits a mathematical function of

some type that can be expected to represent the loads’ collective behavior most of

the time. For example, the demand curve may generally take the form of a logistic

function as observed during quiescent periods in both the Olympic and Columbus

demonstrations. This function was derived in Chapter 3 and has the form

Q = (1 + eα+βP )−1QR +QU

where α is the unobservable component of the demand response behavior and β is the

observable component. The parameters can be estimated using the logistic regression

α = P̄ − βξ̄

and

β =
Pξ − P̄ ξ̄
P 2 − P̄ 2

.

where ξ = ln(QU +QR−Q)− ln(Q−QU). Given such a fit we can estimate the slope

of the demand curve at the clearing price

b̂ = − βQRe
α+βP

(eα+βP + 1)2
,

a value that can be readily used to compute the clearing price without performing

the full market clearing procedure.

In control theory a non-zero reference quantity r(k) is included in Equation (B.2).

This term merits further consideration because it can be used by the utility to change

the quantity that the negotiation will converge to. However, this quantity does not

necessarily converge to a price at which supply will equal demand. Non-equilibrium

values of r(k) may be theoretically interesting, but they likely do not have physical

meaning that is useful unless the utility intentionally wishes to increase or decrease the

load for some operational reason, such as maintaining a net level of imports or exports.
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Generally such deliberate manipulation of the negotiation strategy should be regarded

with skepticism, particularly if the result would be an economically inefficient price

or a power imbalance that results in operational reliability concerns.

Control theory also suggests that when using the integral error feedback negoti-

ation strategy, a better estimate b̂ of the demand response slope b results in a faster

convergence for the negotiation. But the process will always converge regardless of the

error. Here again, collecting real-time demand data from customers can contribute

to significantly improving the performance of the price-discovery mechanism by pro-

viding information needed to obtain a sufficiently accurate estimate of the demand

curve slope.
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Appendix C

Model Specifications

Table C.1: Aggregate Load Model Parameters

Parameter Variable Distribution µ σ Remarks

Wall conductivity UA Normal 350 50 Truncated at ±3σ
Air heat capacity CA Normal 2000 150 Truncated at ±3σ
Mass conductivity UM Normal 2000 500 Truncated at ±3σ
Mass heat capacity CM Normal 10000 1000 Truncated at ±3σ
Setpoint temperature TS Normal 72 1 Truncated at ±3σ
Design temperature TH None 10 –

Equipment oversizing − QH

(TH−TS)UA
Normal 1.55 0.15 Truncated at ±3σ

Equipment efficiency COP Normal 3.0 0.5 Truncated at ±3σ
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Table C.2: WECC 2024 demand forecast and internal area losses [1]

Area Peak Energy Loss
number Consolidated area [MW] [GWh/year] factor

1 AESO 16095 115061 1.019
2 BCH 12542 69326 1.020
3 PNW = AVA + BPA + CHPD 33384 184103 1.025

+ DOPD + GCPD + PACW
+ PGE + PSEI + SCL + TPWR

4 NWMT 1898 12163 1.023
5 PAWY 1681 11028 1.013
6 NCA = BANC + CIPB 30626 144848 1.043

+ CIPV + TIDC
7 SPPC 2447 15784 1.026
8 ID = IPFE + IPMV + IPTV 4157 19290 1.036
9 UT = PAID + PAUT 8443 39362 1.028
10 CO = WACM + WAUW 5867 34863 1.023
11 LDWP 7789 34129 1.027
12 NEVP 7034 30083 1.045
13 PSCO 8130 41027 1.028
14 SCA = CISC + VEA 26847 119573 1.040
15 AZ = AZPS + SRP 23596 109534 1.026

+ TEPC + WALC
16 CISD 5573 26702 1.037
17 IID 1342 4836 1.043
18 PNM 3136 16449 1.026
19 CEF 3255 15452 1.033
20 EPE 2391 11106 1.032
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Table C.3: WECC 2024 aggregated installed supply capacity [1]

Non-dispatchable (must-take) generation Dispatchable
Area Intermittent [MW] Base (invariable) [MW] generation [MW]

AESO 2275.2 3710 17733
BCH 815.3 3531 17000
PNW 14432.0 5845 36675
NWMT 664.2 1227 1993
PAWY 1315.3 1648 2105
NCA 5092.7 5351 38684
SPPC 800.0 1118 3287
ID 660.3 374 2845
UT 256.5 2183 8136
CO 656.4 1807 4310
LDWP 687.0 89 8727
NEVP 75.7 426 13085
PSCO 2441.1 1616 11645
SCA 6028.1 977 28645
AZ 3220.6 8601 39353
CISD 432.8 34 8558
IID 34.4 1170 1514
PNM 840.3 910 4504
CFE 384.2 697 6600
EPE 1.3 0 3512
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Table C.4: WECC 2024 producer cost and surplus difference for 100% inelastic load
(in M$/year) [1]

Producer cost reduction Producer surplus reduction
Unconstrained Constrained Unconstrained Constrained

AESO 6642 1797 11421 2820
BCH 55 149 79 284
PNW 35 479 -552 588
NWMT -260 -236 -1622 -1516
PAWY -297 -246 -2513 -2132
NCA -393 121 -817 145
SPPC -297 -254 -1058 -933
ID 1873 1907 2630 2696
UT 453 557 763 997
CO 1244 1296 2978 3147
LDWP 2304 2422 2498 2632
NEVP -183 -4 -214 -8
PSCO -454 -306 -1044 -753
SCA 5697 6083 7215 7771
AZ -4624 -4082 -12111 -10968
CISD 992 1108 1061 1187
IID -213 -192 -1467 -1375
PNM -324 -262 -873 -735
CFE -521 -287 -873 -506
EPE 573 622 573 622
Total 12301 10671 6075 3965
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Table C.5: WECC 2025 production cost per unit in $/MWh [1]

Standalone Constrained
100% inelastic 95% inelastic 100% inelastic 95% inelastic

AESO 78.48 78.47 67.51 67.50
BCH 32.72 32.71 31.31 31.30
PNW 26.33 26.31 24.64 24.63
NWMT 1.45 1.44 14.78 14.77
PAWY 0.00 0.00 11.11 11.10
NCA 32.14 32.13 31.68 31.67
SPPC 9.76 9.75 21.29 21.28
ID 109.06 109.07 32.83 32.79
UT 35.66 35.62 26.92 26.91
CO 50.93 50.92 19.19 19.18
LDWP 97.06 97.04 51.01 51.01
NEVP 49.45 49.44 49.91 49.90
PSCO 26.24 26.23 31.62 31.61
SCA 76.38 76.37 41.27 41.26
AZ 6.11 6.11 28.10 28.09
CISD 79.17 79.17 52.90 52.90
IID 0.01 0.01 13.82 13.81
PNM 16.58 16.57 27.71 27.71
CFE 21.43 21.43 33.10 33.11
EPE 90.20 90.19 57.33 57.33
Average 41.96 41.95 33.40 33.39
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Table C.6: WECC 2024 model inter-area transfer limits [1]

Path From To Minimum Maximum
number area area [MW] [MW]

P01 AESO BCH -1200 1000
P03 PNW BCH -3150 3000
P08 NWMT PNW -2150 3000
P09 NWMT CO -2573 2573
P14 ID PNW -2250 3400
P16 ID SPPC -360 500
P18 NWMT ID -256 337
P20 ID UT -2250 2250
P22 PNM AZ -2325 2325
P24 NCA SPPC -150 160
P26 NCA SCA -3000 4000
P27 UT LDWP -1400 2400
P30 UT PSCO -650 650
P31 PSCO PNM -690 690
P32 SPPC UT -235 440
P35 UT NEVP -580 600
P36 CO PSCO -1680 1680
P42 IID SCA -1500 1500
P43 LDWP SCA -4000 4000
P44 CISD SCA -2500 2500
P45 CISD CFE -800 400
P46N NEVP LDWP -6000 6000
P46S NEVP SCA -5000 5000
P47 EPE AZ -1048 1048
P48 EPE PNM -1970 1970
P49 AZ NEVP -10200 10200
P59 AZ SCA -218 218
P65 PNW LDWP -3100 3220
P66 PNW NCA -3675 4800
P76 PNW SPPC -300 300
P78 UT PNM -600 600
P79 AZ UT -300 265
P80 NWMT PAWY -600 600
PP1 PAWY UT -1700 1700
PP2 IID CISD -150 150
PP3 AZ CISD -1160 1650
PP4 AZ IID -160 260
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Appendix D

Simulation Results

Table D.1: Estimated, simulated, and errors of aggregate thermostat load state tran-
sition probability ρ using joint PDF (N=normal, Ln=log normal, Log=logistic) using
106 homes and td = 1 minute.

TO N(X) N(Y) N(X) Ln(Y) Log(X) N(Y) Log(X) Ln(Y)
(◦F) ρoff ρon ρoff ρon ρoff ρon ρoff ρon

Est 1.00 0.44 1.00 0.44 1.00 0.43 1.00 0.43
5 Sim 1.00 0.42 1.00 0.42 1.00 0.42 1.00 0.42

Err 0.1% -3.5% 0.1% -3.5% 0.1% -2.4% 0.1% -2.3%
Est 0.99 0.55 1.00 0.55 0.99 0.54 1.00 0.54

10 Sim 1.00 0.54 1.00 0.54 1.00 0.54 1.00 0.54
Err 0.5% -2.3% 0.4% -2.4% 0.5% -1.3% 0.5% -1.4%
Est 0.98 0.67 0.98 0.67 0.98 0.67 0.98 0.67

15 Sim 1.00 0.67 1.00 0.67 1.00 0.67 1.00 0.67
Err 1.8% -0.5% 1.5% -0.8% 1.9% 0.3% 1.6% 0.1%
Est 0.94 0.80 0.95 0.80 0.94 0.79 0.95 0.79

20 Sim 0.98 0.81 0.98 0.81 0.98 0.81 0.98 0.81
Err 4.2% 2.1% 3.4% 1.8% 4.3% 2.8% 3.5% 2.4%
Est 0.86 0.90 0.87 0.90 0.86 0.89 0.87 0.90

25 Sim 0.91 0.93 0.91 0.93 0.91 0.93 0.91 0.93
Err 5.5% 3.7% 4.4% 3.4% 5.7% 4.2% 4.7% 3.8%
Est 0.75 0.96 0.75 0.96 0.74 0.96 0.75 0.96

30 Sim 0.78 0.99 0.78 0.99 0.78 0.99 0.78 0.99
Err 4.4% 2.7% 3.6% 2.5% 4.6% 3.0% 3.9% 2.8%
Est 0.62 0.99 0.62 0.99 0.62 0.99 0.62 0.99

35 Sim 0.64 1.00 0.64 1.00 0.64 1.00 0.64 1.00
Err 2.6% 1.1% 2.4% 1.0% 2.9% 1.2% 2.7% 1.1%
Est 0.50 1.00 0.50 1.00 0.50 1.00 0.50 1.00

40 Sim 0.51 1.00 0.51 1.00 0.51 1.00 0.51 1.00
Err 1.7% 0.3% 1.7% 0.3% 1.9% 0.3% 1.9% 0.3%
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